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TOWER AND

GENERAL NOTES

1.) ALL ITEMS THAT ARE TO REMAIN IN PLACE CONDUI, PIPING,
LADDERS, HOSES, ETC. SHALL BE SECURED TO THE REMAINING
EXISTING STRUCTURAL SYSTEM UNTIL INCORPORATED INTO THE
NEW WORK WALL PANELS.

2.) BOTH ELEVATORS ARE TO REMAIN FULLY OPERATIONAL UNTIL
SUCH TIME THAT THE NEW ELEVATOR(S) EQUIPMENT IS ON SITE
AND READY FOR INSTALLATION. ELEVATOR INSTALLATION AND

4.) PENTHOUSE ROOF TO REMAIN FULLY INTACT DURING WALL
DEMOLITION AND NEW WALL CONSTRUCTION. (RE: AD—300 AND

AD-301 FOR WALL DEMOLITION).

5.) PROTECT EXISTING BUILDING ROOF DURING WALL DEMOLITION

REMOVAL AND NEW WALL INSTALLATION. (IT IS THE SOLE

RESPONSIBILITY OF THE CONTRACTOR TO MAINTAIN THE INTEGRITY

OF THE EXISTING BUILDING ROOF(S) TO MAINTAIN ROOF

PLAN NOTES

1

REMOVE EXISTING EXTERIOR STUCCO WALL SYSTEM INCLUDING

FLASHINGS AND TRIM DOWN TO METAL STUDS (TO REMAIN),

EXISTING PENTHOUSE SUPPORT STRUCTURE AND ROOF ARE TO
REMAIN INTACT. PROVIDE AND INSTALL ADDITIONAL STRUCTURAL
SUPPORT UNTIL AFTER THE INSTALLATION OF THE NEW WALL

SYSTEM IS COMPLETE IN NEW WORK.

EXISTING SPRINKLER CONNECTION TO REMAIN, MODIFY AS

REMOVE, CLEAN AND PREPARE EXISTING LOUVER FOR

REMOVE, CLEAN AND PREPARE EXISTING LADDER FOR

EXISTING EMERGENCY STOP BUTTON TO REMAIN, MODIFY IN NEW

EXISTING SATELITE DISH TO REMAIN, RE:5/AR—100

EXISTING PIPE AND OTHER WALL PENETRATIONS TO REMAIN,

MODIFY AS REQUIRED IN NEW WALL PANELS. RE:11-13/AR—100

EXISTING PENTHOUSE ROOF DRAIN DISCHARGE TO REMAIN,

MODIFY AS REQUIRED IN NEW WALL PANEL. RE:12/AR-100

REMOVE EXISTING DOOR(S) AND FRAME, PROVIDE AND INSTALL
NEW DOORS, FRAMES AND ACCESSORIES WITH NEW WALL PANELS.

3

EXISTING ELEVATOR CONTROLLER AND ACCESSORIES TO BE

REMOVE EXISTING @IL AND LADDER AT PLATFORM AT TIME OF
A NEW ELEVATOR INSTALL. PROVIDE TEMPORARY FALL PROTECTION.

REMOVE EXISTING HOISTWAY LOUVERS AND RAIN HOODS. PROVIDE
AND INSTALL INSTALL NEW LOUVERS AND HOODS IN NEW WORK.
NOTE: EXISTING LOUVER @ ELEVATOR #1 HAS BEEN INFILLED
WITH CONCRETE WITHIN HOISTWAY. REMOVE CONCRETE TO

REMOVE EXISTING LOUVER, PREPARE EXISTING HEAD, JAMBS AND
SILL FOR INSTALLATION OF NEW LOUVER IN NEW WORK.

SEQUENCING IS PER ELEVATOR SPECIFICATION SECTION 142100. WARRANTY.) 2
3.) PENTHOUSE WALL DEMOLITION AND NEW WALL CONSTRUCTION WILL ' REQUIRED IN NEW WALL PANELS.
OCCUR BEFORE NEW ELEVATOR, DEMOLITION AND CONSTRUCTION. :
RE-INSTALLATION IN NEW WALL PANELS.
4
RE-INSTALLATION ON NEW WALL PANELS.
6.9 D& (5) (8) 6.9 @ Qe
. . y . . WALL, RE: 15/AR-100
]
/1) :
A\ A )
S SH. W/NO EXPOSED Sk 02 ke J SIM. W /C—CHANNEL - 7
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PIPING, TO REMAIN 72 ) 3 — 7 /1) 1 8] /1 7
RE: 16/AR—100 ‘\ 030 0300 5300 4
1 = 9
O
/ \ ] |
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\ > L] | ’ k# / ’ s 0
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DETAIL 5/ST—100 T
MECHANICAL HVAC
ACCESS ROOM A
‘ E A P=103 12
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i 107 REACTIVATE OPENING AS PART OF DEMO.
5
O 13
I E—
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9 - ~
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REMOVE EXISTING EXTERIOR WALL SYSTEM INCLUDING FLASHINGS,

AND TRIM DOWN TO METAL STUDS(TO REMAIN), EXISTING
PENTHOUSE SUPPORT STRUCTURE AND PENTHOUSE ROOF TO
REMAIN INTACT. PROVIDE AND INSTALL ADDITIONAL SUPPORT
UNTIL AFTER THE INSTALLATION OF THE NEW WALL SYSTEM IS
COMPLETE IN NEW WORK.

EXISTING SPRINKLER CONNECTION TO REMAIN, MODIFY AS
REQUIRED IN NEW WALL PANELS.

REMOVE, CLEAN AND PREPARE EXISTING LOUVER FOR
RE—INSTALLATION IN NEW WALL PANELS. (PAINT IN NEW WORK)

REMOVE, CLEAN AND PREPARE EXISTING LADDER FOR
INSTALLATION TO NEW WALL PANELS. (PAINT IN NEW WORK)

EXISTING EMERGENCY STOP BUTTON TO REMAIN, RE: 15/AR—100
EXISTING SATELITE DISH TO REMAIN, RE:5/AR-100

EXISTING PIPE AND PENETRATIONS TO REMAIN, RE:11-13/AR—100

EXISTING PENTHOUSE ROOF DRAIN DISCHARGE TO REMAIN,
RE:12/AR-100

REMOVE EXISTING DOOR(S) AND FRAME, PROVIDE AND INSTALL
NEW DOORS AND FRAMES AND ACCESSORIES WITH NEW WALL

PANELS IN NEW WORK. RE: AE-200)
NOT USED THIS SHEET.
NOT USED THIS SHEET

REMOVE EXISTING HOISTWAY LOUVER AND RAIN HOOD. PAINT AND
REINSTALL LOUVER AND HOOD IN NEW WORK.

NOTE: EXISTING LOUVER @ ELEVATOR #1 HAS BEEN INFILLED
WITH CONCRETE WITHIN HOISTWAY. REMOVE CONCRETE TO
REACTIVATE OPENING AS PART OF DEMO.

REMOVE EXISTING LOUVER, PREPARE HEAD, JAMBS AND SILL FOR
INSTALLATION OF NEW LOUVER IN NEW WORK. (RE: AE—200 AND
MP—100).

REMOVE EXISTING ABANDONED ROOF TOP EXHAUST FAN, PREPARE
EXISTING CURB FOR PIPE, CONDUIT ROUTING FROM NEW ROOF

TOP HVAC UNIT IN NEW WORK. (RE:4/AE-600, 21/AR100 AND
1/MP—100 (NOTE 4).
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FLASHING, AND ALL ROOFING
MATERIAL TO REMAIN INTACT. EXISTING TPO ROOFING

METAL LATH, AND FASTENERS AS
NEEDED TO INSTALL NEW
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INSULATED METAL WALL PANEL. */\\

REMOVE EXISTING STUCCO, /— - SYSTEM TO REMAIN INTACT
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EXISTING STEEL CROSS BRACING TO
/ BE REMOVED AND RE—INSTALLED
/ WITH HORIZONTAL LEG FACING IN

ND30Y

EXISTING STEEL CROSS BRACING TO
/ BE REMOVED AND RE—INSTALLED
WITH HORIZONTAL LEG FACING IN

EXISTING C CHANNEL &
BOLT PLATE TO REMAIN

STUCCO WALL SYSTEM
IS CURRENTLY SEALED

WITH TPO WRAP. x

L3\

T EXISTING STEEL CROSS BRACING TO
BE REMOVED AND RE-INSTALLED
WITH HORIZONTAL LEG FACING IN

REMOVE ALL EXISTING WALL
SYSTEM FASTENERS, PREP

STUDS FOR NEW WALL SYSTEM \

— EXISTING METAL STUD
| @16 0.C. TO REMAIN

EXISTING STEEL CROSS BRACING TO
/ BE REMOVED AND RE-INSTALLED
/ WITH HORIZONTAL LEG FACING IN

STUCCO WALL SYSTEM AND TPO

WRAP DOWN TO METAL STUDS j\

— EXISTING STEEL
COLUMN TO REMAIN

—— EXISTING STUD TRACK TO BE
REMOVED & REPLACED

(RE: DETAILS 1&2/AE—300)

DETAIL 2/AD-301

REMOVE EXISTING
TPO MEMBRANE TRIM
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EXISTING PARAPET, ALL
FLASHING, AND ALL ROOFING
MATERIAL TO REMAIN INTACT.
REMOVE EXISTING STUCCO,

METAL LATH, AND FASTENERS AS /

/

DETAIL 2/AD-301

EXISTING TPO ROOFING
SYSTEM TO REMAIN INTACT

EXISTING TPO
ROOFING SYSTEM
TO REMAIN INTACT

GENERAL NOTES

1. REMOVE EXISTING STUCCO WALL SYSTEM THAT CURRENTLY IS COVERED WITH A TPO MEMBRANE WRAP, REMOVE EXISTING

METAL LATH, AND EXISTING FASTENERS ON ALL PERIMETER EXTERIOR WALLS. RE: 2/AD-301

2. REMOVE EXISTING TRIM ADHERING TPO MEMBRANE TO EXTERIOR WALL. MAINTAIN AND PEEL BACK TPO MEMBRANE TO ALLOW
REMOVAL OF STUCCO, METAL LATH, AND FASTENERS.

5. EXISTING PARAPET, ALL FLASHING, AND ALL ROOFING MATERIAL TO REMAIN INTACT. REMOVE EXISTING STUCCO, METAL LATH,
AND FASTENERS AS NEEDED TO INSTALL NEW INSULATED METAL WALL PANEL.

4. PROVIDE TEMPORARY STRUCTURAL SUPPORT AS REQUIRED THROUGHOUT REMOVAL OF EXISTING STUCCO WALL SYSTEM AND
ORIGINAL STRUCTURE SUPPORT BRACING. TEMPORARY SUPPORT SHALL REMAIN IN PLACE UNTIL INSTALLATION OF NEW
STRUCTURAL SUPPORT MEMBERS, RE-INSTALLATION OF ORIGINAL STRUCTURAL SUPPORT MEMBERS AND NEW WALL SYSTEM
IS COMPLETE IN NEW WORK.
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AS REQUIRED.

AND FLASH INTO NEW WA

PANELS.

@ @ ©» O @ -

EXISTING LOUVER AND ASSOCIATED
FLASHING /ACCESSORIES TO REMAIN, PAINT IN PLACE

LL PANELS.

PROVIDE AND INSTALL NEW 60° SHIPS LADDER

PROVIDE AND INSTALL NEW INSULATED METAL WALL
PANELS, ACCESSORIES AND WALL ATTACHMENTS.

COORDINATE NEW WALL PENETRATIONS WITH EXISTING
PIPE LOCATIONS. EXTEND LENGTH THROUGH NEW WALL

PROVIDE ALL STRUCTURAL MATERIALS REQUIRED FOR
INSTALLATION OF EXISTING LADDER ON NEW WALL

PROVIDE AND INSTALL NEW HOLLOW METAL DOOR(S)
FRAMES AND ACCESSORIES.

PROVIDE AND INSTALL NEW 1 4" STEEL PIPE
GUARDRAIL, 42" TALL WITH AN INTERMEDIATE PIPE AT
21" ABOVE EXISTING RAISED PLATFORM AND 4" KICK
PLATE AT THE FLOOR. PAINTED SAFETY YELLOW.

PROVIDE AND INSTALL CONDENSING UNIT FOR FAN COIL
UNIT ON THE ROOF OF THE MACHINE ROOM.
(RE: NOTE 2/MP-100)

NEW ELEVATOR CONTROLLER (RE:1/E—101)

INSTALL NEW FIRESTOP PILLOWS/PUTTY IN GAP
BETWEEN EXTERIOR WALL AND ELEVATOR MACHINE
PLATFORM AND OTHER GAPS IN MACHINE ROOM
EXTERIOR WALL. INSTALL FIRESTOP MATERIAL AT ALL
PIPE, CONDUIT AND OTHER WALL PENETRATIONS.

PROVIDE AND INSTALL NEW HOISTWAY VENTILATION
LOUVERS, RAIN HOODS, AND ASSOCIATED

FLASHING /ACCESSORIES. PAINT AS DIRECTED BY THE
OWNER. PROVIDE AND INSTALL NEW FLASHING AND
ASSOCIATED ACCESSORIES AT NEW WALL WALL PANELS.
REMOVE EXISTING CONCRETE COVERING UP ELEVATOR 1
LOUVER. COORDINATE W/MECHANICAL DRAWINGS AND

SCHEDULES. (RE: 5/AR-100 AND 1/MP-100 NOTE 8)

DR ©

@ @

ENLARGE ROUGH OPENING, EXTEND HEAD AND JAMB TO THE
EAST TO ACCOMMODATE A NEW PAIR 3'-0"X7'-0" DOUBLE
DOOR.

NEW WALL MOUNTED TEMPERATURE SENSOR (RE: 1/MP-100)

PROVIDE AND INSTALL NEW 16'-0"X8'-0" LOUVER, REFER
MECHANICAL.

PROVIDE AND INSTALL NEW EXHAUST FAN. (RE:1/MP-100)

4—TON FAN COIL UNIT. (RE:1/MP-100)

GENERAL NOTE

v RE: DOOR SCHEDULE AE-600

1. PROVIDE TEMPORARY STRUCTURAL SUPPORT AS REQUIRED THROUGHOUT REMOVAL OF EXISTING STUCCO WALL SYSTEM AND
ORIGINAL STRUCTURE SUPPORT BRACING. TEMPORARY SUPPORT SHALL REMAIN IN PLACE UNTIL INSTALLATION OF NEW
STRUCTURAL SUPPORT MEMBERS, RE—INSTALLATION OF ORIGINAL STRUCTURAL SUPPORT MEMBERS AND NEW WALL SYSTEM

IS COMPLETE IN NEW WORK.

GENERAL CONSTRUCTION NOTE

CONTRACTOR SHALL REMOVE AND REPLACE BUILDING, STUDS, BRACING AS SHOWN IN THE DRAWINGS
ONE BAY AT A TIME. BEGINNING ON GRID LINE A.5 BETWEEN GRIDS 4 THRU 5 AND PROCEDING

CLOCKWISE. MAINTAIN STRUCTURAL INTEGRITY (SEE NOTE 1) AND PROTECTION FROM THE ELEMENTS

OF EACH SECTION AS WORK PROGRESSES.
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L INSTALLATION OF NEWLY PAINTED EXISTING LADDER TO NEW WALL
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IR {(5) PROVIDE AND INSTALL NEW HOLLOW METAL DOOR(S), FRAMES AND
= ACCESSORIES. (RE: DOOR SCHEDULE 1/AE—600)
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L & - —=7 EXTRUSION SP—1643 2-12~ 3/16
~ L | INSTALL NEW 74" HAT N / N 2-12N_ 3/16 GOVERNOR JOSEPH P.
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i EXISTING METAL STUDS @ 16” 0.C. \q\gm ARCHITECTURAL JAMB DETAIL w |
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\ PANEL END FLASHING r£3 NEW WALL PANEL 316V | |
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—— EXISTING METAL STUD ¢ §§§§§ 316 /6” COLUMN
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CAVITY. L ] =y A _ PANEL CLIP i | | ~ HSS4X2X1/4
' ‘ H EXISTING CONCRETE _ & FASTENER . i | \ (CONTINUOUS) CAD DWG FILE: AE-301.DWG
N ROOF CURB TO REMAIN . . 2.75" VERSAWALL—/-;’ ‘ DRAWN BY: GGG
EXISTING TPO |l ——— EXISTING CONCRETE ~ | AT 1127/ ¥ CHECKED BY: _ DDG
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STATE OF MISSOURI

DEMOLITION NOTES MICHAEL L. PARSON,
GOVERNOR

1 REMOVE EXISTING CALL BUTTON, PATCH AND PAINT EXISTING
GYPSUM BOARD WALL SURFACE TO MATCH ADJACENT SURFACE.
PROVIDE AND INSTALL NEW BOXES AS REQUIRED FOR COMPLETE
INSTALLATION OF NEW WORK ELEVATOR DRAWINGS AND
SPECIFICATIONS.

NEW WORK NOTES

PROVIDE AND INSTALL NEW FLOOR DESIGNATOR WITH IN CAR
HALL LANTERNS IN JAMBS VISIBLE FROM HALL STATIONS..

PROVIDE AND INSTALL NEW CALL BUTTON.

PROVIDE AND INSTALL NEW STAINLESS STEEL CORNER
GUARDS AT EACH JAMB OF ELEVATORS. (MIN. 4'=0" LONG)

PROVIDE AND INSTALL NEW HOLLOW METAL DOOR(S)

BASEMENT 1st FLOOR DEMOLITION 2nd FLOOR DEMOLITION 3rd FLOOR DEMOLITION FRAMES AND ACCESSORIES. RE: 1/AE-600

INTERIOR ELEVATION INTERIOR ELEVATION INTERIOR ELEVATION INTERIOR ELEVATION
SCALE:  1/4=1-0" SCALE:  1/47=1-0" SCALE:  1/47=1-0" SCALE:  1/47=1-0"

PROVIDE AND INSTALL NEW 60° (DEGREE) SHIPS LADDER

\
\
DL @ 8 O

PROVIDE AND INSTALL NEW 1 4" STEEL PIPE GUARDRAIL,
42" TALL WITH AN INTERMEDIATE PIPE AT 21" ABOVE
EXISTING RAISED PLATFORM AND 4" KICK PLATE AT THE
FLOOR. PAINTED SAFETY YELLOW.

3131 BROADWAY
KANSAS CITY, MISSOURI 64111

S

ELEVATOR NAME PLATE, INCLUDING BUT NOT LIMITED TO
BRAILLE. MIN. 4'-0" AF.F.

MISSOURI #2018037506
http://www.bibb—eac.com

ENGINEERS
ARCHITECTS
CONSTRUCTORS

)

EMERGENCY SERVICES BUTTONS, SWITCHES, BUTTONS AND
FEATURES ARE TO BE INSTALLED PER ELECTRIC TRACTION
1 1 1 ELEVATOR SPECIFICATION SECTION 142100.

@ HOISTWAY ACCESS KEYSWITCHES ARE TO BE INSTALLED AT
THE BASEMENT FLOOR AND 6TH FLOOR PER ELECTRIC
TRACTION ELEVATOR SPECIFICATION SECTION 142100.

| I | N — I GENERAL NOTES

4th FLOOR DEMOLITION Sth FLOOR DEMOLITION 6th FLOOR DEMOLITION % REFERENCE SPECIFICATION SECTION 028200 FOR ASBESTOS STATE OF MISSOURI

ABATEMENT OF HOISTWAY AND OTHER AREAS.
INTERIOR ELEVATION INTERIOR ELEVATION INTERIOR ELEVATION OFFICE OF ADMINISTRATION
SCALE: 1/4"=1-0" SCALE:  1/4"=1"-0" SCALE:  1/47=1"-0" % REFERENCE SPECIFICATION SECTION 142100 FOR ELECTRIC DIVISION OF FACILITIES
TRACTION ELEVATORS DEMOLITION AND NEW WORK. MANAGEMENT,
DESIGN AND CONSTRUCTION

% REFERENCE SPECIFICATION SECTION 078100 FOR APPLIED

FIREPROOFING. GOVERNOR JOSEPH P.
TEASDALE STATE OFFICE
s ELEVATOR INSTALLATION SHALL COMPLY WITH ALL CODES, STATE, BUILDING
FEDERAL AND ADA REQUIREMENTS. ALL FIXTURES AND
ACCESSORIES SHALL BE ACCESSIBILITY COMPLIANT FIXTURES PENTHOUSE REPLACEMENT

AND HARDWARE INCLUDING BRAILLE SIGNAGE WHERE
@ @ @ @ @ @ @ APPLICABLE. ALL FIXTURES SHALL BE FLUSH MOUNTED. AND ELEVATOR RENOVATIONS

/®\ @ / \ @ / \ / \ / \ / \ / \ / \ 8800 EAST 63RD STREET
/N /N /N R\ /1N /N /N /N * TEGUTS FoR AL CALL 0 SGNAL BUTONS. RAYTOWN, MISSOURI 413
g
- | - _—_— | : | - | | | - | | PROJECT # 01906-01
ko ko e N o N ko ko ko SITE# 1043

I ASSET # 3101043001

S

| a N A Nl AR N A N A N A
@ ’ @ & @ & @ ELEVATOR MACHINE ROOM
BASEMENT 1st FLOOR NEW WORK 2nd FLOOR NEW WORK 3rd FLOOR NEW WORK - E 2/5T-100 FOR € DOOR -
0 INTERIOR ELEVATION INTERIOR ELEVATION @ INTERIOR ELEVATION INTERIOR ELEVATION '
SCALE:  1/4'=1-0" SCALE:  1/4=1-0" SCALE:  1/4=1"-0" SCALE:  1/47=1-0"
RE:| SHT. ST-100 FOR
HOISTWAY| BEAM INFORMATION +—— 1~ /@>
iR /

REVISION:

@ @ @ @ @ @ REV%I&EE REV.0 IFC

/ \ / \ / \ / \ / \ (9) / \ (9) DATE:_07/25/19
/ \ / \ / \ / \ / \ / \ ISSUE DATE: 07/25/19
& | | o | | oMl | //@ | DESIGNED BY: __DDG
— \@/ - — \@/ - — \@/ R ‘ SHEET TITLE:

§-5"4
EXISTING

& &
4th FLOOR NEW WORK 5th FLOOR NEW WORK 6th FLOOR NEW WORK ELEVATOR MACHINE ROOM ARCHITECTURAL
INTERIOR ELEVATION INTERIOR ELEVATION 14 NTERIOR ELEVATION INTERIOR ELEVATION (LOOKING SOUTH) INTERIOR
SCALE:  1/4=1-0" SCALE:  1/4=1-0" SCALE:  1/4'=17-0" SCALE:  1/4"=1"-0" ELEVATIONS
SHEET NUMBER:
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DOOR AND FRAME SCHEDULE
DOOR | FRAME DETAILS
NO. SIZE PE | TYPE [ HEAD B TThResh. | RATING REMARKS
1| 3-0" X 7-0" X 1 3/# HM—A | HM | 3/AE-301 | 4/AE-301 |3/AE—600 | 20 MIN SEE NOTES 1, 2, 3 4 & 6
2 | 3-0" X 7-0" X 1 3/ HM—A | HM | 3/AE-301 | 4/AE-301 |3/AE—600 | 20 MIN SEE NOTES 1, 2, 3 4 & 6
3 | 3-0"X 7-0" X 1 3/ HM—A | HM | 3/AE-301 | 4/AE-301 |3/AE—600 | 20 MIN SEE NOTES 1, 2, 3 4 & 6
4 30" X 7-0" X 13/  PAR | HM-B | HM | 3/AE-301 | 4/AE-301 |3/AE-600 | 20 MIN SEE NOTES 1, 2, 3 4 & 6
5 | 3-0"X 9-0" X 1 3/4%  PAR | HM=C | HM | 3/AE-301 | 4/AE-301 | 5/AE-301 | 20 MIN SEE NOTES 1, 2, 3. 5 & 6
NOTES: ABBREVIATIONS:
1. FRAME BY DOOR MANUFACTURER. HM — HOLLOW METAL
2. INSTALL PER MANUFACTURER'S INSTRUCTIONS.
3. ALL DOORS SHALL BE FLUSH — 1 3/4” THICK UNLESS NOTED OTHERWISE.
4. MATCH PREVIOUS HARDWARE FUNCTION AND TYPE.
5. MATCH HARDWARE FUNCTION AND TYPE OF OTHER DOORS IN PROJECT.
6. PAINT, COLOR TO BE SELECTED BY THE OWNER. DOOR SCHEDULE
SCALE:  NONE PER DOOR SCHED
/// \
_PER DOOR SCHED_ . PER DOOR SCHED _ /
,/
RS /
) / \\ S y, ///
// \\\ L ///
. A /
0 ) / < o y,
= = S | S
w w Ve AN () \\
o O o / O|O N o \. O|O
2 = \\ 4 - \\
\\\\ /// \\\
\\ // \\\\
\\\\ p / \\\
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DOOR TYPES
SCALE:  1/2°=1"-0"
THRESHOLD SET IN FULL
ﬂ / //_ BED OF SEALANT
£ 1L &( EXISTING CONCRETE
SILL FLASHING o CURB
T;,,, § b <
— QA
J o °
NEW ROOF TOP HVAC UNIT
RE: MEP=100 AND 101
ARCHITECTURAL SILL DETAIL
SCALE: 3=1-0
INSULATE VOID TO PREVENT CONDENSATION REMOVEABLE TOP, SLOPE )
FOR DRAINAGE MIN. 8"
GASKETED FASTENERS,
MIN. 2 PER SIDE
<LopE OVERHANG
16 GA. GALVANIZED - NOTE:
SHEET METAL ENCLOSURE | NO PENETRATIONS
A\ SLOPE THROUGH ROOF

GASKETED FASTENERS,
MIN. 2 PER SIDE

L B T

EXISTING CURB, FLASHING, ETC.

Ld

\— SLOPE PIPE(S) DOWN AND AWAY FROM

HOOD, PROVIDE GASKETING WHERE

PIPE(S) PENETRATE ENCLOSURE TO
MAKE WATERTIGHT.

FLASHING DETAIL e EXISTING PENTHOUSE EXHAUST FAN CURB

SCALE:

,] 1/211:1’_0”

(RE: 21/AR-100 AND AD-200, NOTE 14)

SECURE HVAC UNIT TO TIMBER
PER MANUFACTURER RECOMMENDATIONS

EXISTING ROOF, (MOUNT UNIT AS PER
MANUFACTURER AND SUCH AS TO
PROTECT ROOF. NO ROOF PENETRATIONS
ARE ALLOWED.

BXUV - Fire Resistance Ratings - ANSI/UL 263

BXUVTY - Fire Resistance Ratings - CAN/ULC-S101 Certified for Canada
See General Information for Fire-resistance Ratings - ANSI/UL 263

See General Information for Fire Resistance Ratings - CAN/ULC-S101 Certified for
Canada

Design No. D826
December 03, 2015

Restrained Assembly Rating — 2 Hr.
Unrestrained Assembly Rating — 0 Hr. (See Item 3)
Unrestrained Beam Ratings — 1, 1-1/2 and 2 Hr.
This design was evaluated using a load design method other than the Limit
States Design Method (e.g., Working Stress Design Method). For jurisdictions

employing the Limit States Design Method, such as Canada, a load restriction
factor shall be used — See Guide BXUV or BXUV7

* Indicates such products shall bear the UL or cUL Certification Mark for
jurisdictions employing the UL or cUL Certification (such as Canada),
respectively.
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Beam — W8X20, min size

1. Light-Weight Concrete — Expanded shale, clay, or slate aggregate by
rotary-kiln method, or expanded by clay, shale or flyash aggregate by the
sintered grate process, or pelletized expanded blast furnace slag
aggregate, 111 +or- 3 pef unit weight, 3000 psi compressive strength,
vibrated, 4 to 7 per cent entrained air.

2. Welded Wire Fabric — 6x6 — W1.4xW1.4.

3. Steel Floor and Form Units* — Composite 1-1/2, 2, or 3 in. deep galv
units. Fluted units may be phosphatized/painted. Min gauges are 20 MSG
for fluted and 20/20 MSG for cellular and partial cellular units. The
following combinations of units may be used:

(1) All fluted.

{(2) One cellular or partial cellular to one or more fluted.
ASC STEEL DECK, DIV OF ASC PROFILESLLC — 32
in. wide Types NH-32, NHN-32, NHF-32; 36 in. wide Types
BH-36, BHN-36, BHN-35-1/4, BHF-36, BHF-36A, 2WH-36,
2WHS-36, 2WHF-36, 2WHF-36A, 3WxH-36, 3WxHF-36,
3WxHF-36A, 3WH-36, 3WHF-38, 3WHF-36A, 3W-36, 3WF-
36, DG3W-36, DG3WF-36. All units may be galvanized or
Prime Shield. Non-cellular decks may be vented designated
with a "V" suffix to the product name.

CANAM STEEL CORP — 36 in. wide Type P-3623, P-3606,
P-3615 and 24 in wide Type P-2432 composite, 36 in. wide
Type P-3606 and P-3615 non-composite

CANAM STEEL CORP — 24, 30 or 36 in. wide, Types 1-1/2
in. B-LOK and B-LOK Cell; 24 in. wide, Types 1-1/2, 2 or 3
in. LOK-Floor and LOK-Floor Cell; 24 in. wide, Types N-LOK
and N-LOK Cell, Types AWC 2 or 3 in., 12 or 24 in. wide.

KAM INDUSTRIES LTD, DBA CORDECK — QL Types, 24
in. wide, 3 or 3 inverted, UKX, 2 or 3 in. 99, AKX, WKX, 21
or 21 inverted, 121, NKX, TKX; 17 in. wide 21; 36 in. wide 2
or 3 in. 99. Side joints of 89, AKX, WKX, TKX may be
fastened together with min 1 in. long No. 12x14 self-drilling,
self-tapping steel screws 36 in. OC.

CHIA TEH CONSTRUCTION MATERIAL CO LTD — 24 or
36 in. wide Mac-Lok 3; 24 in. wide CFD-3.

NEW MILLENNIUM BUILDING SYSTEMSLLC —24in.
wide Types CFD-2, -3; 24; 30 or 36 in. wide Types CFD-1.5.
-12; 24 or 36 in. wide Types Mac-Lok 2, 3; 24 in. wide B2C,
B2F, NC, NFC; 30 in. wide B3C

DECK WEST INC — 36 in. wide B-DW, Inverted B-DW, BA-
DW, Inverted BA-DW, 2-DW, 3-DW. Side joints of 2-DW and
3-DW may be fastened together with min 1 in. long No. 12 x
14 self-drilling, self-tapping steel screws 36 in. OC.

DESIGN ASSISTANCE CONSTRUCTION SYSTEMS
INC — 36 in. wide Type DACS1.5CD, or 24 in. wide Type
DACS2.0CD, or DACS3.0CD.

EPIC METALS CORP — 24 in. wide Types EC150,
ECP150, EC300, ECP300, EC366, ECP366; 36 in. wide,
Types EC266, ECP266.

MARLYN STEEL DECKS INC — Type 1.5 CF, 2.0 CF or
3.0 CF.

NEW MILLENNIUM BUILDING SYSTEMS L L C — Type
1.5CD, 1.5CDI, 2.0CD, or 3.0CD. Units may be phos/painted
or galvanized.

MORIN CORP — 24, 30 or 36 in. wide Type LXR-B; 24 or
36 in. wide Type LXR-3W, 36 in. wide, Type LXR-2W.

VALLEY JOIST — 24 or 36 in. wide Types WVC 1-1/2 or
WVC 2.

VERCO DECKING INC - ANUCOR CO — 24, 30 or 36 in.
wide Types PLB, B, BR; 24 or 36 in. wide Types PLW2, W2,
PLW3, W3; 24 in. wide Types PLN, N. 12 in. wide PLW2,
W2, PLW3 or W3 units may be blended with 24 or 36 in.

wide PLW2, W2, PLW3 or W3 units, respectively; or Types
N3, PLN3. Units may be phos/ptd.

VULCRAFT, DIV OF NUCOR CORP — 24, 30 or 36 in.
wide, Types 1.5VL, 1.5VLI, 1.5PLVLI, 1.5VLP, 1.5PLVLP; 24
or 36 in. wide, Types 2VLI, 2.0PLVLI, 3VLI, 3.0PLVLI, 2VLP,
2.0PLVLP, 3VLP, 3.0PLVLP, 2VLJ, 3VLJ +, Types 1.5VLI,
1.5PLVLI, 2VLI, 2.0PLVLI, 2VLJ, 3VLI, 3.0PLVLI, 3VLJ units
may be phos/ptd. 36 in. wide Type High Strength 1.5 SBI, 36
in. wide Type High Strength 1.5 SBN; 1.5 SB, 1.5 SBR.

Spacing of welds attaching units to supports shall be at each
edge and not to exceed 16 in. between edges. Unless noted
otherwise, adjacent units button-punched or welded together
36 in. OC along side joints. The Unrestrained Assembly
Rating is 1, 1-1/2, or 2 Hr. dependent on the Unrestrained
Beam Rating, for 1-1/2 in. deep, 24 in. wide, 18 MSG fluted
and 18/20 MSG cellular units with clear spans not more than
8ft10in.

+ Side joints of Types 2VLJ or 3VLJ units may be fastened
together with No. 8, 3/4 in. long self-drilling Tek screws
driven diagonally from the top side through the joint of the
units at 36 in. O. C. max

Alternate Construction — Noncompaosite units of the same
type shown above may be used provided allowable loading
is calculated on the basis of noncomposite design.

4. Joint Cover — 2 in. wide pressure sensitive tape.

5. Trench Header — (Bearing the UL Listing Mark). Housing constructed
of steel and provided with metal edge screeds.

6. Access Openings — As required, with grommets.

7. Spray-Applied Fire Resistive Materials* — Applied by spraying with
water in one or more coats to final untamped thickness as shown on the
above illustration, to steel surfaces which are free of dirt, loose scale and
oil. Adhesive is optional. Tamping is optional. Min avg density of 13 pcf
with min ind density of 11 pcf for Types Il or DC/F. Min avg and min ind
densities of 22 and 19 pcf, respectively, for Type HP. For method of
density determination, refer to Design Information Section. When a trench
header is not incorporated in the assembly, the Spray-Applied Fire
Resistive Materials need only be applied to the steel beam.

Min Thkns In. Restrained Assembly Unrestrained
W8x20 Rating Hr Beam Rating Hr
34 2 |
1-1/8 2 1-172
1-7/16 2 2

ISOLATEK INTERNATIONAL — Types D-C/F, HP or Il, Type EBS or
Type X adhesive/sealer optional.

8. Shear-Connector Studs — Optional Studs, 3/4 in. diam by 3 in. long,
for 1-1/2 in. deep form units to 5 1/4 in. long for 3 in. deep form units,
headed type or equivalent per AISC specifications. Welded to the top
flange of beam through the steel form units.

9. Electrical Inserts — (Not Shown) — Classified as "Outlet Boxes and
Fittings Classified for Fire Resistance"” .

CANAM STEEL CORP — For use with 12 or 24 in. wide AWC2 or AWC3
units. Types and fittings as described below. Use of inserts requires spray-
applied fire resistive material (Iltem 7) on cellular units at thicknesses listed
below.

(Type 325-M1 and Type 325-M2 Preset Inserts with Activation Fitting
Type X).

Installed per accompanying installation instructions over factory punched
holes in Type AWC2 or AWCS3 floor units. The min thickness of material
on the cellular units shall be 7/8 in. The holes cut in the insert cover for
passage of wires shall be no more than 1/8 in. larger diam than the wire.
For abandonment of insert see installation instructions.

(Type 325 preset insert with Activation Fittings Type |, Ill, V, VI or VII).

Installed per accompanying installation instructions over factory punched
holes in Type AWC2 or AWC3 floor units. The min thickness of Spray-
Applied Fire Resistive Materials on cellular units with inserts shall be 1-5/8
in.

(Type 351 — After set Insert)

Installed per accompanying installation instructions in 4-1/4 in. diam hole
core-drilled thru concrele topping, centered over top of cell of Type AWC2
or AWCS3 cellular floor unit. Spacing of inserts shall be not more than one
insert in each 4 sq. ft. of floor area with not less than 2 ft. OC spacing of
adjacent inserts. Required Spray-Applied Fire Resistive Materials
thickness of 1/2 in. on cellular floor units with inserts.

* Indicates such products shall bear the UL or cUL Certification Mark for
jurisdictions employing the UL or cUL Certification (such as Canada),
respectively.

Last Updated on 2015-12-03

GENERAL FIRE PROTECTION NOTE:

INFORMATION SHOWN IN THESE TABLES ARE TO BE USED

IN- CONJUNCTION WITH FIREPROOFING SPECIFICATION SECTIONS
078100, 078415 AND 078443. PARTICULARLY SPECIFICATION
SECTION 078100 APPLIED FIREPROOFING IN COORDINATION WITH
HOISTWAY ASBESTOS REMOVAL AND NEW WORK CONSTRUCTION.

ARCHITECTURAL FIRE PROOFING REQUIRMENTS

SCALE:  NONE

ALL REPLACEMENT FIRE PROOFING TO PROVIDE MIN.

1 HOUR PROTECTION PER UL DESIGN D826.

PROVIDE MIN. 2 HOUR PROTECTION WHERE BEAM

FORMS PART OF SHAFT WALL ENCLOSURE. FIRE STOP 6" 3" 0 6"

ALL BEAMS WHERE THEY PENETRATE SHAFT WALLS.
SECURE NEW HVAC UNIT ONTO TREATED 6X6 SLEEPERS,

TIMBERS SHALL SIT ATOP 2 LAYERS TPO STRIPS TO SEPARATE
TIMBERS FROM EXISTING ROOF.
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EXISTING

COOLING TOWER \

0

PLAN NOTES

NEW CEILING MOUNTED FAN COIL UNIT WITH SUPPLY DIFFUSER.
FCU MANUFACTURER SHALL BE DAIKIN, CARRIER, TRANE OR
APPROVED EQUIVALENT. COORDINATE FINAL LOCATION WITH
ELEVATOR CONTRACTOR.

@ NEW AIR COOLED CONDENSING UNIT TO BE LOCATED ON ROOF
OF ELEVATOR MECHANICAL ROOM AT ABANDONED EXHAUST FAN
LOCATION. SECURE TO (2) 4" X 4" PRESSURE TREATED STUDS
ON TOP OF ROOF. MANUFACTURER SHALL BE DAIKIN, CARRIER,
TRANE OR APPROVED EQUIVALENT AND IS TO MATCH THE
INDOOR FAN COIL UNIT. (SEE NOTE 4)

@ ROUTE 1" CONDENSATE DISCHARGE TO EXISTING FLOOR DRAIN
LOCATED IN THE MECHANICAL ROOM AND TERMINATE WITH
PROPER AIR GAP. SLOPE PIPE AT NO LESS THAN 1/8" PER
FOOT. DO NOT ROUTE CONDENSATE PIPING OVER ELECTRICAL
PANELS.

CONTRACTOR TO REMOVE EXISTING EXHAUST FAN. CURB TO REMAIN.
ROUTE REFRIGERANT PIPING BETWEEN CU-1 AND FCU-1 AS SHOWN.
EXISTING PENETRATION THROUGH ROOF SHALL BE USED TO ROUTE
PIPING DOWN TO ELEVATOR MECHANICAL ROOM BELOW. REFER TO
MANUFACTURER’S INSTALLATION GUIDE FOR PROPER SIZING. (RE:
AD-200 (PLAN NOTE 14), 21/AR-100, AE-200 (ELEVATION NOTE
11), 4/AE-600)

CONTRACTOR TO PROVIDE NEW FCU WITH BACNET CARD FOR
INTEGRATION INTO EXISTING JOHNSON CONTROLS METASYS BUILDING
AUTOMATION  SYSTEM.

NEW TEMPERATURE SENSOR TO BE TIED INTO EXISTING BUILDING
AUTOMATION SYSTEM.

NEW EXHAUST FAN TO BE INTERLOCKED WITH EXISTING BUILDING
EMERGENCY POWER SYSTEM. MANUFACTURER TO BE GREENHECK,
PENNBARRY, LOREN COOK OR APPROVED EQUIVALENT.

@ NEW ELEVATOR HOISTWAY LOUVERS. NEW LOUVERS SHALL BE
EQUIVALENT SIZE OF EXISTING LOUVERS APPROXIMATELY 3'-0" LENGT
BY 1'-0" HEIGHT. NEW LOUVERS SHALL BE MOTOR ACTUATED AND
INTEGRATED WITH THE BMS SYSTEM. REFERENCE 5/AR-100, E-603
NOTE 19 AND MECHANICAL SCHEDULES FOR FURTHER INFORMATION.

NEW 16'-0" X 8'—-0" MANUALLY ADJUSTABLE LOUVER. REFERENCE
7/AR-100, 2/AE-200 AND MECHANICAL SCHEDULES FOR FURTHER
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STATE OF MISSOURI

MICHAEL L. PARSON,
FAN COIL UNIT SCHEDULE (HEAT PUMP) GOVERNOR
PLAN MARK MANUFACTURER |  NOMINAL MODEL SUPPLY FAN COOLING COIL HEAT PUMP HEATING COIL ELECTRICAL WEIGHT | NOTES
TONS CFM ESP TH SH EAT LAT REFRIGERANT | MINOUT | AMBIENT |  EAT LAT VIPH | MCA (A) [ MOCP (A) [ DISC TYPE | (LBS.)
(IN.) (MBH) (MBH) (FDB) | (FDB) | (FDB) | (FWB) TYPE (MBH) (DB) (F DB) (F WB) RS

FCU-1 DAIKIIN 4 FBQ48PVJU 1400 0.5 36.9 32.1 78.1 57.6 55 46.4 R-410A 46,900 6 68 99 208/1 3.4 15 FUSED 102 ALL i s '-
JOHN
DIC ey _ v
-=| A iM /
ASSOCIATED CONDENSING UNIT SHALL BE BY THE SAME MANUFACTURER. =\ F7 v {]

A PE-2014016944

FOR COOLING, EQUIPMENT SIZED FOR 105F AMBIENT TEMPERATURE. HEAT PUMP CAPACITY BASED ON AMBIENT TEMPERATURE LISTED. L L
PROVIDE (1) 2" MERV 8, PLEATED THROWAWAY FILTER. ’H\W{‘*/ “"W_\
PROVIDE BACK OUTLET CONNECTION. R N ONAL b5
PROVIDE FRONT OUTLET CONNECTION.

PROVIDE WITH BACNET CARD FOR INTEGRATION INTO EXISTING BUILDING AUTOMATION SYSTEM.
DISCONNECT SWITCH FURNISHED BY DIVISION 26 CONTRACTOR.

PROVIDE SINGLE POINT POWER CONNECTION.

© 0 N O O b WOWDN -

- A A A
W ND -~ 0O

PROVIDE SPRING VIBRATION ISOLATION AND ALL-THREAD HANGING RODS.
PROVIDE HEATER TO MEET OR EXCEED SCHEDULED MINIUMUM MBH OUTPUT.
COORDINATE EQUIPMENT POWER SUPPLY WITH ELECTRICAL CONTRACTOR IF DIFFERENT FROM THAT SCHEDULED.

TOTAL HEATIING CAPACITY INCLUDES THE HEAT PUMP HEATING COIL CAPACITY AT THE AMBIENT DRY BULB TEMPERATURE LISTED.
MANUFACTURER LISTED IS BASIS OF DESIGN. ADDITIONAL MANUFACUTER OPTIONS ARE LISTED ON DRAWINGS AND DIVISION 23 SPECIFICATIONS.
Ny
x-%, ¢
OUTDOOR CONDENSING UNIT SCHEDULE w © 08 L © 9
PLAN MARK MANUFACTURER MODEL EER SEER REFRIGERANT ELECTRICAL WEIGHT NOTES L S% é g ig
TYPE V/PH MCA (A) | MOCP (A) | DISC TYPE (LBS.) (11 -5 © gg 2
0 =2
CU-1 DAIKIIN RZA48TAVJU 8.6 14 R-410A 208/1 29.1 35 FUSED 225 ALL z —_— mi % S ':
L
— T FEnEE
1. MANUFACTURER LISTED IS BASIS OF DESIGN. ADDITIONAL MANUFACUTER OPTIONS ARE LISTED ON DRAWINGS AND DIVISION 23 SPECIFICATIONS. oo N3~
2 o) g
w<o
EXHAUST FAN SCHEDULE
TOTAL SONES
TAG LOCATION AREA SERVED MANUFACTURER MODEL DRIVE TYPE CFM EXTERNAL | FAN RPM BHP HP VIP (INLET) NOTES
SP
EF-1 WALL | ELEVATOR PENTHOUSE GREENHECK SE1-8-440-D Direct 335 0.106 1,550 0.03 1/30 115/1 4.6 1-4
NOTES
1. DISCONNECT SWITCH, FACTORY MOUNTED.
2. PROVIDE WITH BIRDSCREEN,
3. PROVIDE WITH BACKDRAFT DAMPER, GRAVITY OPERATED. STATE OF MISSOURI
4. FAN TO BE INTERLOCKED WITH EMERGENCY POWER. OFFICE OF ADMINISTRATION
5. MANUFACTURER LISTED IS BASIS OF DESIGN. ADDITIONAL MANUFACUTER OPTIONS ARE LISTED ON DRAWINGS AND DIVISION 23 SPECIFICATIONS. DIVISION OF FACILITIES
MANAGEMENT,
DESIGN AND CONSTRUCTION
LOUVER SCHEDULE GOVERNOR JOSEPH P.
S TEASDALE STATE OFFICE
PLAN MARK LOCATION TYPE MANUFACTURER | MODEL I rm e T e FRAME NOTES BUILDING
LR-1 SOUTH WALL - ELEVATOR PENTHOUSE COMBINATION RUSKIN ELC6375DAX 16'- 0" 8-0" PAINTED FINISH 1,2,3
ELR-1 ELEVATOR HOISTWAY COMBINATION RUSKIN ELC6375DAX 3-0" 10" PAINTED FINISH 12.4 PENTHOUSE REPLACEMENT
AND ELEVATOR RENOVATIONS
NOTES:

8800 EAST 63RD STREET
RAYTOWN, MISSOURI 64133

1. MANUFACTURER LISTED IS BASIS OF DESIGN. APPROVED MANUFACTURERS ARE RUSKIN, AIROLITE AND GREENHECK.
2. PROVIDE WITH BIRDSCREEN.
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GENERAL NOTES

1. REPLACE EXISTING ELEVATOR PIT LIGHTING FIXTURE WITH NEW
‘A" FIXTURE.  MAINTAIN CIRCUITING.

2. ELEVATOR CAB LIGHTS TO BE FED FROM MINI POWER CENTER
ON THE 4TH FLOOR. SEE DRAWING E-604.

3. NEW 3-WAY LIGHT SWITCHES SHALL BE INSTALLED ADJACENT
TO PIT LADDER LOCATIONS.

4. SEE DRAWING E-604 FOR LIGHT FIXTURE SCHEDULE.
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GENERAL NOTES

1. REPLACE EXISTING DUPLEX RECEPTACLE WITH NEW GFCI
RECEPTACLE.  MAINTAIN CIRCUITING.

2. REPLACE EXISTING DUPLEX RECEPTACLE IN' ELEVATORATOR PIT
WITH NEW GFCl RECEPTACLE.  MAINTAIN CIRCUITING.

3. NEW HVAC MOUNTED ON ROOF. PROVIDE 2 #8, #10G, IN

3/4"C TO 60A/2P, 208V, WP DISCONNECT SWITCH MOUNTED
ON PIPE RACK ON ROOF ADJACENT TO UNIT.

4. REMOVE EXISTING LIGHTING DISCONNECTS AND REPLACE WITH
NEW 120V, 15A, 1P DISCONNECTS. REWIRE EXISTING
CONNECTION FROM DISCONNECTS TO ELEVATOR CONTROLLERS.
ELEVATOR CONTRACTOR WILL WIRE FROM CONTROLLER TO
CABS.

5. ELEVATOR CONTRACTOR WILL HANDLE WIRING AND CONDUIT
FROM CONTROLLER TO GOVERNOR AND MACHINE MOTOR.
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— EXISTING PANEL PP3-3 0 200A
EXISTING PANEL HP5-1
1125 KA | BasTve OFFICE OF ADMINISTRATION
3RD FLOOR k XFMR 5TH FLOOR DIVISION OF FACILITIES
\ MANAGEMENT,
DESIGN AND CONSTRUCTION
A
GOVERNOR JOSEPH P.
Eﬁﬁg'LN%Pf’_O{V MCA TEASDALE STATE OFFICE
EXISTING BUILDING
PANEL PP2-2
j_‘ 200A /
- PENTHOUSE REPLACEMENT
E
5 AND ELEVATOR RENOVATIONS
" N\ BXISTING PANEL PP2-3
] 200A 250A/MCA 8800 EAST 63RD STREET
i I - ® RISER PLAN NOTES-NEW WORK RATTONWR, NPROTRI G
PANEL HP2-1
EXISTING
112.5 KVA 1. PROVIDE AND INSTALL GFCI RECEPTACLES FOR ELEVATOR PIT. REPLACE ALL MACHINE
XFMR ] ROOM DUPLEX RECEPTACLES WITH GFCI. PROJECT # 01906-01
2ND FLOOR
2. NOT USED. SITE # 1043
3. 1-1'C,2-CATS. ASSET # 3101043001
| 4. 1-1'C,3#6, #10G
5. 225A, 480/277V, 3@, 4W, 30 POLE, POWER PANEL.
EXISTING 150A/MCA ;
SANEL PP 6. 1-3/4"C,3#12.
EXISTING ;
J‘J 200A PANEL PP1-2 7 7. 1-3/4"C, CATS5.
8.  BOA/3P, 480V DISCONNECT FUSED AT 60 AMPS.
E [
= = | 1004 9. 1-2'C,3#1/0, #6G.
— 10, 1-3/4"C, 2410, #12G
7 | 200A
GBE: EXISTING ! [ E— - Y A 11, 60A/2P, 480V DISCONNECT FUSED AT 60 AMPS.
PANEL HP1-1 ST 12. 30A/2P, 480V DISCONNECT FUSED AT 30 AMPS. REVISION:
;;ﬁg KVA 13, 1-3/4"C, 2#8, #10G REV%?(;I]\EI
GROUND/1ST FLOOR 14.  15A/P, 120V DISCONNECT FUSED AT 15 AMPS. DATE:
REVISION: REV 0 IFC
g ~ 15.  3KVA MINI POWER CENTER 1PH 480V-120/240V, 12 POLE. DATE: 07725/19
&), 2 16.  15A/1P, 120V FUSIBLE DISCONNECT, FUSED AT 15A. ISSUE DATE: 07/25/19
@ ams 17.  INSTALL TWO NEW SMOKE SENSORS: ONE AT THE TOP OF THE ELEVATOR HOIST WAY,
B / THE OTHER IN THE ELEVATOR PIT. ADD THESE SENSORS ONTO THE EXISTING FIRE
REFERENCE NEC ARTICLE [ Jcs ALARM SYSTEM'S CIRCUIT LOOP AT THE CLOSEST EXISTING DEVICE TO THE NEW CAD DWG FILE: E-603.DWG
ey 2010 (EXHIBIT_700.3) = (| DESIRED LOCATION. MODELS THAT WORK WITH EXISTING FIRE ALARM CONTROL DRA BY: AW
P SYSTEM INCLUDE: NP-100, NP-100T, NI-100, AND NP-A100 SERIES. CHECWKNED oy IJ\/I I}){//
18.  RECONNECT NEW ELEVATOR CONTROLLERS TO FIRE ALARM SYSTEM AT THE SAME DESIGNED BY: — KAH
| LOOP LOCATION AS THE PREVIOUS CONTROLLERS.
EXISTING EXISTING
v v | PANEL  PANEL 19.  ELEVATOR SHAFT VENTILATION ACTUATOR TO BE ADDED ONTO THE EXISTING FIRE SHEET TITLE:
A == PPG—1 PPG—2 ALARM SYSTEM CIRCUIT LOOP AT CLOSEST EXISTING DEVICE. RELAY WITH ACTUATOR
& EXISTING WILL OPEN DAMPERS IN SHAFT UPON LOSS OF POWER OR SIGNAL FROM FIRE ALARM
EXISTING
& EXISTING PANEL BP-1 GENERAC SYSTEM. SEE NOTE 8 ON SHEET MP-100. ELECTRICAL
a FIRE_PUMP EYISTING E N ' GENEI}ATOR
Q- 60KW/90 AMPS
S FONTROLER ooke poe | © 450V RISER DIAGRAM
= CONTROLLER
<< EXIST.  EXIST.
© . EXISTING FIRE ALM. MASTER NEW W ORK
x EXISTING PANEL HPG-1
= T EXISTING EVERGENCY PANEL, L 62 EXISTING G-1 SYSTEM  TELEPHONE
— EXISTING , ; _
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S — CENERAC ATS 38, 4W PANEL v A o A SHEET NUMBER:
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STATE OF MISSOURI
MICHAEL L. PARSON,
GOVERNOR

PLAN NOTES

1. BOLD TEXT INDICATES NEW/CHANGED ITEMS FOR THIS PROJECT.

2. REPLACE EXISTING PANEL WITH LARGER PANEL INDICATED.
RECONNECT ALL EXISTING LOADS TO NEW PANEL.

5. LISTED MANUFACTURER IS BASIS OF DESIGN. ADDITIONAL
APPROVED MANUFACTURERS AVAILABLE IN THE PROJECT MANUAL.
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E N

RAYTOWN
VOLT 120/208 ELEVATOR UPGRADE 100 MAIN
PHASE 3 PANEL PP-1-ROOF 100 BUS
WIRE 4 PENTHOUSE AIC
AMPS _ _ AMPS
Description % % g Phase g % % Description
A B C P = = S S = o P A B C
COMPRESSOR ROOM PLUG (EXISTING) L 20 L A 2 35 2 |ELEVATOR SPLIT SYSTEM HVAC - OUTDOOR UNIT 145
OIL HEATER (EXISTING) 1 20 3 B 4 14.5
BOILER (EXISTING) 1 30 5 C 6 20 1 |SPARE
RETURN AIR LIGHT (EXISTING) 1 20 7 A 8 20 1 ELEVATOR ROOM LIGHT (EXISTING)
COMPRESSOR ROOM LIGHT (EXISTING) 1 20 9 B 10 20 1 |SPARE
BOILER ROOM LIGHT, PLUG NEXT TO DOOR (EXISTING) 1 20 11 C 12 20 1 HOT WATER PUMP, WATER HEATER (EXISTING)
CTC COMPUTERS (EXISTING) 1 20 13 A 14 20 1 |SPARE
L7 ELEVATOR SPLIT SYSTEM HVAC - INDOOR UNIT 2 15 = B 16 20 1 |HOT WATER PUMP (EXISTING)
1.7 17 C 18 20 1 |BHASIGN (EXISTING)
SPARE 1 20 19 A 20 20 1 |BHASIGN (EXISTING)
SPARE 1 20 21 B 22 20 1 |CHILLER CONTROL (EXISTING)
SPARE 1 20 23 C 24 20 1 |BAS CONTROL (EXISTING)
PP-2 REMOVED (EXISTING) 1 20 25 A 26 20 1 |MOTOROLA EQUIPMENT (EXISTING)
SPARE 1 20 27 B 28 20 1 |HVAC CHILLER (EXISTING)
SPARE 1 30 29 C 30 20 1 |SPARE
REMODEL (EXISTING) 1 31 A 32 1 |SPACE
REMODEL (EXISTING) 1 100 33 B 34 1 |SPACE
REMODEL (EXISTING) 1 35 C 36 1 |SPACE
0 1.7 1.7 TOTAL AMP LOADS 14.5 14.5 0
A 14.5 A
B 16.2 B
C 1.7 C
NOTE 2
RAYTOWN
VOLT 480V ELEVATOR UPGRADE 225 MAIN
PHASE 3 PANEL EP4-1 225 BUS
WIRE 4 FOURTH FLOOR AIC
AMPS . C AMPS
D iption % % % Phase § % % Description
A 5 c escrip 2 % s s % & P A B C
1 A 2 20 1 |EXISTING LOAD
EXISTING LOAD 3 40 3 B 4 20 1 |EXISTING LOAD
5 C 6 20 1 |EXISTING LOAD
7 A 8
EXISTING LOAD 3 30 9 B 10 20 3 [EXISTING LOAD
11 C 12
EXISTING LOAD 20 13 A 14 20 1 |EXISTING LOAD
EXISTING LOAD 20 15 B 16 20 1 |EXISTING LOAD
EXISTING LOAD 20 17 C 18 20 1 |[EXISTING LOAD
34 19 A 20 20 1 (3KV MINI POWER CENTER
34 ELEVATOR #1 MOTOR 3 60 21 B 22 20 1 |[SPARE
34 23 C 24 20 1 |[SPARE
34 25 A 26 20 1 |[SPARE
34 ELEVATOR #2 MOTOR 3 60 27 B 28 20 1 |[SPARE
34 29 C 30 20 1 |[SPARE
68 68 68 TOTAL AMP LOADS 0 0 0
A 68 A
B 68 B
C 68 C
RAYTOWN
VOLT 120/240 ELEVATOR UPGRADE
PHASE 1 3KVA MINI POWER CENTER
WIRE 4 FOURTH FLOOR AIC
AMPS . _ AMPS
Description % % % Phase % % % Description
A B C P a g 5 5 g o p A c
ELEVATOR 1 CAR LIGHTING CIRCUIT 1 15 1 A 2 15 1 |ELEVATOR ROOM EXHAUST FAN 0.2
ELEVATOR 2 CAR LIGHTING CIRCUIT 1 15 3 B 4 20 1 |SPARE
SPARE 1 20 5 C 6 20 1 |[SPARE
SPARE 1 20 7 A 8 20 1 |SPARE
SPARE 1 20 9 B 10 20 1 |SPARE
SPARE 1 20 11 C 12 20 1 |SPARE
0 0 0 TOTAL AMP LOADS 0.2 0
A 0.2 A
B 0 B
C 0 C
LIGHT FIXTURE SCHEDULE
LETTER
TYPE MANUFACTURER AND MODEL NUMBER LIGHT SOURCE FINISH MOUNTING REMARKS QTY. |WATTS
UTILIZE EXISTING
A METALUX - 4ST214040R OR APPROVED EQUAL LED - 4433 LUMENS STANDARD MOUNTING 120/277V DRIVER. 19 39
HARDWARE
NOTE 3
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