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ADDENDUM NO. 1 
 
 
TO: PLANS AND SPECIFICATIONS FOR STATE OF MISSOURI 

 
Renovate Exterior & Interior 
Lexington Readiness Center 
Lexington, Missouri 
PROJECT NO.:  T1906-01 

 
Bid Opening Date: 1:30 PM, Thursday, February 27, 2020 (Not Changed) 
 
Bidders are hereby informed that the construction Plans and/or Specifications 
are modified as follows: 
 
SPECIFICATION CHANGES: 
 
1. Section 080671 – Door Hardware Schedule 

a. ADD Paragraph 2.2.2 as follows: 
 

2.2.2 Door hardware Basis of Design is as follows, and all hardware shall be equal to: 
 
Hardware Set # 1  
3 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges 
1 - ND53PD x RHO x 626 x Keyed to Owner's System - Office Lockset 
1 - WS407CCV x 32D x Wall Stop 
 
Hardware Set # 2 
3 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges 
1 - ND70PD x RHO x 626 x Keyed to Owner's System - Classroom Lockset 
1 - 4040XP x Reg w/ PA x 689 x Closer 
1 - WS407CCV x 32D x Wall Stop 
 
Hardware Set # 3 - Single 
3 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges   
1 - 99 x 996L x 36" x 626 x Exit Device 
1 - Rim Cylinder x 626 x Keyed to Owner's system 
1 - 4040XP x Reg w/ PA x 689 x Closer 
1 - 425 x 36" x Al x Threshold 
1 - 199NA x 36" x AL x Sweep 
1 - 160V x 17' x Al x Weatherstrip 
 
Hardware Set # 3 - Double 
6 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges   
1 - 99 x 996L x 36" x 626 x Exit Device 
1 - 99 x 996-DT x 36" x 626 x Exit Device 
1 - Rim Cylinder x 626 x Keyed to Owner's system 
1 - KR4954 x 7' x AL x Removable Mullion 
1 - Mortise Cylinder x 626 x Keyed to Owner's System 
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2 - 4040XP x Reg w/ PA x 689 x Closer 
1 - 425 x 72" x Al x Threshold 
2 - 199NA x 36" x AL x Sweep 
1 - 160V x 20' x Al x Weatherstrip 
 
Hardware Set # 4 - Single 
3 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges 
1 - ND80PD x RHO x 626 x Keyed to Owner's System - Storeroom Lockset 
1 - 4040XP x Reg w/ PA x 689 x Closer 
1 - WS407CCV x 32D x Wall Stop 
 
Hardware Set # 4 - Double 
6 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges 
1 - ND80PD x RHO x 626 x Keyed to Owner's System - Storeroom Lockset 
1 - FB458P x 626 x Manual Flush Bolt Set 
2 - 4040XP x Reg w/ PA x 689 x Closer 
2 - WS407CCV x 32D x Wall Stop 
 
Hardware Set # 5  
3 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges 
1 - ND40S x RHO x 626 x Privacy Set 
1 - 4040XP x Reg w/ PA x 689 x Closer 
1 - WS407CCV x 32D x Wall Stop 
 
Hardware Set # 6 
3 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges 
1 - 70C x 4" x 16" x .050 x 32D x Push Plate 
1 - 122 x 70C x 4" x 16" x .050 x 32D x Pull Plate 
1 - 4040XP x Reg w/ PA x 689 x Closer 
1 - WS407CCV x 32D x Wall Stop 
 
Hardware Set # 7 
3 - BB1279 x 4.5 x 4.5 x 626 x NRP x Hinges 
1 - ND10S x RHO x 626 x Passage Set 
1 - 4040XP x Reg w/ PA x 689 x Closer 
1 - WS407CCV x 32D x Wall Stop 

 
2. Section 084500 – Translucent Wall and Roof Assemblies 

a. ADD Paragraph 2.1.1.b.1 as follows: 
 
1. Kalwall 2-3/4” Panel, exterior color to be Crystal, interior color to be White, visible 

light transmission to be 26%. 
 

3. Section 096700 – Fluid-Applied Flooring 
a. ADD Paragraph 2.1.1.d as follows: 

 
d. Tenemec – Stratashield 
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4. Section 102113.19 – Plastic Toilet Compartments 
a. ADD Paragraphs 2.1.1.d and 2.1.1.e as follows: 

 
d. ASI Accurate Partitions 
e. ASI Global Partitions  

 
DRAWING CHANGES: 
 
1. Sheet A-101 

a. ADD the following Plan Note 10 to apply to rooms 122, 123, 124, and 125: 
 
10. Provide new 5/8” type x gyp. board after tile removal shown on sheet D-101. Finish 

to be per sheet A-602 Finish Schedule, EPOXY/PAINT. 
 

2. Sheet A-701  
a. REVISE Ceiling Note 1 as follows:  Install ¼” gyp. board on ceiling and paint. 

 
b. REVISE Ceiling Note 3 as follows:  Install new 2’x2’ ceiling grid and acoustic ceiling tile. 

 
3. Sheet A-702 

a. REVISE Ceiling Note 1 as follows:  Install ¼” gyp. board on ceiling and paint. 
 

b. REVISE Ceiling Note 3 as follows:  Install new 2’x2’ ceiling grid and acoustic ceiling tile. 
 
4. Sheet M-201 

a. MECHANICAL ROOF PLAN:  REMOVE MECHANICAL PLAN NOTE 1 from RTU-3.  
RTU-3 shall be existing to remain with no scope of work. 

 
5. Sheet M-602 

a. ROOFTOP UNIT SCHEDULE (DX COOLING, NATURAL GAS HEAT):  REMOVE RTU-
3 from the schedule.  RTU-3 shall be existing to remain with no scope of work. 

 
6. Sheet E-112 

a. REVISE ELECTRICAL PLAN NOTE 6 as follows: 
 

6. DEMO ALL EXISTING WIREMOLD IN ROOM.  ALL NEW DATA BOXES WILL 
HAVE CAT5 DATA CABLE (TYPE-CMR, 4 PAIRS, 24 AWG) ROUTED IN 1/2" 
CONDUIT TO EXISTING DATA ENCLOSURE IN MECHANICAL ROOM.  DATA 
CABLE SHALL HAVE 10' COILED AT DATA ENCLOSURE FOR FUTURE USE. 

 
7. Sheet E-114 

a. ELECTRICAL ROOF PLAN:  REMOVE ELECTRICAL PLAN NOTE 3 from RTU-3.  
RTU-3 shall be existing to remain with no scope of work. 

 
8. Sheet E-601 

a. ADD the following notes to ONE-LINE DIAGRAM:   
 

1. Existing CT cabinet may be used for pull box as long as it’s in working condition. 
 

2. New Feeder S604 will connect from pole mounted transformer, to CT Cabinet, to 
Fused 600A switch, to pull box where it will tie in with existing feeder. 
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3. Electrical Contractor shall field verify and relocate any existing electrical devices that 
conflict with new CT Cabinet.  All other items are existing to remain. 

 
9. Sheet E-602 

a. PANELBOARD DP2 (NEW):  Breaker (DP2-37,39,41) serving RTU-3 is existing to 
remain. 

 
10. Sheet E-604 

a. LIGHTING CONTROL DEVICE SCHEDULE – ADD the following approved 
manufacturers to the schedule:  Leviton and Hubbell 

 
b. LIGHT FIXTURE SCHEDULE – ADD the following approved manufacturer to the 

schedule:  Hubbell for fixture types A1, A1E, A2, A2E, A3, A3E, A4, A4E, F1, F1E, F2, 
F2E, F3, F3E, F4, F4E, S1E, S2E, S3, W1 and W2. 

 
c. LIGHT FIXTURE SCHEDULE – ADD the following approved manufacturer to the 

schedule:  Prescolite LTC-6RDW series for fixture type S2E. 
 

d. LIGHT FIXTURE SCHEDULE – ADD the following approved manufacturer to the 
schedule:  Voigt HBL-DEC series for fixture types H1 and H1E 

 
GENERAL COMMENTS: 
 
1. The Pre-Bid Meeting was held February 13, 2020 followed by a walk-through of the facility.  

The Pre-Bid Meeting sign-in sheet is attached. 
2. Bidders needing additional site inspection should contact SFC Jeff Bryan at 660-259-4262 

to schedule a time. 
3. Please contact Drew Henrickson, Contract Specialist, at 573-751-8128 or 

Drew.Henrickson@oa.mo.gov for questions about bidding procedures and MBE\WBE\SDVE 
goals and submittal requirements. 

4. The deadline for technical questions was February 19, 2020 at noon. 
5. Changes to, or clarification of, the bid documents are only made as issued in the addenda. 
6. All correspondence with respect to this project must include the State of Missouri project 

number as indicated above. 
7. Current Planholders list available online at: https://www.adsplanroom.net/jobs/323/plan-

holders/t1906-01-renovate-exterior-interior-lexington-readiness-center  
8. Prospective Bidders contact American Document Solutions, 1400 Forum Blvd Suite 1C, 

Columbia MO 65201, 573-446-7768 to order official plans and specifications.   
 
ATTACHMENTS: 
 
1. Pre-Bid Meeting Sign-In Sheet 
 
 
February 20, 2020 
 
END ADDENDUM NO. 1 
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