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NO ENTRY INTO THE HISTORIC TAVERN IS REQUIRED 
EXCEPT AS NEEDED FOR CRAWL SPACE ACCESS AND FOR 
LIMITED MECHANICAL AND ELECTRICAL WORK. OTHERWISE, 
THE HISTORIC TAVERN SHALL BE COMPLETELY SEALED OFF 
FROM THE IMMEDIATE KITCHEN AND ADDITION WORK AND 
NO ADMITTANCE FOR GENERAL WORKERS, STORAGE, OR 
OTHER OCCUPANCY SHALL OCCUR

ADDITION 
FOOT PRINT

PARKING ALONG 
VAN BUREN STREET 
IS ALLOWED

PRIMARY ENTRANCE 
TO THE SITE FROM 
VAN BUREN STREET

CONSTRUCTION 
LAY-DOWN AREA

NO PARKING 
ALONG MAIN 
STREET 

THIS SITE SHALL REMAIN OCCUPIED BY 
BOTH THE OWNER AND VISITORS 

THIS SITE SHALL REMAIN OCCUPIED BY 
BOTH THE OWNER AND VISITORS

NOTES:
1. DO NOT REST HEAVY EQUIPMENT OR DRIVE OVER THE SEPTIC

AREA. NO PARKING IN THE LAWN.

2. TEMPORARY RESTROOMS SHALL BE TO THE SOUTH OF THE
BUILDING AT A LOCATION APPROVED BY THE OWNER AND SHALL
BE OUT OF THE VIEWSHED OF MAIN STREET.
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NOTES

DRAWING INDEX

PLUMBING / MECHANICAL / ELECTRICAL 

PES100 PLUMBING & ELECTRICAL SITE PLAN
PM000 MECHANICAL & PLUMBING GENERAL NOTES, 

SYMBOLS LISTS & ABBREVIATIONS

PMD050 BASEMENT PLUMBING & MECHANICAL DEMOLITION PLAN
PMD051 FIRST FLOOR PLUMBING & MECHANICAL DEMOLITION PLAN

P101 BASEMENT PLUMBING PLANS
P102 FIRST FLOOR PLUMBING PLAN - SOUTH
PE500 PLUMBING SCHEDULES & DETAILS

M101 BASEMENT MECHANICAL PLAN - SOUTH
M102 BASEMENT MECHANICAL PLAN - NORTH
M103 FIRST FLOOR MECHANICAL PLAN - SOUTH
M104 FIRST FLOOR MECHANICAL PLAN - NORTH
PM105 ROOF PLUMBING & MECHANICAL PLAN - SOUTH
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ME500 MECHANICAL DETAILS & CONTROL DIAGRAMS
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ME601 MECHANICAL SCHEDULES

ED101 BASEMENT ELECTRICAL DEMOLITION PLAN - SOUTH
ED102 BASEMENT ELECTRICAL DEMOLITION PLAN - NORTH
ED103 FIRST FLOOR ELECTRICAL DEMOLITION PLAN - SOUTH

E000 ELECTRICAL SYMBOLS, GENERAL NOTES, LIGHT FIXTURE SCHEDULE
E101 BASEMENT ELECTRICAL PLAN - SOUTH
E102 BASEMENT ELECTRICAL PLAN - NORTH
E103 FIRST FLOOR ELECTRICAL PLAN - SOUTH
E104 FIRST FLOOR ELECTRICAL PLAN - NORTH
EL152 FIRST FLOOR LIGHTING PLAN - SOUTH

E300 ELECTRICAL PANEL SCHEDULES
E301 EXISTING AND NEW ADDITION RISER DIAGRAMS
E500 LIGHTNING PROTECTION PLAN
E501 DETAILS

FIRE PROTECTION

F-001 FIRE ALARM PLANS
F-101 FIRE ALARM PLANS

FOOD SERVICE

Q-FP-01 FOOD SERVICE EQUIPMENT FLOOR PLAN
Q-FP-02 FOOD SERVICE EQUIPMENT SPOT ELECTRICAL PLAN
Q-FP-03 FOOD SERVICE EQUIPMENT SPOT PLUMBING PLAN
Q-DT-01 FOOD SERVICE EQUIPMENT HOOD DRAWINGS
Q-DT-02 FOOD SERVICE EQUIPMENT HOOD DRAWINGS
Q-DT-03 FOOD SERVICE EQUIPMENT HOOD DRAWINGS
Q-DT-04 FOOD SERVICE EQUIPMENT ELEVATIONS
Q-DT-05 FOOD SERVICE EQUIPMENT ELEVATIONS
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S001 GENERAL NOTES
S100 BASEMENT FRAMING PLAN - BASE BID
S100A BASEMENT FRAMING PLAN - ALTERNATE 1
S101 FIRST FLOOR FRAMING PLAN - BASE BID
S101A FIRST FLOOR FRAMING PLAN - ALTERNATE 1
S102 ROOF FRAMING PLAN - BASE BID
S102A ROOF FRAMING PLAN - ALTERNATE 1
S500 DETAILS
S510 DETAILS
S520 DETAILS

CIVIL

C101 DEMOLITION PLAN
C201 EROSION CONTROL PLAN
C301 SITE PLAN
C401 GRADING PLAN
C501 UTILITY PLAN
C601 DETAILS

PROJECT SCOPE
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ARCHITECTURAL DEMOLITION

A050 BASEMENT DEMOLITION PLAN
A051 FIRST FLOOR DEMOLITION PLAN
A053 ROOF DEMOLITION PLAN
A054 DEMOLITION EXTERIOR ELEVATIONS
A055 DEMOLITION EXTERIOR ELEVATIONS
A061 ALT. #1 FIRST FLOOR DEMOLITION PLAN

GENERAL

G100 COVER
G101 SHEET INDEX, LIMITS OF CONSTRUCTION, NOTES
G102 WALL TYPES
G103 CODE AND LIFE SAFETY PLANS
G104 UL CONSTRUCTION

ARCHITECTURAL 

AS100 ARCHITECTURAL SITE PLAN
AS110 ALT. #1 ARCHITECTURAL SITE PLAN

A100 OVERALL FLOOR PLANS
A101 ENLARGED BASEMENT PLAN - SOUTH
A103 ENLARGED FIRST FLOOR PLAN - SOUTH
A107 ROOF PLAN
A113 ALT. #1 ENLARGED FIRST FLOOR PLAN - SOUTH
A117 ALT. #1 ROOF PLAN

A150 BASEMENT REFLECTED CEILING PLAN - SOUTH
A152 FIRST FLOOR REFLECTED CEILING PLAN - SOUTH
A161 ALT. #1 FIRST FLOOR REFLECTED CEILING PLAN - SOUTH

A200 EXTERIOR ELEVATIONS
A201 EXTERIOR ELEVATIONS
A202 EXTERIOR ELEVATIONS
A210 ALT. #1 EXTERIOR ELEVATIONS

A300 BUILDING SECTIONS
A301 BUILDING SECTIONS
A302 BUILDING SECTIONS
A303 BUILDING SECTIONS
A304 WALL SECTIONS
A305 WALL SECTIONS
A306 WALL SECTIONS
A307 WALL SECTIONS
A308 WALL SECTIONS
A310 ALT. #1 BUILDING SECTIONS
A311 ALT. #1 WALL SECTIONS

A400 ENLARGED PLANS AND INTERIOR ELEVATIONS
A401 ENLARGED PLANS AND INTERIOR ELEVATIONS
A402 INTERIOR ELEVATIONS
A410 ALT. #1 ENLARGED PLANS AND INTERIOR ELEVATIONS

A500 DETAILS
A501 DETAILS
A502 DETAILS
A510 ALT. #1 DETAILS

A600 DOOR SCHEDULE AND DETAILS
A601 ROOM FINISH SCHEDULE

N

• THE WORK CONSISTS OF A NEW KITCHEN FACILITY FOR THE J. HUSTON TAVERN
(THE TAVERN), LOCATED WITHIN ARROW ROCK STATE HISTORIC SITE, IN THE
VILLAGE OF ARROW ROCK, MISSOURI. THE WORK INCLUDES RENOVATING THE
CURRENT KITCHEN AND SUPPORTING RESTROOM, AN ADDITION TO THE KITCHEN
WITH A BASEMENT, AND A NEW STAIR LEADING TO THE EXISTING BASEMENT. A
NEW MECHANICAL SYSTEM WILL BE PROVIDED FOR THE HISTORIC PORTION OF
THE TAVERN.

• ALTERNATE 1 WILL INCLUDE AN ADDITION OF THREE EXTERIOR RESTROOMS FOR
PUBLIC USE AND A JANITOR’S CLOSET.

NCONSTRUCTION WORK-AREA LIMITS

A. THE GENERAL CONTRACTOR IS RESPONSIBLE FOR THE TEMPORARY PROTECTION
OF THE HISTORIC AND EXISTING BUILDING FABRIC (INTERIOR AND EXTERIOR) FROM 
DAMAGE, WEAR OR WEATHER THROUGHOUT THE PROJECT CONSTRUCTION.

B. ALL EXISTING SURFACES AND MATERIALS ARE TO BE TREATED AS ORIGINAL
HISTORIC FABRIC. THESE MATERIALS ARE TO BE PROTECTED THROUGHOUT
CONSTRUCTION AND ARE NOT TO BE DISTURBED OR REMOVED UNLESS
AUTHORIZED BY THE OWNER OR THE ARCHITECT, OR AS RELATED TO A SPECIFIC
SCHEDULED AREA OF REHABILITATION. IF HISTORIC FABRIC IS REMOVED OR
DAMAGED, IT SHALL BE THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO
REPLACE SAID DAMAGE TO LIKE OR BETTER CONDITION AT NO COST TO THE
OWNER.

C. ALL WORK PERFORMED SHALL BE DONE IN ACCORDANCE WITH SPECIFICATION
SECTION 013591 HISTORIC TREATMENT PROCEDURES AND THE SECRETARY OF
THE INTERIOR'S STANDARDS FOR THE TREATMENT OF HISTORIC PROPERTIES
STANDARDS FOR PRESERVATION:

1. A PROPERTY WILL BE USED AS IT WAS HISTORICALLY, OR BE GIVEN A NEW USE
THAT MAXIMIZES THE RETENTION OF DISTINCTIVE MATERIALS, FEATURES,
SPACES, AND SPATIAL RELATIONSHIPS.  WHERE A TREATMENT AND USE HAVE
NOT BEEN IDENTIFIED, A PROPERTY WILL BE PROTECTED AND, IF NECESSARY,
STABILIZED UNTIL ADDITIONAL WORK MAY BE UNDERTAKEN.

2. THE HISTORIC CHARACTER OF A PROPERTY WILL BE RETAINED AND
PRESERVED. THE REPLACEMENT OF INTACT OR REPAIRABLE HISTORIC
MATERIALS OR ALTERATION OF FEATURES, SPACES, AND SPATIAL
RELATIONSHIPS THAT CHARACTERIZE A PROPERTY WILL BE AVOIDED.

3. EACH PROPERTY WILL BE RECOGNIZED AS A PHYSICAL RECORD OF ITS TIME,
PLACE, AND USE.  WORK NEEDED TO STABILIZE, CONSOLIDATE, AND
CONSERVE EXISTING HISTORIC MATERIALS AND FEATURES WILL BE
PHYSICALLY AND VISUALLY COMPATIBLE, IDENTIFIABLE UPON CLOSE
INSPECTION, AND PROPERTY DOCUMENTED FOR FUTURE RESEARCH.

4. CHANGES TO A PROPERTY THAT HAVE ACQUIRED HISTORIC SIGNIFICANCE IN
THEIR OWN RIGHT WILL BE RETAINED AND PRESERVED.

5. DISTINCTIVE MATERIALS, FEATURES, FINISHES, AND CONSTRUCTION
TECHNIQUES OR EXAMPLES OF CRAFTSMANSHIP THAT CHARACTERIZE A
PROPERTY WILL BE PRESERVED.

6. THE EXISTING CONDITION OF HISTORIC FEATURES WILL BE EVALUATED TO
DETERMINE THE APPROPRIATE LEVEL OF INTERVENTION NEEDED.  WHERE THE
SEVERITY OF DETERIORATION REQUIRES REPAIR OR LIMITED REPLACEMENT
OF A DISTINCTIVE FEATURE, THE NEW MATERIAL WILL MATCH THE OLD IN
COMPOSITION, DESIGN, COLOR, AND TEXTURE.

7. CHEMICAL OR PHYSICAL TREATMENTS, IF APPROPRIATE, WILL BE UNDERTAKEN
USING THE GENTLEST MEANS POSSIBLE.  TREATMENTS THAT CAUSE DAMAGE
TO HISTORIC MATERIALS WILL NOT BE USED

A. SMOKING IS NOT PERMITTED IN ANY INTERIOR SPACES WITHIN THE PROJECT AREA OR
BUILDING.

B. GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR SECURING THE CONSTRUCTION
AREA BEFORE AND AFTER EACH WORK DAY.

C. THE CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS AND WORK IN-PLACE,
LAYOUT ALL NEW WALLS AND PARTITIONS TO CONFIRM LOCATIONS, VERIFY
DIMENSIONS, LOCATE EXISTING UTILITIES AND SYSTEMS, AND NOTIFY THE ARCHITECT
OF ANY DISCREPANCIES PRIOR TO BEGINNING CONSTRUCTION.

D. THE CONTRACTOR SHALL INCLUDE ALL ITEMS, MATERIAL, LABOR, AND SERVICES
NECESSARY FOR THE PROPER EXECUTION AND COMPLETION OF THE INTENDED WORK.

E. GENERAL CONTRACTOR IS SOLELY RESPONSIBLE FOR COMPLYING WITH ALL
APPLICABLE JOB SITE WORK SAFETY CODES AND REGULATIONS INCLUDING SAFETY OF
PERSONS AND PROPERTY.

F. GENERAL CONTRACTOR IS TO OBTAIN ALL REQUIRED PERMITS AND APPROVALS FOR
SALINE COUNTY, STATE OF MISSOURI, AND ANY OTHER APPLICABLE JURISDICTIONAL
ENTITIES FOR EACH PHASE OF THE WORK PRIOR TO PROCEEDING.

G. THE GENERAL CONTRACTOR AND ALL SUBCONTRACTORS SHALL CONSTRUCT IN
CONFORMANCE WITH ALL CURRENT LOCAL, STATE, AND FEDERAL CODES,
ORDINANCES AND PROCEDURES.

H. GENERAL CONTRACTOR IS RESPONSIBLE FOR VERIFICATION OF ALL EXISTING FIELD
CONDITIONS INCLUDING UTILITY LOCATIONS, EXISTING STRUCTURE LOCATIONS, AND
EXISTING MEASUREMENTS.

I. GENERAL CONTRACTOR IS RESPONSIBLE FOR THE WORK OF ALL SUBCONTRACTORS.

J. IT IS THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO COORDINATE
ARCHITECTURAL, CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING WORK
AND WITH ALL OTHER BUILDING TRADES THAT CORRELATE TO SUCH WORK IN ORDER
TO ENSURE THAT THE WORK DESIGNATED IS COMPLETED ON SCHEDULE AND IN
COMPLIANCE WITH THE CONSTRUCTION DOCUMENTS.

K. THE ARCHITECT IS TO BE NOTIFIED IMMEDIATELY OF ANY DISCREPANCIES BETWEEN
THE PROJECT DOCUMENTS AND CONDITIONS IN THE FIELD.

L. THE GENERAL CONTRACTOR AND ALL SUBCONTRACTORS SHALL BE LICENSED AND
INSURED TO PERFORM WORK, AS REQUIRED BY THE LOCAL AND STATE AUTHORITIES.

M. ALL DEMOLITION DEBRIS SHALL BE TAKEN TO A LICENSED LANDFILL WITH WRITTEN
PROOF PROVIDED TO THE OWNER. PLACEMENT OF TRASH DUMPSTER FOR
CONSTRUCTION DEBRIS MUST BE COORDINATED WITH THE OWNER. DUMPSTER SHALL
NOT BLOCK ENTRANCES, STAIRS OR OTHERWISE ENCROACH ON THE PUBLIC RIGHT-
OF-WAY.

N. THE GENERAL CONTRACTOR SHALL COORDINATE DEMOLITION SO THAT ALL EXISTING
CONSTRUCTION TO REMAIN IS PROTECTED FROM DAMAGE.

O. THE TERM 'REMOVE' SHALL INCLUDE THE PROPER DISPOSAL OF THE DEMOLISHED
MATERIAL, CLEANING OF THE REMAINING CONDITION, AND PREPARATION OF THE AREA
FOR THE SUCCESSFUL IMPLEMENTATION OF THE REMAINING WORK UNLESS NOTED
OTHERWISE.

P. FOR WORK DIRECTED TO BE COMPLETED WITHIN CRAWL SPACE, THE GENERAL
CONTRACTOR SHALL PROVIDE NECESSARY TRENCH TO ACCOMMODATE INSULATION
AND MEP EQUIPMENT. ALL TRENCHING SHOULD BE VERIFIED WITH STRUCTURAL
ENGINEER AND SHOULD AVOID UNDERMINING ANY STRUCTURAL SUPPORTS.

Q. DO NOT SCALE DRAWINGS. VERIFY ALL DIMENSIONS IN THE FIELD.

R. THE GENERAL CONTRACTOR AND SUBCONTRACTORS ARE SOLELY RESPONSIBLE FOR
THE CONSTRUCTION PROCESS, MATERIAL VERIFICATION AND WORKER SAFETY.
CONTRACTORS ARE TO INSTALL ALL MATERIALS PER MANUFACTURERS'
REQUIREMENTS, UL RATING REQUIREMENTS, SPECIFIC TRADE GUIDELINES, INDUSTRY
STANDARDS AND PER CURRENT BUILDING CODES.

S. THE GENERAL CONTRACTOR AND SUBCONTRACTORS SHALL MAKE NO STRUCTURAL
CHANGES WITHOUT THE WRITTEN APPROVAL OF A STRUCTURAL ENGINEER

T. THE GENERAL CONTRACTOR IS RESPONSIBLE FOR ALL TEMPORARY SHORING AND
BRACING AS REQUIRED FOR THE SCHEDULED WORK.

U. REPAIR OR REPLACE ANY EXISTING MATERIALS SCHEDULED TO REMAIN WHICH ARE
DAMAGED DURING CONSTRUCTION. REPLACEMENT MATERIAL SHALL MATCH THE
ORIGINAL MATERIAL, IN KIND. NOTIFY OWNER’S CONSTRUCTION REPRESENTATIVE IF
ANY DAMAGE OCCURS. ALL DAMAGE MUST BE DOCUMENTED PHOTOGRAPHICALLY AND
IN WRITING TO THE OWNER. PATCH AND REPAIR EXISTING CONSTRUCTION AS
SPECIFIED, IN KIND, DUE TO DEMOLITION OR NEW CONSTRUCTION ACTIVITIES.
REPAIRS OR REPLACEMENTS MUST MATCH THE EXISTING MATERIAL IN TEXTURE,
PROFILE, DIMENSION, AND FINISH.

HISTORIC TREATMENT
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A
EXTERIOR SIDING WALL
CONSTRUCTION

BOTTOM OF STRUCTURE

FLOOR LINE

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

5/8" GYP BD, PRIMED AND PAINTED, TYPICAL 

BATT INSULATION, MIN. R-20

CONT. ACOUSTICAL SEALANT 

7/16" EXTERIOR GRADE 
SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

E
1-HOUR RATED SHAFT WALL, UL NO.
U438

BOTTOM OF STRUCTURE

FLOOR LINE

2-1/2" CH STUDS AT 24" O.C.

1 LAYER - 5/8" TYPE 'C' GYP BD

CONT. SEALANT

CONT. SEALANT 

1" GYP BD LINER PANEL

F
2-HOUR RATED SHAFT WALL, UL NO.
U439

BOTTOM OF STRUCTURE

FLOOR LINE

2-1/2" CH STUDS AT 24" O.C.

(2) LAYERS - 5/8" TYPE 'C'
GYP BD

CONT. SEALANT

CONT. SEALANT 

1" GYP BD LINER PANEL

D
EXTERIOR CONCRETE FOUNDATION
WALL

TOP OF FOOTING, REFER 
TO STRUCTURAL

8" REINFORCED CONCRETE, 
REFER TO STRUCTURAL

TOP OF FOUNDATION WALL, 
REFER TO STRUCTURAL

B
EXISTING EXTERIOR SIDING WALL
CONSTRUCTION

BOTTOM OF STRUCTURE

FLOOR LINE

EXISTING 3 1/2" WOOD STUDS

5/8" GYP BD, PRIMED AND PAINTED, TYPICAL (AT KITCHEN 
106, GYP BD SHALL BE MOLD-AND MOISTURE RESISTANT 
FROM FINISHED FLOOR TO 4'-0" A.F.F.)

BATT INSULATION, MIN. R-20

CONT. ACOUSTICAL SEALANT 

EXISTING SHEATHING, PATCH AND 
REPAIR AS REQUIRED. 

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

C
EXISTING EXTERIOR SIDING WALL
CONSTRUCTION

BOTTOM OF STRUCTURE

FLOOR LINE

EXISTING 3 1/2" WOOD STUDS

(2) LAYERS OF 5/8" GYP BD, PRIMED
AND PAINTED, TYPICAL

BATT INSULATION, MIN. R-20

CONT. ACOUSTICAL SEALANT ABOVE 
OUTER LAYER OF GYP BD 

EXISTING SHEATHING, PATCH AND 
REPAIR AS REQUIRED. 

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

BOTTOM OF STRUCTURE

FLOOR LINE

3 1/2" WOOD STUDS AT 16" O.C. WITH 
3 1/2" TOP AND BOTTOM PLATE

5/8" TYPE 'X' GYP. BD.  EA. SIDE, 
PRIMED AND PAINTED, TYPICAL

CONT. SEALANT 

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. ACOUSTICAL SEALANT ABOVE 
OUTER LAYER OF GYP BD EA. SIDE

G
GYPSUM BOARD ASSEMBLY

(2) LAYERS OF 5/8" TYPE 'X' GYP. BD.
EA. SIDE, PRIMED AND PAINTED,
TYPICAL (AT KITCHEN 106, GYP BD
SHALL BE MOLD-AND MOISTURE
RESISTANT FROM FINISHED FLOOR TO
4'-0" A.F.F.)

BOTTOM OF STRUCTURE

FLOOR LINE

3 1/2" WOOD STUDS AT 16" O.C. WITH 
3 1/2" TOP AND BOTTOM PLATE

5/8" GYP BD EA. SIDE, PRIMED AND PAINTED, 
TYPICAL (AT KITCHEN 106, GYP BD SHALL BE 
MOLD-AND MOISTURE RESISTANT FROM 
FINISHED FLOOR TO 4'-0" A.F.F.)

CONT. ACOUSTICAL 
SEALANT UNDER OUTER 
LAYER OF GYP BD EA. SIDE

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. ACOUSTICAL SEALANT EA. SIDE

H
ACOUSTIC GYPSUM BOARD
ASSEMBLY

1
/2

" 
T

Y
P

.

BOTTOM OF STRUCTURE

FLOOR LINE

3 1/2" WOOD STUDS AT 16" O.C.

5/8" GYP BD EA. SIDE, PRIMED AND PAINTED, 
TYPICAL (AT KITCHEN 106, GYP BD SHALL BE 
MOLD-AND MOISTURE RESISTANT FROM 
FINISHED FLOOR TO 4'-0" A.F.F.)

M
GYPSUM BOARD ASSEMBLY

BOTTOM OF STRUCTURE

FLOOR LINE

EXISTING 3 1/2" WOOD STUDS 

CONT. SEALANT 

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. ACOUSTICAL SEALANT ABOVE 
OUTER LAYER OF GYP BD EA. SIDE

I
EXISTING GYPSUM BOARD ASSEMBLY

BOTTOM OF STRUCTURE

FLOOR LINE

EXISTING 3 1/2" WOOD STUDS 

5/8" GYP BD ONE SIDE, PRIMED AND 
PAINTED, TYPICAL

CONT. SEALANT 

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. ACOUSTICAL SEALANT EA. SIDE

J
EXISTING GYPSUM BOARD ASSEMBLY

REFER TO PLANS AND 
INTERIOR ELEVATIONS FOR 
EXISTING FINISHES 

(2) LAYERS OF 5/8" TYPE 'X' GYP. BD.
EA. SIDE, PRIMED AND PAINTED,
TYPICAL

REFER TO PLANS AND 
INTERIOR ELEVATIONS FOR 
EXISTING FINISHES 

BOTTOM OF STRUCTURE

FLOOR LINE

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

5/8" GYP BD EA. SIDE, PRIMED 
AND PAINTED, TYPICAL

CONT. ACOUSTICAL 
SEALANT UNDER OUTER 
LAYER OF GYP BD EA. SIDE

5 1/2" SOUND 
ATTENUATION BLANKETS

CONT. ACOUSTICAL SEALANT EA. SIDE

K
ACOUSTIC GYPSUM BOARD
ASSEMBLY

1
/2

" 
T

Y
P

.

BOTTOM OF STRUCTURE

FLOOR LINE

3 1/2" WOOD STUDS AT 16" O.C. WITH 
3 1/2" TOP AND BOTTOM PLATE

5/8" GYP BD ONE SIDE, PRIMED AND 
PAINTED, TYPICAL (AT KITCHEN 106, 
GYP BD SHALL BE MOLD-AND 
MOISTURE RESISTANT FROM 
FINISHED FLOOR TO 4'-0" A.F.F.)

L
GYPSUM BOARD ASSEMBLY

BOTTOM OF STRUCTURE

FLOOR LINE

EXISTING 3 1/2" WOOD STUDS 

CONT. SEALANT 

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. SEALANT

EXISTING SHEATHING, PATCH AND 
REPAIR AS REQUIRED. 

(2) LAYERS OF 5/8" TYPE 'X' GYP. BD.  EA.
SIDE, PRIMED AND PAINTED, TYPICAL (AT 
KITCHEN 106, GYP BD SHALL BE MOLD-AND 
MOISTURE RESISTANT FROM FINISHED 
FLOOR TO 4'-0" A.F.F.)

P
ALTERNATE #1 EXISITNG ACOUSTIC
GYPSUM BOARD ASSEMBLY

BOTTOM OF STRUCTURE

FLOOR LINE

CONT. SEALANT 

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. ACOUSTICAL SEALANT 

EXISTING SHEATHING, PATCH AND REPAIR 
AS REQUIRED. 

5/8" GYP BD ONE SIDE, PRIMED AND PAINTED, 
TYPICAL (AT KITCHEN 106, GYP BD SHALL BE 
MOLD-AND MOISTURE RESISTANT FROM 
FINISHED FLOOR TO 4'-0" A.F.F.)

N
EXISTING ACOUSTIC GYPSUM BOARD
ASSEMBLY

EXISTING 3 1/2" WOOD STUDS 

BOTTOM OF STRUCTURE

FLOOR LINE

3 1/2" WOOD STUDS AT 16" O.C. WITH 
3 1/2" TOP AND BOTTOM PLATE

CONT. SEALANT 

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. ACOUSTICAL SEALANT

7/16" EXTERIOR GRADE SHEATHING

5/8" GYP BD ONE SIDE, PRIMED 
AND PAINTED, TYPICAL

O
ACOUSTIC GYPSUM BOARD
ASSEMBLY

WALL TYPE 'P' IS INCLUDED FOR ALTERNATE #1
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UP

DN

D
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DN
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K

MECHANICAL: 300SF/PERSON
730 SF

3 OCCUPANTS

PARTIALLY

ACCESSIBLE

CRAWL

SPACE

005

CRAWL

SPACE

008

CRAWL

SPACE

006

CRAWL

SPACE

007
CRAWL

SPACE

008A

BASEMENT

004

HALL

003

KITCHEN

BASEMENT

001

BASEMENT

001A
CRAWL

SPACE

002

DINING

CRAWL

SPACE

009

STAIR

115

TR
AVEL D

ISTAN
C
E 77'-0"

BASEMENT GROSS SF= 1,300 SF

BASEMENT TOTAL OCCUPANTS= 5 PERSONS

BASEMENT

010

MECHANICAL: 300SF/PERSON
570 SF

2 OCCUPANTS
CRAWL

SPACE

011

ASSEMBLY- COMMERCIAL KITCHEN: 
200 SF/PERSON

700 SF 
4 OCCUPANTS ASSEMBLY, UNCON.: 15 SF/ PERSON

2,348 SF
157 OCCUPANTS

BUSINESS: 150 SF/ PERSON
1024 SF

7 OCCUPANTS

TAP ROOM

100

HUSTON

GALLERY

103
LOBBY

101

SAPPINGTON

ROOM

102

D.A.R.

SUMMER

KITCHEN

104

RR

103B

BINGHAM

ROOM

105

KITCHEN

106
RESTROOM

114

HALL

106A

KITCHEN

MANAGER /

LAUNDRY

108

EMPLOYEE

RESTROOM

109

WALK-IN

COOLER

111

WALK-IN

FREEZER

112 JANITOR

110

DRY

STORAGE

113

STAIR

115

CART

STORAGE

107A

2-HOUR RATED
FIRE BARRIER

2-HOUR RATED
FIRE BARRIER

3' - 0"

180

3' - 6"

180

3' - 0"

180

4' - 0"

240

TRAVEL DISTANCE 48'-0
"

TRAVEL DISTANCE 31'-0"

TR
AVEL 

D
IS

TAN
C
E 3

5'
-3

"

TRAVEL DISTANCE 54'-0"

CLASS ABC FIRE 
EXTINGUISHER

CLASS ABC FIRE 
EXTINGUISHER

CLASS K FIRE 
EXTINGUISHER

CLASS ABC FIRE 
EXTINGUISHER

FIRST FLOOR GROSS SF= 4,773 SF

FIRST FLOOR TOTAL OCCUPANTS= 170 PERSONS

STORAGE S-2: ACCESSORY STORAGE
300 SF/PERSON

690 SF 
2 OCCUPANTS

RESTROOM

116

RESTROOM

117

FAMILY

RESTROOM

118

J
A

N
IT

O
R

1
1
9

RESTROOMS, JANITOR, AND ASSOCIATED 2-HOUR 
FIRE RATED BARRIER ARE PART OF ALTERNATE #1

PATH OF TRAVEL

DESIGNATED EXIT

EXIT WIDTH
EXIT CAPACITY243

3' - 0"

CODE ANALYSIS LEGEND:

TWO HOUR FIRE 
BARRIER REQUIRED

ASSEMBLY OCCUPANCY -
UNCONCENTRATED

BUSINESS 
OCCUPANCY

ASSEMBLY OCCUPANCY -
COMMERCIAL KITCHEN MECHANICAL

STORAGE 

230 115

NUMBER OF FIXTURES REQUIRED

NUMBER OF FIXTURES PROVIDED**

3

3

3

33 3

2 2

2.451.262.45TOTALS 0.834 (2 )

0* 1

1 2

PLUMBING FIXTURE SUMMARY

OCCUPANCY TYPE

OCCUPANT LOAD MEN WOMEN

TOTAL MEN/WOMEN WC LAV WC LAV

GENERAL NOTE: 
THE FIXTURES, ACCESSORIES, AND BUILT ENVIRONMENT ARE TO MEET THE REQUIREMENTS OF THE ADA ACCESSIBILITY GUIDELINES (ADAAG) AS 
THEY APPLY TO THIS PROJECT. CONTRACTORS AND SUPPLIERS SHALL NOTIFY THE ARCHITECT IF THEY BELIEVE A PRODUCT SPECIFIED OR AN 
INSTALLATION DETAIL TO BE CONTRARY TO THE MINIMUM REQUIREMENTS OF THE ADAAG.

A-2: RESTAURANT
(TABLE 2902.01)

163 82
(1 PER 75) (1 PER 200) (1 PER 75) (1 PER 200)

0.411.09 1.09

B: BUSINESS
(TABLE 2902.01)

67 34
(1 PER 25 FOR 1ST 
50 THEN 1 PER 50)

(1 PER 40 FOR 1ST 
80 THEN 1 PER 80)

(1 PER 25 FOR 1ST 
50 THEN 1 PER 50)

(1 PER 40 FOR 1ST 
80 THEN 1 PER 80)

1.36 0.85 1.36 0.85

DF SERVICE 
SINK

(1 PER 500)

0.164 (1 )

(1 )(1 PER 100)

0.67

0.41

* DRINKING WATER IS PROVIDED IN THE KITCHEN

1.26

** SECOND FLOOR RESTROOM IS NOT INCLUDED

HALL

203

RR

204

STAFF

OFFICE

205

OFFICE

206

TRAVELER'S

ROOM

207

BALLROOM

200

MASTER

BEDROOM

201

CHILDREN'S

BEDROOM

202

ASSEMBLY, UNCON.: 15 SF/ PERSON
740 SF

49 OCCUPANTS

BUSINESS: 150 SF/ PERSON
1,574 SF

11 OCCUPANTS

SECOND FLOOR GROSS SF= 2,323 SF

SECOND FLOOR TOTAL OCCUPANTS= 60 PERSONS

ATTIC VENTILATION 

ATTIC AREA VENTILATION AREA REQUIRED

1. PER IBC SECTION 1202.2.1, THE NET FREE VENTILATING AREA SHALL BE NOT LESS THAN 1/150 OF THE AREA OF THE SPACE VENTILATED.
2. VENTED SOFFIT PANELS SHALL HAVE A MIN. OF 5 SQ. IN. OF NET FREE VENTILATION PER LINEAL FOOT.

652 SF 4.4 SF 

VENTILATION AREA PROVIDED

111'-0" VENTED SOFFIT PANELS x 5 SQ. IN. / 144 = 3.85 SF, WALL LOUVER GABLE VENT = 0.55 SF

102 SF 0.68 SF 111'-0" VENTED SOFFIT PANELS x 5 SQ. IN. / 144 = 3.85 SF

84 SF 0.56 SF 111'-0" VENTED SOFFIT PANELS x 5 SQ. IN. / 144 = 3.85 SF

392 SF 2.61 SF 111'-0" VENTED SOFFIT PANELS x 5 SQ. IN. / 144 = 3.85 SF

KITCHEN ADDITION MAIN ROOF

KITCHEN ADDITION CONNECTION

STAIR ADDITION, BASE BID

RESTROOM AND STAIR ADDITION, ALT. #1

SHEET NUMBER:

      OF 102 SHEETS

CONSTRUCTION DOCUMENTS

MAY 12, 2020

SHEET TITLE:

CAD DWG FILE:

DRAWN BY:

CHECKED BY:

DESIGNED BY:

1
7
0
1
 O

a
k
 S

tr
e

e
t,

 S
u

it
e

 1
0
0
  
 K

a
n

sa
s 

C
it
y
, 
M

is
so

u
ri
  
6
4
1
0
8

8
1
6
.4

7
4
.0

9
0
0
  
  
  
  
  
  
w

w
w

.s
tr

a
ta

-a
rc

h
.c

o
m

CA/JT

CA/JT

AG

AG

REVISION:

 DATE:

REVISION:

 DATE:

REVISION:

 DATE:

ISSUE DATE:

PROJECT TITLE:

STATE OF MISSOURI
MICHAEL L. PARSON, 
GOVERNOR

Angie Gaebler - Architect
MO# A-2016030717

PROJECT #:

ASSET #:

X2001-01

7815102008

OFFICE OF 
ADMINISTRATION 

DIVISION OF FACILITIES 
MANAGEMENT, DESIGN, 
AND CONSTRUCTION

J HUSTON TAVERN 
KITCHEN REBUILD

ARROW ROCK STATE 
HISTORIC SITE

ARROW ROCK, MISSOURI

Missouri State Certificate of Authority: #2009024884

05.12.2020

05.12.2020

G103

CODE AND LIFE
SAFETY PLANS

1/8" = 1'-0"
2

CODE ANALYSIS - BASEMENT FLOOR PLAN
N

1/8" = 1'-0"
1

CODE ANALYSIS - FIRST FLOOR PLAN
N

CODES CONSULTED

• 2018 INTERNATIONAL EXISTING BUILDING CODE (IEBC)
• 2018 INTERNATIONAL BUILDING CODE (IBC)
• 2017 NATIONAL ELECTRIC CODE (NEC)
• 2018 INTERNATIONAL MECHANICAL CODE (IMC)
• 2018 INTERNATIONAL PLUMBING CODE (IPC)
• NATIONAL FIRE PROTECTION AGENCY (NFPA 101)
• AMERICAN SOCIETY OF HEATING REFRIGERATING AND AIR-CONDITION

ENGINEERS (ASHRAE Standard 90.1)
• AMERICAN SOCIETY OF MECHANICAL ENGINEERS (ASME)
• AMERICAN  NATIONAL STANDARD INSTITUTE (ANSI)
• THE AMERICANS WITH DISABILITIES ACT (ADAAG)

1/8" = 1'-0"
3

CODE ANALYSIS - SECOND FLOOR PLAN
N

0' 4' 8' 16' 32'

IBC CHAPTER 7: FIRE AND SMOKE PROTECTION FEATURES

SECTION 707.3.10: FIRE AREAS. THE FIRE BARRIERS SEPARATING A SINGLE OCCUPANCY 
INTO DIFFERENT FIRE AREAS SHALL HAVE A FIRE-RESISTANCE RATING OF 
NOT LESS THAN THAT INDICATED IN TABLE 707.3.10. SEPARATION 
BETWEEH THE NEW KITCHEN ADDITION (S-2) AND THE COMMERCIAL 
KITCHEN (A-2) IS A 2-HOUR FIRE BARRIER. SEPARATION BETWEEN THE 
NEW RESTROOMS ADDITION (B) AND THE COMMERCIAL KITCHEN (A-2) IS A 
2-HOUR FIRE BARRIER.

SECTION 707.5 CONTINUITY. FIRE BARRIERS SHALL EXTEND FROM THE TOP OF THE 
FOUNDATION OR FLOOR/CEILING ASSEMBLY BELOW TO THE UNDERSIDE
OF THE FLOOR OR ROOF SHEATHING, SLAB OR DECK ABOVE AND SHALL 
BE SECURELY ATTACHED. 

SECTION 707.5.1 SUPPORTING STRUCTURE. THE SUPPORTING CONSTRUCTION FOR A FIRE 
BARRIER SHALL BE PROTECTED TO AFFORD THE REQUIRED FIRE 
RESISTANCE RATING OF THE FIRE BARRIER SUPPORTED.

SECTION 707.6 OPENINGS. OPENINGS IN A FIRE BARRIER SHALL BE PROTECTED IN 
ACCORDANCE WITH SECTION 716. OPENINGS SHALL BE LIMITED (REFER 
TO TEXT IN THIS SECTION). EXCEPTIONS, 2: OPENINGS SHALL NOT BE 
LIMITED. WHERE THE OPENING PROTECTIVE HAS BEEN TESTED IN 
ACCORDANCE WITH ASTM E119 OR UL 263 AND HAS A MINIMUM FIRE 
RESISTANCE RATING NOT LESS THAN THE RATING OF THE WALL (FIRE DOORS). 

IBC CHAPTER 9: FIRE PROTECTION AND LIFE SAFETY

SECTION 901. FIRE AREAS SHALL BE SEPARATED BY FIRE BARRIERS PER 707. 
• FIRE BARRIER IS NEEDED TO AVOID ADDING FIRE AREA TO THE

EXISTING NON-COMPLIANT BUILDING.

SECTION 903.2.1.2
GROUP A-2 IS REQUIRED TO HAVE AN AUTOMATIC SPRINKLER SYSTEM. 
THE CURRENT BUILDING IS OVER 5,000 SF, THE FIRE AREA HAS AN 
OCCUPANT LOAD OF MORE THAN 100, AND THERE IS FIRE AREA ON THE
SECOND STORY. 

• CURRENT BUILDING IS NON-CONFORMING.
• ADDITIONS DO NOT REQUIRE FIRE SPRINKLERS

IBC CHAPTER 10: EXITING

SECTION 1005.3.2 EXIT DOORS  WIDTH ALLOW .2 INCHES PER PERSON, WHICH ALLOWS 
60 PEOPLE PER  FOOT

TABLE 1017.2 TRAVEL DISTANCE FOR ASSEMBLY AND BUSINESS OCCUPANCY  IN A 
NON-SPRINKLED BUILDING IS 200 FEET

IEBC CHAPTER 8: ALTERATIONS - LEVEL 2

IEBC SECTION 803.2.2 FIRE PROTECTION, EXCEPTION, IF THE BUILDING DOES NOT HAVE 
SUFFICIENT MUNICIPAL WATER SUPPLY FOR DESIGN OF A FIRE SPRINKLER 
SYSTEM AVAILABLE TO THE FLOOR WITHOUT INSTALLATION OF A NEW FIRE 
PUMP, WORK AREAS SHALL BE PROTECTED BY AN AUTOMATIC SMOKE 
DETECTION SYSTEM THROUGHOUT ALL OCCUPIABLE SPACES THAT 
ACTIVATES THE OCCUPANT NOTIFICATION SYSTEM IN ACCORDANCE WITH 
SECTIONS 907.4, .5, AND .6 

IEBC CHAPTER 11: ADDITIONS 

SECTION 1101.2 NEW WORK CANNOT EXTEND ANY NONCONFORMITY, AND 
THEREFORE, A FIRE BARRIER WILL BE CONSTRUCTED BETWEEN THE 
FIRE AREAS, PER TABLE 707.3.10 OF THE IBC. THE EXISTING BASEMENT 
STAIR IS NON-COMPLIANT. IT IS PROPOSED TO BE RELOCATED TO PROVIDE 
DIRECT ACCESS TO GRADE FROM THE BASEMENT OR TO IMPROVE SAFETY 
FROM ITS EXISTING CONDITION. A FIRE AREA THAT IS INCREASED WHICH IS 
USED TO IMPROVE EMERGENCY EGRESS (AS IN THE CONSTRUCTION OF A 
NEW BASEMENT STAIR) IS APPLICABLE.

SUMMARY

- THE EXISTING BUILDING IS NON-COMPLIANT BECAUSE IT IS A GROUP A-2 OCCUPANCY CLASSIFICATION

WITH MORE THAN ONE STORY AND IS NON-SPRINKLED.

- ADDITIONAL SQUARE FOOTAGE IS REQUIRED TO FIT THE DESIRED ENLARGED KITCHEN AND RESTROOM

FUNCTIONS. BECAUSE OF  THIS, AN ADDITION IS PLANNED, BUT IT WILL BE REQUIRED TO BE

SEPARATED FROM THE EXISTING BUILDING WITH A 2-HOUR FIRE BARRIER. THEREFORE, THERE IS NO

ADDED FIRE AREA TO THE EXISTING BUILDING, AND THE EXISTING PORTION OF THE BUILDING CAN

REMAIN NON-COMPLIANT.

- THE ADDITION MAY BE CLASSIFIED AS ASSEMBLY OCCUPANCY GROUP A-2. FIRE SPRINKLERS ARE ONLY

REQUIRED FOR NEW  GROUP A-2 OCCUPANCIES WITH MORE THAN 5,000 SF. A SUPPRESSION SYSTEM AT

KITCHEN HOODS WILL BE PROVIDED. SPRINKLERS ARE NOT REQUIRED FOR  THE MAIN TAVERN

BUILDING, BECAUSE THERE IS A SINGLE TENANT, THE REHABILITATION IS A LEVEL 2 ALTERATION, AND

THERE IS NOT SUFFICIENT WATER SUPPLY IN THE CITY.

BUILDING OCCUPANCY AND CONSTRUCTION TYPE

BASEMENT  - ACCESSORY TO B OCCUPANCY
- MECHANICAL ADDITION

1ST FLOOR - ASSEMBLY A2: RESTAURANT / COMMERCIAL KITCHEN
- BUSINESS B: LOBBY/MUSEUM ROOM
- STORAGE S-2: KITCHEN ADDITION
- BUSINESS B: RESTROOM ADDITION

2ND FLOOR - BUSINESS B: OFFICE AND MUSEUM SPACES, INCLUDING THE BALLROOM,
WHICH IS CONSIDERED AN ACCESSORY TO THE A OCCUPANCY, BECAUSE IT HAS  LESS
THAN 50 OCCUPANTS (SEE SECTION 303.1.2). THE BALLROOM OCCUPANT COUNT WAS
CALCULATED USING THE ASSEMBLY MAX. FLOOR AREA ALLOWANCES PER OCCUPANT.

MIXED OCCUPANCY

SECTION 504.2:  MIXED OCCUPANCY, CANNOT EXCEED THE NUMBER OF HEIGHT 
 AND STORY LIMITS

ALLOWABLE HEIGHT

TABLE 504.3:   40 FEET

ALLOWABLE STORIES FOR A2

ONE STORY -  TABLE 504.4:  EXISTING IS NON-CONFORMING WITH TWO-STORIES
ADDITION - ONE-STORY THAT IS LEVEL WITH THE EXISTING, AND A BASEMENT WHICH IS NOT A 

 STORY ABOVE GRADE PLANE. 

ALLOWABLE AREA

TABLE 506.2:  A2, TYPE VB, 10,500 SF (WITH ADDITION). HAS OPEN YARDS. THE EXISTING A-2 FIRE 
AREA IS NOT BEING INCREASED.

CONSTRUCTION TYPE VB 

ITEM (TABLE 601) REQUIRED HOURS
PRIMARY STRUCTURAL FRAME 0 HR
EXT. BEARING WALLS 0 HR
INT. BEARING WALLS 0 HR
EXT. NON-BEARING WALLS 0 HR
INT. NON-BEARING WALLS 0 HR
FLOOR CONSTRUCTION 0 HR
ROOF CONSTRUCTION 0 HR
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103

104

105

106

203

204

205

206

207

REMOVE A/C UNITS

REMOVE/REPLACE

GREASE TRAP

TEMPORARY KITCHEN

BUILDING, STAIRS, AND TEMP.

UTILITIES REMOVED BY OTHERS

PROTECT EXISTING STAIRS

LOCATED IN TEMP. WALKWAY

REMOVE A/C UNIT

WALK IN FREEZER REMOVED BY OTHERS

CONTRACTOR TO REMOVE CONCRETE PAD

PROTECT EXISTING

SEPTIC TANK

ALTERNATE #1

REMOVE ROCK WALL & FENCE

WHEN IN CONFLICT WITH

ALTERNATE #1 SCOPE

X
X X

ALTERNATE #1

REMOVE BRICK PAVERS

PROTECT EXISTING

WOODEN RAMP

3 TREES REMOVED

BY OWNER

CLEAR TREES AS NEEDED

TO ABANDON EX. WATER SERVICE

AND INSTALL NEW SERVICE

REMOVE RAILROAD TIE

ADJACENT TO PAVEMENT DEMO

SEE STRUCTURAL PLANS

FOR WINDOW WELL DEMO

PROPANE TANK & SERVICE

REMOVED BY OTHERS

ABANDONED WELL APPROX. LOCATION

REMOVE IF IN CONFLICT

WITH BUILDING CONSTRUCTION

SEE STRUCTURAL FOR DEMO INSTRUCTIONS

REMOVE/REPLACE

DATA SERVICE

COORDINATE WITH PROVIDER

REMOVE/REPLACE SECONDARY

ELECTRICAL SERVICE

SEE MEP PLANS

CONTRACTOR SHALL PROTECT

EXISTING VEGETATION NOT

NOTED FOR DEMOLITION

DENOTES CONCRETE REMOVAL

DENOTES WOOD DECK/RAMP REMOVAL

DENOTES CURB REMOVAL

DENOTES SEWER REMOVAL

DENOTES FULL DEPTH SAW CUT

DENOTES FENCE REMOVAL

DENOTES BRICK PAVEMENT REMOVAL

DENOTES ASPHALT PAVEMENT REMOVAL

DENOTES TREE REMOVAL

DENOTES WATERLINE REMOVAL

X

CONTROL POINTS TABLE

POINT #

100

101

102

103

104

105

106

200

201

NORTHING

1178812.58'

1178770.83'

1178527.02'

1178735.94'

1178633.24'

1178683.50'

1178596.10'

1178812.58'

1178770.82'

EASTING

1514130.17'

1513823.39'

1514009.27'

1514015.11'

1514067.09'

1514038.03'

1514154.31'

1514130.17'

1513823.39'

ELEVATION

695.12'

704.47'

681.50'

698.93'

691.82'

695.71'

685.21'

695.06'

704.48'

DESCRIPTION

PK

PK

PK

NAIL

PK

PK

NAIL

GPS PK
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Demolition Plan

N
O

R
T

H

0 1010 5

DEMOLITION NOTES:

1. THE SCOPE OF DEMOLITION IS NOT LIMITED EXCLUSIVELY TO THE WORK INDICATED ON THE

DEMOLITION PLAN. THE CONSTRUCTION DOCUMENTS ARE PROVIDED AS A GENERAL GUIDE FOR

DEMOLITION. THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING ADDITIONAL DEMOLITION THAT

MAY BE REQUIRED FOR PROPER INSTALLATION OF NEW WORK. SEE ALL CONSTRUCTION

DOCUMENTS FOR ADDITIONAL INFORMATION AND REQUIREMENTS.

2. CONTRACTOR SHALL ERECT BARRIERS, FENCES, GUARDRAILS, ENCLOSURES, CHUTES, OR OTHER

MEANS NECESSARY TO PROTECT PERSONNEL, STRUCTURES, AND UTILITIES REMAINING INTACT.

3. UNLESS NOTED FOR DEMOLITION, PROTECT ALL TREES AND PLANTS FROM DAMAGE.

4. ALL UTILITIES NOT SPECIFICALLY MARKED FOR DEMOLITION, SHALL BE PROTECTED THROUGHOUT

CONSTRUCTION. SPECIAL SUPPORTS, BRACING ETC. SHOULD BE PROVIDED TO PROTECT

EXISTING UTILITIES TO REMAIN.

5. THE CONTRACTOR SHALL SCHEDULE AND COORDINATE ALL UTILITY DEMOLITION, SHUTOFFS AND

SWITCH OVERS WITH THE RESPECTIVE UTILITY COMPANY.

6. THE CONTRACTOR SHALL PROTECT ALL ITEMS, NOT SPECIFICALLY NOTED FOR DEMOLITION. IF

ITEMS ARE DAMAGED BY CONSTRUCTION ACTIVITIES, THE CONTRACTOR SHALL REPAIR THE ITEMS

AT NO ADDITIONAL COST TO THE OWNER.

7. THE CONTRACTOR SHALL REPAIR ALL SURROUNDING PAVEMENTS, SIDEWALKS AND CURBS

DAMAGED BY CONSTRUCTION ACTIVITIES.

8. ALL UTILITY BOXES, MANHOLES, VALVES, POLES AND OTHER APPURTENANCES TO REMAIN, SHALL

BE ADJUSTED TO MATCH THE FINISHED GRADE.

9. ALL CONSTRUCTION DEBRIS SHALL BE DISPOSED OF OFFSITE.

UTILITY CONTACTS

WATER - VILLAGE OF ARROW ROCK - SUSAN MCDANIEL  660-837-3608

PROVIDED BY SLATER WATER DISTRICT

ELECTRIC - EVERGY - TONY BACHTEL  660-548-3144

TELEPHONE/DATA - OTELCO - BOBBY BROWNFIELD  660-621-2512

SEWER - VILLAGE OF ARROW ROCK - SUSAN MCDANIEL  660-837-3608
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CONCRETE WASHOUT AREA

SILT FENCE, TYP.

INSTALL SILT FENCE OR OTHER METHOD

TO PROTECT ROADSIDE DITCH
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EROSION

CONTROL PLAN
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GENERAL NOTES

1. THE EROSION CONTROL FEATURES, NOTES AND SPECIFICATIONS IN THE SWPPP REPRESENT THE MINIMUM

REQUIREMENTS ACCEPTABLE.  LOCATIONS ARE TYPICAL AND MAY VARY ACCORDING TO CONTRACTORS

STAGING AND LIMITS OF CONSTRUCTION.  THE CONTRACTOR SHALL ADJUST, MODIFY AND ADD TO THIS PLAN

AS NECESSARY TO CONTROL EROSION, SILTATION AND POLLUTION.

2. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO CONTROL EROSION AND PREVENT POLLUTION FOR ALL

WORK.

3. EROSION CONTROL DEVICES ALONG THE DOWN SLOPE SIDE OF THE PROJECT SHALL BE IN PLACE PRIOR TO

THE COMMENCEMENT OF ANY GRADING WORK.

4. WHEN POSSIBLE, WITHOUT ADVERSELY AFFECTING CONSTRUCTION OPERATIONS, THE CONTRACTOR SHALL:

MINIMIZE THE AMOUNT OF SURFACE AREA WHICH IS EXPOSED AT ONE TIME, LEAVE GRADED AREAS WITH A

ROUGH TEXTURE, CONSTRUCT TEMPORARY TERRACES DURING GRADING OPERATIONS, AND LIMIT

UNNECESSARY VEHICLE TRAFFIC IN GRADED AREAS.

5. THE SPILLAGE OF DEBRIS, INCLUDING THE TRACKING OF SOIL, OUTSIDE OF THE CONSTRUCTION LIMITS SHALL

BE AVOIDED.  THEREFORE THE CONTRACTOR SHALL PROVIDE STABILIZED DRIVES AT ALL ACCESS LOCATIONS

AS NECESSARY AND SHALL REMOVE PROMPTLY ANY MATERIAL WHICH FINDS ITS WAY INTO THE PUBLIC

RIGHT-OF WAY.

6. THE CONTRACTOR SHALL PREVENT SILT AND SEDIMENT FROM ENTERING THE STORM SEWER SYSTEM.

STRAW BALE DIKES/SILT FENCE PLACED AROUND ALL STORM SEWER INLETS EXCEPT DURING

CONSTRUCTION OPERATIONS WHICH REQUIRE THEIR REMOVAL IS ONE METHOD OF MEETING THE ABOVE

REQUIREMENT.

7. THE CONTRACTOR SHALL INSPECT THEIR EROSION CONTROL DEVICES EVERY 7 DAYS AND WITHIN 24 HOURS

OF A STORM OF 0.5 INCHES OR MORE IN DEPTH.  THE CONTRACTOR SHALL REPAIR DAMAGE, CLEAN OUT

SEDIMENT AND ADD ADDITIONAL CONTROL DEVICES AS NEEDED AS SOON AS PRACTICABLE AFTER

INSPECTION.  DEFICIENCIES MUST BE CORRECTED WITHIN 7 DAYS OF INSPECTION.

8. ALL AREAS UPON REACHING FINAL GRADE SHALL BE BROUGHT TO FINAL SURFACE FINISH AS SOON AS

POSSIBLE.  EROSION CONTROL DEVICES SHALL REMAIN IN PLACE UNTIL ALL SOIL DISTURBING ACTIVITIES ARE

COMPLETE AND A UNIFORM PERENNIAL COVER WITH A DENSITY OF 70 % (MINIMUM) IS ESTABLISHED.

9. WHERE GRADED AREAS DRAIN ONTO PAVED AREAS, SILT FENCE SHALL BE PLACED AT THE BACK OF CURB TO

PREVENT SILT FROM ENTERING THE PAVED AREAS.  WHEN THESE EROSION CONTROL DEVICES ARE NOT

PLACED ON THE CONTOUR, THEN THEY SHALL HAVE INSTALLED AT 50' INTERVALS A 5' LENGTH PLACED AT 90

DEGREES TO THE  MAIN LENGTH.

10. REMOVE CONCRETE WASH OUT AREA AFTER ALL CONCRETE WORK IS COMPLETE.  AFTER REMOVAL OF THE

CONCRETE WASHOUT AREA THE CONTRACTOR SHALL ESTABLISH PERMANENT GROUND COVER IN THE AREA

WHERE THE WASH OUT WAS LOCATED.

11. EROSION CONTROL BLANKETS AND/OR FIBER ROLLS MAY BE USED, ON STEEP SLOPES, IN LIEU OF SILT FENCE

WHEN APPROVED BY THE DESIGNER OF RECORD.

LEGEND

CONCRETE WASH OUT AREA

SILT FENCE

5/12/2020

MAY 12, 2020

007 OF 102 SHEETS
CONSTRUCTION DOCUMENTS
MAY 12, 2020

05.12.2020

REBUILD KITCHEN &
STABILIZE STRUCTURE

TAVERN, ARROW ROCK
STATE HISTORIC SITE,
MISSOURI

305 MAIN ST, ARROW
ROCK, MO 65320

PROJECT #:

ASSET #:

X2001-01

7815102008



103

104
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NEW DECKING & STAIRS

SEE ARCH

PROTECT EX.

TRANSFORMER

PROTECT EX. STAIRS

INSIDE TEMPORARY WALKWAY

NEW WATER SERVICE

SHEET C501

NEW SEWER SERVICES

SHEET C501

NEW ELECTRIC SERVICE

SHEET C501

REMOVE/REPLACE ASPHALT

AS NEEDED FOR BLDG CONSTRUCTION

4

'

PROTECT EXISTING

ROCK WALL

MATCH EXISTING BRICK PAVERS

CONCRETE EQUIPMENT PADS

FOR EACH EXTERIOR UNIT

SEE MEP FOR EQUIPMENT INFO

4

'

PCC SIDEWALK

PCC RETAINING WALL

AT EXTERIOR STAIR PIT

PCC SIDEWALK WITH

INTEGRAL CURB AT PARKING LOT

ALIGN SOUTH FACE WITH

EDGE OF ADDITION WALL

DENOTES NEW ASPHALT PAVEMENT

DENOTES NEW CONCRETE SIDEWALK

LEGEND

105

204

205
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Site Plan
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BASE BID ALTERNATE #1

BASE BID SIDEWALK

ALTERNATE #1

NEW EXTERIOR RESTROOMS

PCC SIDEWALK WITH

INTEGRAL CURB AT PAVEMENT

PCC STAIRS

5

.
7

5

'

MATCH EXISTING

BRICK PAVERS

ALTERNATE #1 SEWER SERVICE

SEE SHEET C501

N
O

R
T

H

0 55 2.5

GENERAL NOTES:

1.  SEE SHEET C601 FOR CONSTRUCTION DETAILS
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MATCH EXISTING ASPHALT

TC=695.96

TC=696.34

SW=696.22

SW=696.48

SW=692.76

SW=689.26

SW=689.26

TC=693.43

TC=693.55

TC=693.55

TC=693.43

PCC STAIRS

6 RISERS @ 7" HEIGHT

SW=689.26

SW=689.26

PCC RETAINING WALL

TOP ELEVATION = 693.26
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PCC STAIRS

4 RISERS @ 6 1/2" HEIGHT

TC=695.87

TC=695.93

SW=698.12

SW=698.12

SW=696.03

SW=695.93

MATCH EXISTING

BRICK PAVERS
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Grading Plan
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BASE BID ALTERNATE #1

SITE GRADING GENERAL NOTES

1. ALL ELEVATIONS SHOWN ARE TO FINISHED GRADE.

2. ALL GRADING OPERATIONS, EXCAVATION, FILL, COMPACTION TESTING, AND BACKFILL SHALL BE OBSERVED AND TESTED BY A QUALIFIED GEOTECHNICAL

ENGINEER.

3. THE UPPER 36" OF MATERIAL BELOW THE BUILDING SLAB SHALL BE LOW VOLUME CHANGE MATERIAL (LL<45 & PI<25).

4. NO PAVEMENTS SHALL BE PLACED PRIOR TO APPROVAL OF THE SUBGRADE BY THE GEOTECHNICAL ENGINEER.

5. ALL FILL MATERIAL SHALL BE IN COMPLIANCE WITH THE PROJECT SPECIFICATIONS.  .

6. ALL GRADING OPERATIONS SHALL BE STAKED BY A REGISTERED CIVIL ENGINEER OR A LICENSED LAND SURVEYOR.

7. ALL SIDEWALKS SHALL HAVE A CROSS SLOPE OF 1.5%. (2.0% MAX)

8. ALL BUILDING ENTRANCES SHALL HAVE A MINIMUM 5' LANDING WITH 1.5% SLOPE AWAY FROM THE BUILDING   (2% MAX).

LEGEND

EXISTING 1' CONTOUR

EXISTING 5' CONTOUR

PROPOSED 1' CONTOUR

PROPOSED 5' CONTOUR

TC - TOP OF CURB

SW - SIDEWALK ELEVATION
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ALTERNATE #1

4" PVC SEWER SERVICE

FL=692.00

NEW 2" WATER SERVICE

4" PVC SEWER SERVICE

FL=687.76

4" PVC SEWER SERVICE

INTERCEPT EX. 4" SEWER SERVICE

 NEW GREASE TRAP

SEE MEP PLANS

NEW ELECTRIC TRANSFORMER

NOTE 6

RELOCATE EXISTING ELECTRIC SERVICE

CONDUITS & CIRCUITS BY CONTRACTOR

EX. DATA SERVICE TO BE RELOCATED

COORDINATE WITH PROVIDER

CONTRACTOR TO INTERCEPT AND REROUTE

4 ROOF DRAINS & 2 WINDOW

WELL DRAINS TO DAYLIGHT

NEW 3/4" LP SERVICE

NOTE 10

NEW ELECTRIC SERVICE

NOTE 6

ALTERNATE #1

RELOCATE GAS

METER & SERVICE

COORDINATE WITH UTILITY PROVIDER

6" PVC STAIR PIT FLOOR DRAIN

WITH DROP IN GRATE

TOP: 689.24

FL:688.00

DAYLIGHT STAIR PIT

FLOOR DRAIN

FL: 686.40±

6" PVC STAIR PIT DRAIN

INSTALL AT 2% MIN SLOPE

NEW ELECTRICAL

SERVICE DISCONNECT

SEE MEP PLANS

NEW FIBER SERVICE

NOTE 12

INSTALL CLEANOUT AND CONNECT

TO EXISTING SEPTIC TANK

FL:685.6±

INSTALL CLEANOUT &

(2) 4" WYE CONNECTIONS

CLEANOUT

CLEANOUT

CLEANOUT

NEW LP SERVICE EQUIPMENT

SEE MEP PLANS

INTERCEPT EX. 4" SEWER SERVICE
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Utility Plan
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NEW 2" WATER SERVICE TAP

COORDINATE WITH CITY

CAP & ABANDON EXISTING WATER

SERVICE AT CONNECTION TO WATER MAIN

UTILITY GENERAL NOTES

1. PRIOR TO BEGINNING CONSTRUCTION, LOCATION OF SITE UTILITIES SHALL BE VERIFIED BY

CONTACTING THE PROPER UTILITY COMPANY PROVIDING SERVICE, BY CONTACTING THE

LOCAL ONE-CALL SERVICE OR BY CALLING 811.

2. UTILITY CONTRACTOR WILL BE RESPONSIBLE FOR ALL TAP AND TIE ON FEES REQUIRED, AS

WELL AS COST OF UNDERGROUND SERVICE CONNECTIONS TO THE BUILDING.

3. DIMENSIONS SHOWN ARE TO CENTERLINE OF PIPE OR FITTING.

4. ALL WATER AND SANITARY SEWER LEADS TO BUILDING SHALL END 5' OUTSIDE THE BUILDING

LIMITS.

5. UTILITY CONTRACTOR SHALL HAVE APPROVAL OF ALL GOVERNING AGENCIES HAVING

JURISDICTION OVER UTILITIES SHOWN HEREON PRIOR TO INSTALLATION.

6. ELECTRIC SERVICE - ALL NEW ELECTRIC SERVICE CONDUIT AND TRANSFORMER PAD

INSTALLED BY CONTRACTOR.  CONDUIT FROM POWER POLE TO TRANSFORMER SHALL BE 4"

PVC WITH 36" RADIUS SWEEPS AND PULL STRING. SECONDARY CONDUIT SHALL BE MINIMUM

3" AND NO HALF INCH SIZES WILL BE ALLOWED. ELECTRICAL SERVICE WIRING FROM

TRANSFORMER TO KITCHEN ADDITION INSTALLED BY CONTRACTOR. SEE MEP FOR

ADDITIONAL WIRING INFORMATION.  TRANSFORMER AND PRIMARY SERVICE WIRES FROM

POWER POLE TO TRANSFORMER INSTALLED BY UTILITY COMPANY. MAINTAIN 41" OF COVER

ON ELECTRICAL PRIMARY AND SECONDARY CONDUITS.

7. REFER TO PLUMBING SHEETS FOR LOCATION OF SEWER AND DOMESTIC WATER

CONNECTIONS.

8. CONNECTION TO THE GAS MAIN AND INSTALLATION OF THE GAS METER SHALL BE DONE BY

THE GAS SERVICE PROVIDER.  CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATION.

9. CONNECTION TO THE EXISTING WATER MAIN SHALL BE DONE BY THE CONTRACTOR UNDER

SUPERVISION OF THE CITY WATER DEPARTMENT.  CONTRACTOR TO COORDINATE

CONNECTION WITH OWNER'S REPRESENTATIVE AND CITY UTILITY DEPARTMENT.

10. LIQUID PROPANE SERVICE - NEW LIQUID PROPANE (LP) SERVICE SHALL BE 3/4" IPS, SDR 11

POLYETHYLENE PIPE.  SEE MEP PLANS FOR ADDITIONAL RISER AND EQUIPMENT

INFORMATION.

11. PATCH EXISTING PAVEMENT PER DETAILS ON SHEET C601 IN LOCATIONS WHERE NEW

PAVEMENT ISN'T SPECIFIED.

12. FIBER SERVICE - CONTRACTOR SHALL INSTALL 2" PVC CONDUIT. CONTRACTOR TO INSTALL

MULE TAPE PROVIDED BY OTELCO IN CONDUIT.  FIBER SERVICE CABLING TO BE INSTALLED

BY OTELCO.

13. ALL UTILITY WORK SHALL BE PERFORMED IN ACCORDANCE WITH THE UTILITY PROVIDER'S

SPECIFICATIONS AND STANDARDS. SEE BELOW FOR UTILITY CONTACT INFORMATION.

14. SEWER SERVICES SHALL MAINTAIN A MINIMUM OF 36" OF COVER AND MINIMUM SLOPE OF 1%.

UTILITY CONTACTS

WATER - VILLAGE OF ARROW ROCK - SUSAN MCDANIEL  660-837-3608

PROVIDED BY SLATER WATER DISTRICT

ELECTRIC - EVERGY - TONY BACHTEL  660-548-3144

TELEPHONE/DATA - OTELCO - BOBBY BROWNFIELD  660-621-2512

SEWER - VILLAGE OF ARROW ROCK - SUSAN MCDANIEL  660-837-3608
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NOTES:

FILLER

CONTROL JOINT

1/8"

1/4 T MIN. DEPTH

1/2" NON-EXTRUDING

1/2"

TT

1. CONCRETE SHALL CONFORM TO

SPECIFICATIONS. (KCMMB4K)

2. 1/2" RUBBER EXPANSION JOINTS SHALL BE

PLACED WHERE WALK ABUTS JUNCTION OF

EXISTING WALK, CONCRETE CURBS,

DRIVEWAYS AND SIMILAR STRUCTURES, AND

AS SHOWN IN THE DRAWINGS.

3. CONTROL JOINTS SHALL BE PLACED AS

SHOWN ON THE DRAWINGS OR AT DISTANCE

NOT EXCEEDING THE WIDTH OF THE

SIDEWALK, IF NOT SHOWN.

4. SAWCUT ALL CONTROL JOINTS.

5. ALL JOINTS SHALL BE SEALED WITH VULCAN

45 OR DOW CORNING 888 SILICON JOINT

SEALANT.

EXPANSION JOINT

4" AGGREGATE BASE

(UNTREATED COMPACTED

AGGREGATE BASE)

6" MIN. COMPACTED

SUBGRADE PER

SPECIFICATIONS

1.5% (TYP)

4" (MIN.) CONCRETE (KCMMB) W/ 6 X

6 W.W.F ON BAR SUPPORTS

SEE STANDARD

SIDEWALK FOR

SUBGRADE

REQUIREMENTS

SLOPE

1% MIN., 2% MAX

SECTION AT BUILDING/WALLS

SIDEWALK DETAILS

PIPE STUB

THREADED CLEANOUT

ADAPTER FITTING

SHALL MATCH

SERVICE LINE PIPE

SIZE AND MATERIAL.

THREADED PLUG

CLEANOUT COVER & FRAME

NEENAH R-1976 OR

APPROVED EQUAL

CONCRETE

SUPPORT PAD

SEE SECTION DETAIL

ABOVE

WYE

RISER SHALL MATCH

SERVICE LINE PIPE

SIZE AND MATERIAL.

INSTALL CAP FOR

END OF LINE CLEANOUT

(OMIT IF INLINE)

CLEANOUT DETAIL

EXPANSION JOINT MATERIAL

10"

SECTION DETAIL

DRAIN PIPE

3" BP-1 ASPHALT

SURFACE

8" MINIMUM

COMPACTED

SUBGRADE

FULL DEPTH ASPHALT

PAVEMENT DETAIL

8" MODOT TYPE 5 BASE ROCK

EXTERIOR PCC STAIR DETAIL

R 1/4"

SEE ARCHITECTURAL PLANS

FOR HANDRAIL DETAILS

6" COMPACTED

SUBGRADE

4" BASE

AGGREGATE

1/2" EXP. JOINT

1" RADIUS NOSING

WITH 1" OVERHANG

SLOPE 1/8" TO

FRONT

6" COMPACTED

SUBGRADE

4" @ 12"

O.C.E.W.

4" BASE

AGGREGATE

#3 NOSING

BAR (TYP.)

1/2" EXP. JOINT

5
"
-
7
"

6

"

1'-0"

3" CLR.

CORE DRILL 2 1/2" DIA. HOLE

FILL CORED HOLE WITH

ELASTOMERIC SEALANT SLOPED

AWAY FROM POST, TYP

FINISHED

GRADE

STANDARD

CONCRETE

SIDEWALK

#5 DOWELS @

12" O.C.

3/4" CHAMFER

4" AGGREGATE BASE

(UNTREATED COMPACTED

AGGREGATE BASE)

6
"

1
2

"
 
M

I
N

.

SLOPE

1% MIN., 1.5% MAX

SIDEWALK WITH INTEGRAL CURB

ASPHALT REPAIR DETAIL

SAW CUT-TYP

8" CONCRETE SUBBASE

TACK COAT

2" BP-2 ASPHALT

#4 BARS AT 18" CTRS

EXISTING

ASPHALT

EXISTING

ASPHALT

TRENCH

BACKFILL &

COMPACT PER

SPECIFICATIONS

12" MIN

TYP
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A050

BASEMENT
DEMOLITION PLAN

1/8" = 1'-0"
1

DEMOLITION BASEMENT PLAN
N

0' 4' 8' 16' 32'

NOTE: REMOVAL OF ANY TEMPORARY KITCHEN 
FACILITIES, CONSTRUCTION, AND UTILITIES IS 
NOT INCLUDED IN THIS SCOPE OF WORK.

DEMOLITION KEY NOTES

1
REMOVE CONCRETE STAIR AND ASSOCIATED HANDRAILS IN THEIR
ENTIRETY. PROVIDE TEMPORARY FALL PROTECTION AT EXISTING
DOOR.

2
REMOVE WINDOW WELLS AND ASSOCIATED WINDOW. PREPARE
OPENINGS TO BE INFILLED. REFER TO CIVIL, STRUCTURAL, AND
MECHANICAL.

3 REMOVE EXISTING BRICK CHIMNEY.

4 EXISTING ELECTRICAL PANEL TO REMAIN.

5 REMOVE EXISTING RAILING AND GUARDRAILS.

6 EXISTING STAIR TO REMAIN, ABANDONED.

7
REMOVE AND FILL EXISTING FLOOR DRAIN, REFER TO PLUMBING
DRAWINGS.

8
REMOVE EXISTING CANOPY AND ASSOCIATED SUPPORTS IN ITS
ENTIRETY.

9 REMOVE EXISTING DOWNSPOUT.

10 REMOVE EXISTING WINDOW IN ITS ENTIRETY.

11 EXISTING WINDOW TO REMAIN.

12 REMOVE EXISTING DOOR AND FRAME IN THEIR ENTIRETY.

13 PORTION OF EXISTING WALL TO BE REMOVED.

14 REMOVE EXISTING WALL IN ITS ENTIRETY.

15
REMOVE EXISTING CONCRETE/ASPHALT SLAB AND SIDEWALK,
REFER TO CIVIL.

16 REMOVE AND SALVAGE EXISTING BRICK PAVERS, REFER TO CIVIL.

17 EXISTING BRICK PAVERS TO REMAIN, REFER TO CIVIL.

18 EXISTING RAMP TO REMAIN.

19 EXISTING WOOD FENCE TO REMAIN.

20 EXISTING RETAINING WALL TO REMAIN.

21
EXISTING ROOFING AND ASSOCIATED FLASHING TO BE REMOVED
TO SUBSTRATE. PATCH AND REPAIR EXISTING SUBSTRATE TO
PREPARE FOR NEW ROOFING MATERIAL.

22 EXISTING ROOFING TO REMAIN.

23
REMOVE EXISTING EXHAUST VENT. PATCH AND REPAIR ROOF
OPENING.

24 REMOVE EXISTING GUTTER.

25 EXISTING STAIR TO REMAIN.

26
REMOVE EXISTING EQUIPMENT AND ASSOCIATED DUCTWORK.
REFER TO MECHANICAL DRAWINGS.

27
REMOVE EXISTING GRILLE AND PREPARE OPENING FOR NEW
INFILL. NEW INFILL SHALL MATCH ADJACENT FINISHES FOR
SEAMLESS APPEARANCE.

28
REMOVE EXISTING ASPHALT DRIVE AS REQUIRED FOR NEW
GRADING. REFER TO CIVIL DRAWINGS.

29 PORTION OF EXISTING WOOD FENCE TO REMAIN.

30 PORTION OF EXISTING RETAINING WALL TO REMAIN.

31
PORTION OF EXISTING ASPHALT DRIVE TO REMAIN. REFER TO
CIVIL DRAWINGS.

32 EXISTING DUMPSTER AREA TO REMAIN

33 EXISTING GRAVEL DRIVE TO REMAIN

34
REMOVE PORTION OF EXISTING RAILROAD TIE AS REQUIRED FOR
NEW CONSTRUCTION.

35
REMOVE INTERIOR FINISHES/SUBSTRATE/ BASE FROM EXISTING
WALL. STUDS TO REMAIN, REPLACE FIRE-DAMAGED STUDS PER
STRUCTURAL DRAWINGS.

36
REMOVE EXISTING FLOORING DOWN TO FLOOR JOIST. PREPARE
FOR NEW FLOORING.

37 REMOVE EXISTING COUNTERTOP, BASE CABINETS, AND SINK.

38 REMOVE EXISTING LAVATORY AND ASSOCIATED PIPING

39 REMOVE EXISTING TOILET AND ASSOCIATED PIPING.

40
REMOVE EXISTING EYEWASH STATION AND ASSOCIATED PIPING,
ENCLOSURE, AND ACCESSORIES.

41 REMOVE EXISTING CEILING AND ASSOCIATED FIXTURES.

42 REMOVE EXISTING TOILET PARTITION.

43 REMOVE EXISTING SIDING.

44 EXISTING SIDING TO REMAIN.

45

REMOVE DIRT AS REQUIRED SO THERE IS AT LEAST 12" CLEAR
FROM THE BOTTOM  AND SIDES OF THE NEW DUCTWORK TO THE
SURFACE OF THE SURROUNDING EARTH. REFERENCE
MECHANICAL.

46
REMOVE HOT WATER HEATERS AND ALL ASSOCIATED PIPING,
REFER TO MECHANICAL.

47
REMOVE A PORTION OF EXISTING CONCRETE SLAB FOR
INSTALLATION OF NEW MECHANICAL AND PLUMBING

48 REMOVE METAL HOLDING TANK AND ASSOCIATED PIPING

49
REMOVE EXISTING BASEMENT LIGHTING FIXTURES AND
ASSOCIATED WIRING/CONDUIT IN ROOMS 001 AND 001A

50
EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND NEEDS
TO BE REMOVED AND REPLACED

51 EXISTING DOWNSPOUT AND GUTTER TO REMAIN

52
OWNER TO REMOVE EXISTING COOLER, ASSOCIATED
MECHANICAL, ELECTRICAL AND SLAB

53
LOCATION OF HISTORIC WELL THAT HAS BEEN INFILLED, REFER TO
CIVIL DRAWINGS

54 REMOVE EXISTING SOFFIT

55 REMOVE EXISTING VENT

56
REMOVE EXISTING LIGHTNING ROD AND ASSOCIATED
CABLE/STAND

57
REMOVE EXISTING CONDENSING UNITS AND SALVAGE FOR
OWNER. CUT EXISTING LINES BELOW BRICK PAVERS AND
GROUT-IN LINES WATER TIGHT. REINSTALL PAVERS.

58
REMOVE EXISTING CRAWL SPACE ACCESS DOOR AND FRAME IN
ITS ENTIRETY. PREPARE FOR LOUVER AND WOOD INFILL PANEL,
REFERENCE MECHANICAL.

59
DISCONNECT AND REMOVE EXISTING FLOOR GRILLES. CLEAN AND
SALVAGE FOR REINSTALLATION. REFER TO MECHANICAL
DRAWINGS.

60
PORTION OF EXISTING WALL TO BE REMOVED, COORDINATE NEW
LINTEL WITH STRUCTURAL.

61 PORTION OF EXISTING RETAINING WALL TO BE REMOVED.

62 PORTION OF EXISTING WOOD FENCE TO BE REMOVED.
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FIRST FLOOR
DEMOLITION PLAN

1/8" = 1'-0"
1

DEMOLITION FIRST FLOOR PLAN
N

0' 4' 8' 16' 32'

NOTE: REMOVAL OF ANY TEMPORARY KITCHEN 
FACILITIES, CONSTRUCTION, AND UTILITIES IS 
NOT INCLUDED IN THIS SCOPE OF WORK.

1DEMOLITION KEY NOTES

1
REMOVE CONCRETE STAIR AND ASSOCIATED HANDRAILS IN THEIR
ENTIRETY. PROVIDE TEMPORARY FALL PROTECTION AT EXISTING
DOOR.

2
REMOVE WINDOW WELLS AND ASSOCIATED WINDOW. PREPARE
OPENINGS TO BE INFILLED. REFER TO CIVIL, STRUCTURAL, AND
MECHANICAL.

3 REMOVE EXISTING BRICK CHIMNEY.

4 EXISTING ELECTRICAL PANEL TO REMAIN.

5 REMOVE EXISTING RAILING AND GUARDRAILS.

6 EXISTING STAIR TO REMAIN, ABANDONED.

7
REMOVE AND FILL EXISTING FLOOR DRAIN, REFER TO PLUMBING
DRAWINGS.

8
REMOVE EXISTING CANOPY AND ASSOCIATED SUPPORTS IN ITS
ENTIRETY.

9 REMOVE EXISTING DOWNSPOUT.

10 REMOVE EXISTING WINDOW IN ITS ENTIRETY.

11 EXISTING WINDOW TO REMAIN.

12 REMOVE EXISTING DOOR AND FRAME IN THEIR ENTIRETY.

13 PORTION OF EXISTING WALL TO BE REMOVED.

14 REMOVE EXISTING WALL IN ITS ENTIRETY.

15
REMOVE EXISTING CONCRETE/ASPHALT SLAB AND SIDEWALK,
REFER TO CIVIL.

16 REMOVE AND SALVAGE EXISTING BRICK PAVERS, REFER TO CIVIL.

17 EXISTING BRICK PAVERS TO REMAIN, REFER TO CIVIL.

18 EXISTING RAMP TO REMAIN.

19 EXISTING WOOD FENCE TO REMAIN.

20 EXISTING RETAINING WALL TO REMAIN.

21
EXISTING ROOFING AND ASSOCIATED FLASHING TO BE REMOVED
TO SUBSTRATE. PATCH AND REPAIR EXISTING SUBSTRATE TO
PREPARE FOR NEW ROOFING MATERIAL.

22 EXISTING ROOFING TO REMAIN.

23
REMOVE EXISTING EXHAUST VENT. PATCH AND REPAIR ROOF
OPENING.

24 REMOVE EXISTING GUTTER.

25 EXISTING STAIR TO REMAIN.

26
REMOVE EXISTING EQUIPMENT AND ASSOCIATED DUCTWORK.
REFER TO MECHANICAL DRAWINGS.

27
REMOVE EXISTING GRILLE AND PREPARE OPENING FOR NEW
INFILL. NEW INFILL SHALL MATCH ADJACENT FINISHES FOR
SEAMLESS APPEARANCE.

28
REMOVE EXISTING ASPHALT DRIVE AS REQUIRED FOR NEW
GRADING. REFER TO CIVIL DRAWINGS.

29 PORTION OF EXISTING WOOD FENCE TO REMAIN.

30 PORTION OF EXISTING RETAINING WALL TO REMAIN.

31
PORTION OF EXISTING ASPHALT DRIVE TO REMAIN. REFER TO
CIVIL DRAWINGS.

32 EXISTING DUMPSTER AREA TO REMAIN

33 EXISTING GRAVEL DRIVE TO REMAIN

34
REMOVE PORTION OF EXISTING RAILROAD TIE AS REQUIRED FOR
NEW CONSTRUCTION.

35
REMOVE INTERIOR FINISHES/SUBSTRATE/ BASE FROM EXISTING
WALL. STUDS TO REMAIN, REPLACE FIRE-DAMAGED STUDS PER
STRUCTURAL DRAWINGS.

36
REMOVE EXISTING FLOORING DOWN TO FLOOR JOIST. PREPARE
FOR NEW FLOORING.

37 REMOVE EXISTING COUNTERTOP, BASE CABINETS, AND SINK.

38 REMOVE EXISTING LAVATORY AND ASSOCIATED PIPING

39 REMOVE EXISTING TOILET AND ASSOCIATED PIPING.

40
REMOVE EXISTING EYEWASH STATION AND ASSOCIATED PIPING,
ENCLOSURE, AND ACCESSORIES.

41 REMOVE EXISTING CEILING AND ASSOCIATED FIXTURES.

42 REMOVE EXISTING TOILET PARTITION.

43 REMOVE EXISTING SIDING.

44 EXISTING SIDING TO REMAIN.

45

REMOVE DIRT AS REQUIRED SO THERE IS AT LEAST 12" CLEAR
FROM THE BOTTOM  AND SIDES OF THE NEW DUCTWORK TO THE
SURFACE OF THE SURROUNDING EARTH. REFERENCE
MECHANICAL.

46
REMOVE HOT WATER HEATERS AND ALL ASSOCIATED PIPING,
REFER TO MECHANICAL.

47
REMOVE A PORTION OF EXISTING CONCRETE SLAB FOR
INSTALLATION OF NEW MECHANICAL AND PLUMBING

48 REMOVE METAL HOLDING TANK AND ASSOCIATED PIPING

49
REMOVE EXISTING BASEMENT LIGHTING FIXTURES AND
ASSOCIATED WIRING/CONDUIT IN ROOMS 001 AND 001A

50
EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND NEEDS
TO BE REMOVED AND REPLACED

51 EXISTING DOWNSPOUT AND GUTTER TO REMAIN

52
OWNER TO REMOVE EXISTING COOLER, ASSOCIATED
MECHANICAL, ELECTRICAL AND SLAB

53
LOCATION OF HISTORIC WELL THAT HAS BEEN INFILLED, REFER TO
CIVIL DRAWINGS

54 REMOVE EXISTING SOFFIT

55 REMOVE EXISTING VENT

56
REMOVE EXISTING LIGHTNING ROD AND ASSOCIATED
CABLE/STAND

57
REMOVE EXISTING CONDENSING UNITS AND SALVAGE FOR
OWNER. CUT EXISTING LINES BELOW BRICK PAVERS AND
GROUT-IN LINES WATER TIGHT. REINSTALL PAVERS.

58
REMOVE EXISTING CRAWL SPACE ACCESS DOOR AND FRAME IN
ITS ENTIRETY. PREPARE FOR LOUVER AND WOOD INFILL PANEL,
REFERENCE MECHANICAL.

59
DISCONNECT AND REMOVE EXISTING FLOOR GRILLES. CLEAN AND
SALVAGE FOR REINSTALLATION. REFER TO MECHANICAL
DRAWINGS.

60
PORTION OF EXISTING WALL TO BE REMOVED, COORDINATE NEW
LINTEL WITH STRUCTURAL.

61 PORTION OF EXISTING RETAINING WALL TO BE REMOVED.

62 PORTION OF EXISTING WOOD FENCE TO BE REMOVED.
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ROOF DEMOLITION
PLAN

1/8" = 1'-0"
1

DEMOLITION ROOF PLAN
N

0' 4' 8' 16' 32'

NOTE: REMOVAL OF ANY TEMPORARY KITCHEN 
FACILITIES, CONSTRUCTION, AND UTILITIES IS 
NOT INCLUDED IN THIS SCOPE OF WORK.

DEMOLITION KEY NOTES

1
REMOVE CONCRETE STAIR AND ASSOCIATED HANDRAILS IN THEIR
ENTIRETY. PROVIDE TEMPORARY FALL PROTECTION AT EXISTING
DOOR.

2
REMOVE WINDOW WELLS AND ASSOCIATED WINDOW. PREPARE
OPENINGS TO BE INFILLED. REFER TO CIVIL, STRUCTURAL, AND
MECHANICAL.

3 REMOVE EXISTING BRICK CHIMNEY.

4 EXISTING ELECTRICAL PANEL TO REMAIN.

5 REMOVE EXISTING RAILING AND GUARDRAILS.

6 EXISTING STAIR TO REMAIN, ABANDONED.

7
REMOVE AND FILL EXISTING FLOOR DRAIN, REFER TO PLUMBING
DRAWINGS.

8
REMOVE EXISTING CANOPY AND ASSOCIATED SUPPORTS IN ITS
ENTIRETY.

9 REMOVE EXISTING DOWNSPOUT.

10 REMOVE EXISTING WINDOW IN ITS ENTIRETY.

11 EXISTING WINDOW TO REMAIN.

12 REMOVE EXISTING DOOR AND FRAME IN THEIR ENTIRETY.

13 PORTION OF EXISTING WALL TO BE REMOVED.

14 REMOVE EXISTING WALL IN ITS ENTIRETY.

15
REMOVE EXISTING CONCRETE/ASPHALT SLAB AND SIDEWALK,
REFER TO CIVIL.

16 REMOVE AND SALVAGE EXISTING BRICK PAVERS, REFER TO CIVIL.

17 EXISTING BRICK PAVERS TO REMAIN, REFER TO CIVIL.

18 EXISTING RAMP TO REMAIN.

19 EXISTING WOOD FENCE TO REMAIN.

20 EXISTING RETAINING WALL TO REMAIN.

21
EXISTING ROOFING AND ASSOCIATED FLASHING TO BE REMOVED
TO SUBSTRATE. PATCH AND REPAIR EXISTING SUBSTRATE TO
PREPARE FOR NEW ROOFING MATERIAL.

22 EXISTING ROOFING TO REMAIN.

23
REMOVE EXISTING EXHAUST VENT. PATCH AND REPAIR ROOF
OPENING.

24 REMOVE EXISTING GUTTER.

25 EXISTING STAIR TO REMAIN.

26
REMOVE EXISTING EQUIPMENT AND ASSOCIATED DUCTWORK.
REFER TO MECHANICAL DRAWINGS.

27
REMOVE EXISTING GRILLE AND PREPARE OPENING FOR NEW
INFILL. NEW INFILL SHALL MATCH ADJACENT FINISHES FOR
SEAMLESS APPEARANCE.

28
REMOVE EXISTING ASPHALT DRIVE AS REQUIRED FOR NEW
GRADING. REFER TO CIVIL DRAWINGS.

29 PORTION OF EXISTING WOOD FENCE TO REMAIN.

30 PORTION OF EXISTING RETAINING WALL TO REMAIN.

31
PORTION OF EXISTING ASPHALT DRIVE TO REMAIN. REFER TO
CIVIL DRAWINGS.

32 EXISTING DUMPSTER AREA TO REMAIN

33 EXISTING GRAVEL DRIVE TO REMAIN

34
REMOVE PORTION OF EXISTING RAILROAD TIE AS REQUIRED FOR
NEW CONSTRUCTION.

35
REMOVE INTERIOR FINISHES/SUBSTRATE/ BASE FROM EXISTING
WALL. STUDS TO REMAIN, REPLACE FIRE-DAMAGED STUDS PER
STRUCTURAL DRAWINGS.

36
REMOVE EXISTING FLOORING DOWN TO FLOOR JOIST. PREPARE
FOR NEW FLOORING.

37 REMOVE EXISTING COUNTERTOP, BASE CABINETS, AND SINK.

38 REMOVE EXISTING LAVATORY AND ASSOCIATED PIPING

39 REMOVE EXISTING TOILET AND ASSOCIATED PIPING.

40
REMOVE EXISTING EYEWASH STATION AND ASSOCIATED PIPING,
ENCLOSURE, AND ACCESSORIES.

41 REMOVE EXISTING CEILING AND ASSOCIATED FIXTURES.

42 REMOVE EXISTING TOILET PARTITION.

43 REMOVE EXISTING SIDING.

44 EXISTING SIDING TO REMAIN.

45

REMOVE DIRT AS REQUIRED SO THERE IS AT LEAST 12" CLEAR
FROM THE BOTTOM  AND SIDES OF THE NEW DUCTWORK TO THE
SURFACE OF THE SURROUNDING EARTH. REFERENCE
MECHANICAL.

46
REMOVE HOT WATER HEATERS AND ALL ASSOCIATED PIPING,
REFER TO MECHANICAL.

47
REMOVE A PORTION OF EXISTING CONCRETE SLAB FOR
INSTALLATION OF NEW MECHANICAL AND PLUMBING

48 REMOVE METAL HOLDING TANK AND ASSOCIATED PIPING

49
REMOVE EXISTING BASEMENT LIGHTING FIXTURES AND
ASSOCIATED WIRING/CONDUIT IN ROOMS 001 AND 001A

50
EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND NEEDS
TO BE REMOVED AND REPLACED

51 EXISTING DOWNSPOUT AND GUTTER TO REMAIN

52
OWNER TO REMOVE EXISTING COOLER, ASSOCIATED
MECHANICAL, ELECTRICAL AND SLAB

53
LOCATION OF HISTORIC WELL THAT HAS BEEN INFILLED, REFER TO
CIVIL DRAWINGS

54 REMOVE EXISTING SOFFIT

55 REMOVE EXISTING VENT

56
REMOVE EXISTING LIGHTNING ROD AND ASSOCIATED
CABLE/STAND

57
REMOVE EXISTING CONDENSING UNITS AND SALVAGE FOR
OWNER. CUT EXISTING LINES BELOW BRICK PAVERS AND
GROUT-IN LINES WATER TIGHT. REINSTALL PAVERS.

58
REMOVE EXISTING CRAWL SPACE ACCESS DOOR AND FRAME IN
ITS ENTIRETY. PREPARE FOR LOUVER AND WOOD INFILL PANEL,
REFERENCE MECHANICAL.

59
DISCONNECT AND REMOVE EXISTING FLOOR GRILLES. CLEAN AND
SALVAGE FOR REINSTALLATION. REFER TO MECHANICAL
DRAWINGS.

60
PORTION OF EXISTING WALL TO BE REMOVED, COORDINATE NEW
LINTEL WITH STRUCTURAL.

61 PORTION OF EXISTING RETAINING WALL TO BE REMOVED.

62 PORTION OF EXISTING WOOD FENCE TO BE REMOVED.
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DEMOLITION
EXTERIOR
ELEVATIONS

1/4" = 1'-0"
1

DEMOLITION - EAST ELEVATION

1/4" = 1'-0"
3

DEMOLITION - PARTIAL SOUTH ELEVATION
1/4" = 1'-0"

2
DEMOLLITION - PARTIAL NORTH ELEVATION

DEMOLITION KEY NOTES

1
REMOVE CONCRETE STAIR AND ASSOCIATED HANDRAILS IN THEIR
ENTIRETY. PROVIDE TEMPORARY FALL PROTECTION AT EXISTING
DOOR.

2
REMOVE WINDOW WELLS AND ASSOCIATED WINDOW. PREPARE
OPENINGS TO BE INFILLED. REFER TO CIVIL, STRUCTURAL, AND
MECHANICAL.

3 REMOVE EXISTING BRICK CHIMNEY.

4 EXISTING ELECTRICAL PANEL TO REMAIN.

5 REMOVE EXISTING RAILING AND GUARDRAILS.

6 EXISTING STAIR TO REMAIN, ABANDONED.

7
REMOVE AND FILL EXISTING FLOOR DRAIN, REFER TO PLUMBING
DRAWINGS.

8
REMOVE EXISTING CANOPY AND ASSOCIATED SUPPORTS IN ITS
ENTIRETY.

9 REMOVE EXISTING DOWNSPOUT.

10 REMOVE EXISTING WINDOW IN ITS ENTIRETY.

11 EXISTING WINDOW TO REMAIN.

12 REMOVE EXISTING DOOR AND FRAME IN THEIR ENTIRETY.

13 PORTION OF EXISTING WALL TO BE REMOVED.

14 REMOVE EXISTING WALL IN ITS ENTIRETY.

15
REMOVE EXISTING CONCRETE/ASPHALT SLAB AND SIDEWALK,
REFER TO CIVIL.

16 REMOVE AND SALVAGE EXISTING BRICK PAVERS, REFER TO CIVIL.

17 EXISTING BRICK PAVERS TO REMAIN, REFER TO CIVIL.

18 EXISTING RAMP TO REMAIN.

19 EXISTING WOOD FENCE TO REMAIN.

20 EXISTING RETAINING WALL TO REMAIN.

21
EXISTING ROOFING AND ASSOCIATED FLASHING TO BE REMOVED
TO SUBSTRATE. PATCH AND REPAIR EXISTING SUBSTRATE TO
PREPARE FOR NEW ROOFING MATERIAL.

22 EXISTING ROOFING TO REMAIN.

23
REMOVE EXISTING EXHAUST VENT. PATCH AND REPAIR ROOF
OPENING.

24 REMOVE EXISTING GUTTER.

25 EXISTING STAIR TO REMAIN.

26
REMOVE EXISTING EQUIPMENT AND ASSOCIATED DUCTWORK.
REFER TO MECHANICAL DRAWINGS.

27
REMOVE EXISTING GRILLE AND PREPARE OPENING FOR NEW
INFILL. NEW INFILL SHALL MATCH ADJACENT FINISHES FOR
SEAMLESS APPEARANCE.

28
REMOVE EXISTING ASPHALT DRIVE AS REQUIRED FOR NEW
GRADING. REFER TO CIVIL DRAWINGS.

29 PORTION OF EXISTING WOOD FENCE TO REMAIN.

30 PORTION OF EXISTING RETAINING WALL TO REMAIN.

31
PORTION OF EXISTING ASPHALT DRIVE TO REMAIN. REFER TO
CIVIL DRAWINGS.

32 EXISTING DUMPSTER AREA TO REMAIN

33 EXISTING GRAVEL DRIVE TO REMAIN

34
REMOVE PORTION OF EXISTING RAILROAD TIE AS REQUIRED FOR
NEW CONSTRUCTION.

35
REMOVE INTERIOR FINISHES/SUBSTRATE/ BASE FROM EXISTING
WALL. STUDS TO REMAIN, REPLACE FIRE-DAMAGED STUDS PER
STRUCTURAL DRAWINGS.

36
REMOVE EXISTING FLOORING DOWN TO FLOOR JOIST. PREPARE
FOR NEW FLOORING.

37 REMOVE EXISTING COUNTERTOP, BASE CABINETS, AND SINK.

38 REMOVE EXISTING LAVATORY AND ASSOCIATED PIPING

39 REMOVE EXISTING TOILET AND ASSOCIATED PIPING.

40
REMOVE EXISTING EYEWASH STATION AND ASSOCIATED PIPING,
ENCLOSURE, AND ACCESSORIES.

41 REMOVE EXISTING CEILING AND ASSOCIATED FIXTURES.

42 REMOVE EXISTING TOILET PARTITION.

43 REMOVE EXISTING SIDING.

44 EXISTING SIDING TO REMAIN.

45

REMOVE DIRT AS REQUIRED SO THERE IS AT LEAST 12" CLEAR
FROM THE BOTTOM  AND SIDES OF THE NEW DUCTWORK TO THE
SURFACE OF THE SURROUNDING EARTH. REFERENCE
MECHANICAL.

46
REMOVE HOT WATER HEATERS AND ALL ASSOCIATED PIPING,
REFER TO MECHANICAL.

47
REMOVE A PORTION OF EXISTING CONCRETE SLAB FOR
INSTALLATION OF NEW MECHANICAL AND PLUMBING

48 REMOVE METAL HOLDING TANK AND ASSOCIATED PIPING

49
REMOVE EXISTING BASEMENT LIGHTING FIXTURES AND
ASSOCIATED WIRING/CONDUIT IN ROOMS 001 AND 001A

50
EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND NEEDS
TO BE REMOVED AND REPLACED

51 EXISTING DOWNSPOUT AND GUTTER TO REMAIN

52
OWNER TO REMOVE EXISTING COOLER, ASSOCIATED
MECHANICAL, ELECTRICAL AND SLAB

53
LOCATION OF HISTORIC WELL THAT HAS BEEN INFILLED, REFER TO
CIVIL DRAWINGS

54 REMOVE EXISTING SOFFIT

55 REMOVE EXISTING VENT

56
REMOVE EXISTING LIGHTNING ROD AND ASSOCIATED
CABLE/STAND

57
REMOVE EXISTING CONDENSING UNITS AND SALVAGE FOR
OWNER. CUT EXISTING LINES BELOW BRICK PAVERS AND
GROUT-IN LINES WATER TIGHT. REINSTALL PAVERS.

58
REMOVE EXISTING CRAWL SPACE ACCESS DOOR AND FRAME IN
ITS ENTIRETY. PREPARE FOR LOUVER AND WOOD INFILL PANEL,
REFERENCE MECHANICAL.

59
DISCONNECT AND REMOVE EXISTING FLOOR GRILLES. CLEAN AND
SALVAGE FOR REINSTALLATION. REFER TO MECHANICAL
DRAWINGS.

60
PORTION OF EXISTING WALL TO BE REMOVED, COORDINATE NEW
LINTEL WITH STRUCTURAL.

61 PORTION OF EXISTING RETAINING WALL TO BE REMOVED.

62 PORTION OF EXISTING WOOD FENCE TO BE REMOVED.
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DEMOLITION
EXTERIOR
ELEVATIONS

1/4" = 1'-0"
1

DEMOLITION - SOUTH ELEVATION

1/4" = 1'-0"
2

DEMOLITION - WEST ELEVATION

DEMOLITION KEY NOTES

1
REMOVE CONCRETE STAIR AND ASSOCIATED HANDRAILS IN THEIR
ENTIRETY. PROVIDE TEMPORARY FALL PROTECTION AT EXISTING
DOOR.

2
REMOVE WINDOW WELLS AND ASSOCIATED WINDOW. PREPARE
OPENINGS TO BE INFILLED. REFER TO CIVIL, STRUCTURAL, AND
MECHANICAL.

3 REMOVE EXISTING BRICK CHIMNEY.

4 EXISTING ELECTRICAL PANEL TO REMAIN.

5 REMOVE EXISTING RAILING AND GUARDRAILS.

6 EXISTING STAIR TO REMAIN, ABANDONED.

7
REMOVE AND FILL EXISTING FLOOR DRAIN, REFER TO PLUMBING
DRAWINGS.

8
REMOVE EXISTING CANOPY AND ASSOCIATED SUPPORTS IN ITS
ENTIRETY.

9 REMOVE EXISTING DOWNSPOUT.

10 REMOVE EXISTING WINDOW IN ITS ENTIRETY.

11 EXISTING WINDOW TO REMAIN.

12 REMOVE EXISTING DOOR AND FRAME IN THEIR ENTIRETY.

13 PORTION OF EXISTING WALL TO BE REMOVED.

14 REMOVE EXISTING WALL IN ITS ENTIRETY.

15
REMOVE EXISTING CONCRETE/ASPHALT SLAB AND SIDEWALK,
REFER TO CIVIL.

16 REMOVE AND SALVAGE EXISTING BRICK PAVERS, REFER TO CIVIL.

17 EXISTING BRICK PAVERS TO REMAIN, REFER TO CIVIL.

18 EXISTING RAMP TO REMAIN.

19 EXISTING WOOD FENCE TO REMAIN.

20 EXISTING RETAINING WALL TO REMAIN.

21
EXISTING ROOFING AND ASSOCIATED FLASHING TO BE REMOVED
TO SUBSTRATE. PATCH AND REPAIR EXISTING SUBSTRATE TO
PREPARE FOR NEW ROOFING MATERIAL.

22 EXISTING ROOFING TO REMAIN.

23
REMOVE EXISTING EXHAUST VENT. PATCH AND REPAIR ROOF
OPENING.

24 REMOVE EXISTING GUTTER.

25 EXISTING STAIR TO REMAIN.

26
REMOVE EXISTING EQUIPMENT AND ASSOCIATED DUCTWORK.
REFER TO MECHANICAL DRAWINGS.

27
REMOVE EXISTING GRILLE AND PREPARE OPENING FOR NEW
INFILL. NEW INFILL SHALL MATCH ADJACENT FINISHES FOR
SEAMLESS APPEARANCE.

28
REMOVE EXISTING ASPHALT DRIVE AS REQUIRED FOR NEW
GRADING. REFER TO CIVIL DRAWINGS.

29 PORTION OF EXISTING WOOD FENCE TO REMAIN.

30 PORTION OF EXISTING RETAINING WALL TO REMAIN.

31
PORTION OF EXISTING ASPHALT DRIVE TO REMAIN. REFER TO
CIVIL DRAWINGS.

32 EXISTING DUMPSTER AREA TO REMAIN

33 EXISTING GRAVEL DRIVE TO REMAIN

34
REMOVE PORTION OF EXISTING RAILROAD TIE AS REQUIRED FOR
NEW CONSTRUCTION.

35
REMOVE INTERIOR FINISHES/SUBSTRATE/ BASE FROM EXISTING
WALL. STUDS TO REMAIN, REPLACE FIRE-DAMAGED STUDS PER
STRUCTURAL DRAWINGS.

36
REMOVE EXISTING FLOORING DOWN TO FLOOR JOIST. PREPARE
FOR NEW FLOORING.

37 REMOVE EXISTING COUNTERTOP, BASE CABINETS, AND SINK.

38 REMOVE EXISTING LAVATORY AND ASSOCIATED PIPING

39 REMOVE EXISTING TOILET AND ASSOCIATED PIPING.

40
REMOVE EXISTING EYEWASH STATION AND ASSOCIATED PIPING,
ENCLOSURE, AND ACCESSORIES.

41 REMOVE EXISTING CEILING AND ASSOCIATED FIXTURES.

42 REMOVE EXISTING TOILET PARTITION.

43 REMOVE EXISTING SIDING.

44 EXISTING SIDING TO REMAIN.

45

REMOVE DIRT AS REQUIRED SO THERE IS AT LEAST 12" CLEAR
FROM THE BOTTOM  AND SIDES OF THE NEW DUCTWORK TO THE
SURFACE OF THE SURROUNDING EARTH. REFERENCE
MECHANICAL.

46
REMOVE HOT WATER HEATERS AND ALL ASSOCIATED PIPING,
REFER TO MECHANICAL.

47
REMOVE A PORTION OF EXISTING CONCRETE SLAB FOR
INSTALLATION OF NEW MECHANICAL AND PLUMBING

48 REMOVE METAL HOLDING TANK AND ASSOCIATED PIPING

49
REMOVE EXISTING BASEMENT LIGHTING FIXTURES AND
ASSOCIATED WIRING/CONDUIT IN ROOMS 001 AND 001A

50
EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND NEEDS
TO BE REMOVED AND REPLACED

51 EXISTING DOWNSPOUT AND GUTTER TO REMAIN

52
OWNER TO REMOVE EXISTING COOLER, ASSOCIATED
MECHANICAL, ELECTRICAL AND SLAB

53
LOCATION OF HISTORIC WELL THAT HAS BEEN INFILLED, REFER TO
CIVIL DRAWINGS

54 REMOVE EXISTING SOFFIT

55 REMOVE EXISTING VENT

56
REMOVE EXISTING LIGHTNING ROD AND ASSOCIATED
CABLE/STAND

57
REMOVE EXISTING CONDENSING UNITS AND SALVAGE FOR
OWNER. CUT EXISTING LINES BELOW BRICK PAVERS AND
GROUT-IN LINES WATER TIGHT. REINSTALL PAVERS.

58
REMOVE EXISTING CRAWL SPACE ACCESS DOOR AND FRAME IN
ITS ENTIRETY. PREPARE FOR LOUVER AND WOOD INFILL PANEL,
REFERENCE MECHANICAL.

59
DISCONNECT AND REMOVE EXISTING FLOOR GRILLES. CLEAN AND
SALVAGE FOR REINSTALLATION. REFER TO MECHANICAL
DRAWINGS.

60
PORTION OF EXISTING WALL TO BE REMOVED, COORDINATE NEW
LINTEL WITH STRUCTURAL.

61 PORTION OF EXISTING RETAINING WALL TO BE REMOVED.

62 PORTION OF EXISTING WOOD FENCE TO BE REMOVED.
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ALT. #1 FIRST FLOOR
DEMOLITION PLAN

1/8" = 1'-0"
1

ALT. #1 DEMOLITION FIRST FLOOR PLAN

DEMOLITION KEY NOTES

1
REMOVE CONCRETE STAIR AND ASSOCIATED HANDRAILS IN THEIR
ENTIRETY. PROVIDE TEMPORARY FALL PROTECTION AT EXISTING
DOOR.

2
REMOVE WINDOW WELLS AND ASSOCIATED WINDOW. PREPARE
OPENINGS TO BE INFILLED. REFER TO CIVIL, STRUCTURAL, AND
MECHANICAL.

3 REMOVE EXISTING BRICK CHIMNEY.

4 EXISTING ELECTRICAL PANEL TO REMAIN.

5 REMOVE EXISTING RAILING AND GUARDRAILS.

6 EXISTING STAIR TO REMAIN, ABANDONED.

7
REMOVE AND FILL EXISTING FLOOR DRAIN, REFER TO PLUMBING
DRAWINGS.

8
REMOVE EXISTING CANOPY AND ASSOCIATED SUPPORTS IN ITS
ENTIRETY.

9 REMOVE EXISTING DOWNSPOUT.

10 REMOVE EXISTING WINDOW IN ITS ENTIRETY.

11 EXISTING WINDOW TO REMAIN.

12 REMOVE EXISTING DOOR AND FRAME IN THEIR ENTIRETY.

13 PORTION OF EXISTING WALL TO BE REMOVED.

14 REMOVE EXISTING WALL IN ITS ENTIRETY.

15
REMOVE EXISTING CONCRETE/ASPHALT SLAB AND SIDEWALK,
REFER TO CIVIL.

16 REMOVE AND SALVAGE EXISTING BRICK PAVERS, REFER TO CIVIL.

17 EXISTING BRICK PAVERS TO REMAIN, REFER TO CIVIL.

18 EXISTING RAMP TO REMAIN.

19 EXISTING WOOD FENCE TO REMAIN.

20 EXISTING RETAINING WALL TO REMAIN.

21
EXISTING ROOFING AND ASSOCIATED FLASHING TO BE REMOVED
TO SUBSTRATE. PATCH AND REPAIR EXISTING SUBSTRATE TO
PREPARE FOR NEW ROOFING MATERIAL.

22 EXISTING ROOFING TO REMAIN.

23
REMOVE EXISTING EXHAUST VENT. PATCH AND REPAIR ROOF
OPENING.

24 REMOVE EXISTING GUTTER.

25 EXISTING STAIR TO REMAIN.

26
REMOVE EXISTING EQUIPMENT AND ASSOCIATED DUCTWORK.
REFER TO MECHANICAL DRAWINGS.

27
REMOVE EXISTING GRILLE AND PREPARE OPENING FOR NEW
INFILL. NEW INFILL SHALL MATCH ADJACENT FINISHES FOR
SEAMLESS APPEARANCE.

28
REMOVE EXISTING ASPHALT DRIVE AS REQUIRED FOR NEW
GRADING. REFER TO CIVIL DRAWINGS.

29 PORTION OF EXISTING WOOD FENCE TO REMAIN.

30 PORTION OF EXISTING RETAINING WALL TO REMAIN.

31
PORTION OF EXISTING ASPHALT DRIVE TO REMAIN. REFER TO
CIVIL DRAWINGS.

32 EXISTING DUMPSTER AREA TO REMAIN

33 EXISTING GRAVEL DRIVE TO REMAIN

34
REMOVE PORTION OF EXISTING RAILROAD TIE AS REQUIRED FOR
NEW CONSTRUCTION.

35
REMOVE INTERIOR FINISHES/SUBSTRATE/ BASE FROM EXISTING
WALL. STUDS TO REMAIN, REPLACE FIRE-DAMAGED STUDS PER
STRUCTURAL DRAWINGS.

36
REMOVE EXISTING FLOORING DOWN TO FLOOR JOIST. PREPARE
FOR NEW FLOORING.

37 REMOVE EXISTING COUNTERTOP, BASE CABINETS, AND SINK.

38 REMOVE EXISTING LAVATORY AND ASSOCIATED PIPING

39 REMOVE EXISTING TOILET AND ASSOCIATED PIPING.

40
REMOVE EXISTING EYEWASH STATION AND ASSOCIATED PIPING,
ENCLOSURE, AND ACCESSORIES.

41 REMOVE EXISTING CEILING AND ASSOCIATED FIXTURES.

42 REMOVE EXISTING TOILET PARTITION.

43 REMOVE EXISTING SIDING.

44 EXISTING SIDING TO REMAIN.

45

REMOVE DIRT AS REQUIRED SO THERE IS AT LEAST 12" CLEAR
FROM THE BOTTOM  AND SIDES OF THE NEW DUCTWORK TO THE
SURFACE OF THE SURROUNDING EARTH. REFERENCE
MECHANICAL.

46
REMOVE HOT WATER HEATERS AND ALL ASSOCIATED PIPING,
REFER TO MECHANICAL.

47
REMOVE A PORTION OF EXISTING CONCRETE SLAB FOR
INSTALLATION OF NEW MECHANICAL AND PLUMBING

48 REMOVE METAL HOLDING TANK AND ASSOCIATED PIPING

49
REMOVE EXISTING BASEMENT LIGHTING FIXTURES AND
ASSOCIATED WIRING/CONDUIT IN ROOMS 001 AND 001A

50
EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND NEEDS
TO BE REMOVED AND REPLACED

51 EXISTING DOWNSPOUT AND GUTTER TO REMAIN

52
OWNER TO REMOVE EXISTING COOLER, ASSOCIATED
MECHANICAL, ELECTRICAL AND SLAB

53
LOCATION OF HISTORIC WELL THAT HAS BEEN INFILLED, REFER TO
CIVIL DRAWINGS

54 REMOVE EXISTING SOFFIT

55 REMOVE EXISTING VENT

56
REMOVE EXISTING LIGHTNING ROD AND ASSOCIATED
CABLE/STAND

57
REMOVE EXISTING CONDENSING UNITS AND SALVAGE FOR
OWNER. CUT EXISTING LINES BELOW BRICK PAVERS AND
GROUT-IN LINES WATER TIGHT. REINSTALL PAVERS.

58
REMOVE EXISTING CRAWL SPACE ACCESS DOOR AND FRAME IN
ITS ENTIRETY. PREPARE FOR LOUVER AND WOOD INFILL PANEL,
REFERENCE MECHANICAL.

59
DISCONNECT AND REMOVE EXISTING FLOOR GRILLES. CLEAN AND
SALVAGE FOR REINSTALLATION. REFER TO MECHANICAL
DRAWINGS.

60
PORTION OF EXISTING WALL TO BE REMOVED, COORDINATE NEW
LINTEL WITH STRUCTURAL.

61 PORTION OF EXISTING RETAINING WALL TO BE REMOVED.

62 PORTION OF EXISTING WOOD FENCE TO BE REMOVED.

NOTE: REMOVAL OF ANY TEMPORARY KITCHEN 
FACILITIES, CONSTRUCTION, AND UTILITIES IS 
NOT INCLUDED IN THIS SCOPE OF WORK.

N

0' 4' 8' 16' 32'

1

ALTERNATES (SECTION 012300) INCLUDE:
-ALTERNATE #1 ADDITION OF PUBLIC RESTROOMS
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OVERALL FIRST FLOOR PLAN
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A101

ENLARGED
BASEMENT PLAN -
SOUTH

1/4" = 1'-0"
1

ENLARGED BASEMENT FLOOR PLAN - SOUTH

0' 2' 4' 8' 16'

N

PLAN KEY NOTES

1 SLAB ON GRADE ABOVE, REFER TO CIVIL AND STRUCTURAL.

2 PIPE COLUMN AND CONCRETE FOOTING, REFER TO STRUCTURAL
DRAWINGS.

3 OVERHEAD DUCTWORK, COORDINATE CONCRETE OPENING, REFER
TO MECHANICAL AND STRUCTURAL DRAWINGS.

4 REINFORCED CONCRETE FOUNDATION WALL, REFER TO
STRUCTURAL DRAWINGS.

5 EXISTING BASEMENT STAIRS SHALL BE ABANDONED IN PLACE.

6 LOUVER AND EXHAUST FAN, REFER TO MECHANICAL

7 EQUIPMENT, REFER TO MECHANICAL AND PLUMBING DRAWINGS.

8 ELECTRICAL PANEL, REFER TO ELECTRICAL DRAWINGS.

9 INFILL EXISTING OPENING TO MATCH ADJACENT WALL. REFERENCE
STRUCTURAL DRAWINGS

10 HEADER, REFER TO STRUCTURAL.

11 KITCHEN EQUIPMENT, REFER TO FOOD SERVICE DRAWINGS.

12 CHASE, REFER TO MECHANICAL.

13 ASPHALT PAVING, REFER TO CIVIL.

14 LANDSCAPING BY OWNER.

15 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS, AND
SUPPORTS.

16 PAVING TRANSITION SHALL BE FLUSH.

17 RECONFIGURE PORTION OF EXISTING DOWNSPOUT.

18 EXISTING BRICK PAVERS TO REMAIN.

19 CONCRETE PAVING, REFER TO CIVIL.

20 HOSE BIBB, REFER TO PLUMBING

21 WOOD STAIR AND LANDING.

22 EXISTING RAMP TO REMAIN.

23 2" W. X 6'-0" H. STAINLESS STEEL CORNER GUARD

24 WASHER AND DRYER BY OWNER.

25 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED DESIGN.
COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

26 AHU, REFER TO MECHANICAL

27 INFILL PAVEMENT WITH SALVAGED BRICKS.

28 UTILITY SHELF

29 INSTALL FRP OVER GYPSUM BOARD FROM TOP OF EPOXY BASE TO
4'-0" A.F.F AT MOP SINK

30 STAINLESS STEEL TRIM BY K.E.C., REFER TO FOOD SERVICE
DRAWINGS

31 FIRE ALARM PANEL, RE: FIRE ALARM DRAWINGS.

32 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON 19/32" OSB SHEATHING.

33 MOP SINK, REFER TO PLUMBING. PROVIDE 4'-0" HIGH FRP PANELS ON
SURROUNDING WALLS.

34 FIRE EXTINGUISHER IN SURFACE MOUNTED FIRE EXTINGUISHER
CABINET.

35 2" W. X 6'-0" H. VINYL CORNER GUARD.

36 ATTIC ACCESS HATCH.

37 CONCRETE EQUIPMENT PAD, REFER TO STRUCTURAL.

38 EXISTING DOWNSPOUT TO REMAIN.

39 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER AND
ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR FACE OF
EXTERIOR WALLS.

40 6" 'K' SERIES PREFINISHED WHITE METAL ROOF GUTTER AND
DOWNSPOUTS.

41 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE

42 EXISTING ROOFING TO REMAIN.

43 CONCRETE STAIR, REFER TO CIVIL.

44 PARTIAL HEIGHT WALL CAPPED WITH STAINLESS STEEL, BY K.E.C.

45 CONCRETE PAVING CONTROL JOINTS TO BE SPACED AT
APPROXIMATELY 4'-0" o.c. COORDINATE WITH CIVIL REQUIREMENTS.

46 PILASTER, REFER TO STRUCTURAL.

47 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

48 LAP CUT TRUSS CHORDS W/ NEW 2X8 EXTENDING FULL LENGTH OF
CUT MEMBER. REFERENCE STRUCTURAL.

49 BLACK PAINTED STEEL HANDRAILS, GUARDRAILS, AND SUPPORTS.

50 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER GUTTER TO MATCH EXISTING.

51 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER DOWNSPOUT TO MATCH EXISTING.

52 CRAWL SPACE ACCESS DOOR, COORDINATE WITH MECHANICAL AND
STRUCTURAL.

53 DUCT CHASE ACCESS DOOR, 1-HR RATED. COORDINATE WITH
MECHANICAL.

54 FLOOR OPENING INFILL, REFER TO STRUCTURAL.

55 EXISTING RETAINING WALL TO REMAIN.

56 EXISTING FENCE TO REMAIN.
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ENLARGED FIRST
FLOOR PLAN - SOUTH

1/4" = 1'-0"
1

ENLARGED FIRST FLOOR PLAN - SOUTH

0' 2' 4' 8' 16'

N

PLAN KEY NOTES

1 SLAB ON GRADE ABOVE, REFER TO CIVIL AND STRUCTURAL.

2 PIPE COLUMN AND CONCRETE FOOTING, REFER TO STRUCTURAL
DRAWINGS.

3 OVERHEAD DUCTWORK, COORDINATE CONCRETE OPENING, REFER
TO MECHANICAL AND STRUCTURAL DRAWINGS.

4 REINFORCED CONCRETE FOUNDATION WALL, REFER TO
STRUCTURAL DRAWINGS.

5 EXISTING BASEMENT STAIRS SHALL BE ABANDONED IN PLACE.

6 LOUVER AND EXHAUST FAN, REFER TO MECHANICAL

7 EQUIPMENT, REFER TO MECHANICAL AND PLUMBING DRAWINGS.

8 ELECTRICAL PANEL, REFER TO ELECTRICAL DRAWINGS.

9 INFILL EXISTING OPENING TO MATCH ADJACENT WALL. REFERENCE
STRUCTURAL DRAWINGS

10 HEADER, REFER TO STRUCTURAL.

11 KITCHEN EQUIPMENT, REFER TO FOOD SERVICE DRAWINGS.

12 CHASE, REFER TO MECHANICAL.

13 ASPHALT PAVING, REFER TO CIVIL.

14 LANDSCAPING BY OWNER.

15 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS, AND
SUPPORTS.

16 PAVING TRANSITION SHALL BE FLUSH.

17 RECONFIGURE PORTION OF EXISTING DOWNSPOUT.

18 EXISTING BRICK PAVERS TO REMAIN.

19 CONCRETE PAVING, REFER TO CIVIL.

20 HOSE BIBB, REFER TO PLUMBING

21 WOOD STAIR AND LANDING.

22 EXISTING RAMP TO REMAIN.

23 2" W. X 6'-0" H. STAINLESS STEEL CORNER GUARD

24 WASHER AND DRYER BY OWNER.

25 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED DESIGN.
COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

26 AHU, REFER TO MECHANICAL

27 INFILL PAVEMENT WITH SALVAGED BRICKS.

28 UTILITY SHELF

29 INSTALL FRP OVER GYPSUM BOARD FROM TOP OF EPOXY BASE TO
4'-0" A.F.F AT MOP SINK

30 STAINLESS STEEL TRIM BY K.E.C., REFER TO FOOD SERVICE
DRAWINGS

31 FIRE ALARM PANEL, RE: FIRE ALARM DRAWINGS.

32 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON 19/32" OSB SHEATHING.

33 MOP SINK, REFER TO PLUMBING. PROVIDE 4'-0" HIGH FRP PANELS ON
SURROUNDING WALLS.

34 FIRE EXTINGUISHER IN SURFACE MOUNTED FIRE EXTINGUISHER
CABINET.

35 2" W. X 6'-0" H. VINYL CORNER GUARD.

36 ATTIC ACCESS HATCH.

37 CONCRETE EQUIPMENT PAD, REFER TO STRUCTURAL.

38 EXISTING DOWNSPOUT TO REMAIN.

39 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER AND
ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR FACE OF
EXTERIOR WALLS.

40 6" 'K' SERIES PREFINISHED WHITE METAL ROOF GUTTER AND
DOWNSPOUTS.

41 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE

42 EXISTING ROOFING TO REMAIN.

43 CONCRETE STAIR, REFER TO CIVIL.

44 PARTIAL HEIGHT WALL CAPPED WITH STAINLESS STEEL, BY K.E.C.

45 CONCRETE PAVING CONTROL JOINTS TO BE SPACED AT
APPROXIMATELY 4'-0" o.c. COORDINATE WITH CIVIL REQUIREMENTS.

46 PILASTER, REFER TO STRUCTURAL.

47 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

48 LAP CUT TRUSS CHORDS W/ NEW 2X8 EXTENDING FULL LENGTH OF
CUT MEMBER. REFERENCE STRUCTURAL.

49 BLACK PAINTED STEEL HANDRAILS, GUARDRAILS, AND SUPPORTS.

50 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER GUTTER TO MATCH EXISTING.

51 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER DOWNSPOUT TO MATCH EXISTING.

52 CRAWL SPACE ACCESS DOOR, COORDINATE WITH MECHANICAL AND
STRUCTURAL.

53 DUCT CHASE ACCESS DOOR, 1-HR RATED. COORDINATE WITH
MECHANICAL.

54 FLOOR OPENING INFILL, REFER TO STRUCTURAL.

55 EXISTING RETAINING WALL TO REMAIN.

56 EXISTING FENCE TO REMAIN.
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A107

ROOF PLAN

1/8" = 1'-0"
1

ROOF PLAN

0' 4' 8' 16' 32'

N

PLAN KEY NOTES

1 SLAB ON GRADE ABOVE, REFER TO CIVIL AND STRUCTURAL.

2 PIPE COLUMN AND CONCRETE FOOTING, REFER TO STRUCTURAL
DRAWINGS.

3 OVERHEAD DUCTWORK, COORDINATE CONCRETE OPENING, REFER
TO MECHANICAL AND STRUCTURAL DRAWINGS.

4 REINFORCED CONCRETE FOUNDATION WALL, REFER TO
STRUCTURAL DRAWINGS.

5 EXISTING BASEMENT STAIRS SHALL BE ABANDONED IN PLACE.

6 LOUVER AND EXHAUST FAN, REFER TO MECHANICAL

7 EQUIPMENT, REFER TO MECHANICAL AND PLUMBING DRAWINGS.

8 ELECTRICAL PANEL, REFER TO ELECTRICAL DRAWINGS.

9 INFILL EXISTING OPENING TO MATCH ADJACENT WALL. REFERENCE
STRUCTURAL DRAWINGS

10 HEADER, REFER TO STRUCTURAL.

11 KITCHEN EQUIPMENT, REFER TO FOOD SERVICE DRAWINGS.

12 CHASE, REFER TO MECHANICAL.

13 ASPHALT PAVING, REFER TO CIVIL.

14 LANDSCAPING BY OWNER.

15 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS, AND
SUPPORTS.

16 PAVING TRANSITION SHALL BE FLUSH.

17 RECONFIGURE PORTION OF EXISTING DOWNSPOUT.

18 EXISTING BRICK PAVERS TO REMAIN.

19 CONCRETE PAVING, REFER TO CIVIL.

20 HOSE BIBB, REFER TO PLUMBING

21 WOOD STAIR AND LANDING.

22 EXISTING RAMP TO REMAIN.

23 2" W. X 6'-0" H. STAINLESS STEEL CORNER GUARD

24 WASHER AND DRYER BY OWNER.

25 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED DESIGN.
COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

26 AHU, REFER TO MECHANICAL

27 INFILL PAVEMENT WITH SALVAGED BRICKS.

28 UTILITY SHELF

29 INSTALL FRP OVER GYPSUM BOARD FROM TOP OF EPOXY BASE TO
4'-0" A.F.F AT MOP SINK

30 STAINLESS STEEL TRIM BY K.E.C., REFER TO FOOD SERVICE
DRAWINGS

31 FIRE ALARM PANEL, RE: FIRE ALARM DRAWINGS.

32 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON 19/32" OSB SHEATHING.

33 MOP SINK, REFER TO PLUMBING. PROVIDE 4'-0" HIGH FRP PANELS ON
SURROUNDING WALLS.

34 FIRE EXTINGUISHER IN SURFACE MOUNTED FIRE EXTINGUISHER
CABINET.

35 2" W. X 6'-0" H. VINYL CORNER GUARD.

36 ATTIC ACCESS HATCH.

37 CONCRETE EQUIPMENT PAD, REFER TO STRUCTURAL.

38 EXISTING DOWNSPOUT TO REMAIN.

39 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER AND
ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR FACE OF
EXTERIOR WALLS.

40 6" 'K' SERIES PREFINISHED WHITE METAL ROOF GUTTER AND
DOWNSPOUTS.

41 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE

42 EXISTING ROOFING TO REMAIN.

43 CONCRETE STAIR, REFER TO CIVIL.

44 PARTIAL HEIGHT WALL CAPPED WITH STAINLESS STEEL, BY K.E.C.

45 CONCRETE PAVING CONTROL JOINTS TO BE SPACED AT
APPROXIMATELY 4'-0" o.c. COORDINATE WITH CIVIL REQUIREMENTS.

46 PILASTER, REFER TO STRUCTURAL.

47 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

48 LAP CUT TRUSS CHORDS W/ NEW 2X8 EXTENDING FULL LENGTH OF
CUT MEMBER. REFERENCE STRUCTURAL.

49 BLACK PAINTED STEEL HANDRAILS, GUARDRAILS, AND SUPPORTS.

50 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER GUTTER TO MATCH EXISTING.

51 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER DOWNSPOUT TO MATCH EXISTING.

52 CRAWL SPACE ACCESS DOOR, COORDINATE WITH MECHANICAL AND
STRUCTURAL.

53 DUCT CHASE ACCESS DOOR, 1-HR RATED. COORDINATE WITH
MECHANICAL.

54 FLOOR OPENING INFILL, REFER TO STRUCTURAL.

55 EXISTING RETAINING WALL TO REMAIN.

56 EXISTING FENCE TO REMAIN.
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ALT. #1 ENLARGED
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SOUTH

1/4" = 1'-0"
1

ALT. #1 ENLARGED FIRST FLOOR PLAN - SOUTH

0' 2' 4' 8' 16'

N

PLAN KEY NOTES

1 SLAB ON GRADE ABOVE, REFER TO CIVIL AND STRUCTURAL.

2 PIPE COLUMN AND CONCRETE FOOTING, REFER TO STRUCTURAL
DRAWINGS.

3 OVERHEAD DUCTWORK, COORDINATE CONCRETE OPENING, REFER
TO MECHANICAL AND STRUCTURAL DRAWINGS.

4 REINFORCED CONCRETE FOUNDATION WALL, REFER TO
STRUCTURAL DRAWINGS.

5 EXISTING BASEMENT STAIRS SHALL BE ABANDONED IN PLACE.

6 LOUVER AND EXHAUST FAN, REFER TO MECHANICAL

7 EQUIPMENT, REFER TO MECHANICAL AND PLUMBING DRAWINGS.

8 ELECTRICAL PANEL, REFER TO ELECTRICAL DRAWINGS.

9 INFILL EXISTING OPENING TO MATCH ADJACENT WALL. REFERENCE
STRUCTURAL DRAWINGS

10 HEADER, REFER TO STRUCTURAL.

11 KITCHEN EQUIPMENT, REFER TO FOOD SERVICE DRAWINGS.

12 CHASE, REFER TO MECHANICAL.

13 ASPHALT PAVING, REFER TO CIVIL.

14 LANDSCAPING BY OWNER.

15 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS, AND
SUPPORTS.

16 PAVING TRANSITION SHALL BE FLUSH.

17 RECONFIGURE PORTION OF EXISTING DOWNSPOUT.

18 EXISTING BRICK PAVERS TO REMAIN.

19 CONCRETE PAVING, REFER TO CIVIL.

20 HOSE BIBB, REFER TO PLUMBING

21 WOOD STAIR AND LANDING.

22 EXISTING RAMP TO REMAIN.

23 2" W. X 6'-0" H. STAINLESS STEEL CORNER GUARD

24 WASHER AND DRYER BY OWNER.

25 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED DESIGN.
COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

26 AHU, REFER TO MECHANICAL

27 INFILL PAVEMENT WITH SALVAGED BRICKS.

28 UTILITY SHELF

29 INSTALL FRP OVER GYPSUM BOARD FROM TOP OF EPOXY BASE TO
4'-0" A.F.F AT MOP SINK

30 STAINLESS STEEL TRIM BY K.E.C., REFER TO FOOD SERVICE
DRAWINGS

31 FIRE ALARM PANEL, RE: FIRE ALARM DRAWINGS.

32 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON 19/32" OSB SHEATHING.

33 MOP SINK, REFER TO PLUMBING. PROVIDE 4'-0" HIGH FRP PANELS ON
SURROUNDING WALLS.

34 FIRE EXTINGUISHER IN SURFACE MOUNTED FIRE EXTINGUISHER
CABINET.

35 2" W. X 6'-0" H. VINYL CORNER GUARD.

36 ATTIC ACCESS HATCH.

37 CONCRETE EQUIPMENT PAD, REFER TO STRUCTURAL.

38 EXISTING DOWNSPOUT TO REMAIN.

39 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER AND
ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR FACE OF
EXTERIOR WALLS.

40 6" 'K' SERIES PREFINISHED WHITE METAL ROOF GUTTER AND
DOWNSPOUTS.

41 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE

42 EXISTING ROOFING TO REMAIN.

43 CONCRETE STAIR, REFER TO CIVIL.

44 PARTIAL HEIGHT WALL CAPPED WITH STAINLESS STEEL, BY K.E.C.

45 CONCRETE PAVING CONTROL JOINTS TO BE SPACED AT
APPROXIMATELY 4'-0" o.c. COORDINATE WITH CIVIL REQUIREMENTS.

46 PILASTER, REFER TO STRUCTURAL.

47 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

48 LAP CUT TRUSS CHORDS W/ NEW 2X8 EXTENDING FULL LENGTH OF
CUT MEMBER. REFERENCE STRUCTURAL.

49 BLACK PAINTED STEEL HANDRAILS, GUARDRAILS, AND SUPPORTS.

50 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER GUTTER TO MATCH EXISTING.

51 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER DOWNSPOUT TO MATCH EXISTING.

52 CRAWL SPACE ACCESS DOOR, COORDINATE WITH MECHANICAL AND
STRUCTURAL.

53 DUCT CHASE ACCESS DOOR, 1-HR RATED. COORDINATE WITH
MECHANICAL.

54 FLOOR OPENING INFILL, REFER TO STRUCTURAL.

55 EXISTING RETAINING WALL TO REMAIN.

56 EXISTING FENCE TO REMAIN.
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ALT. #1 ROOF PLAN

1/8" = 1'-0"
1

ALT. #1 ROOF PLAN

0' 4' 8' 16' 32'

N

PLAN KEY NOTES

1 SLAB ON GRADE ABOVE, REFER TO CIVIL AND STRUCTURAL.

2 PIPE COLUMN AND CONCRETE FOOTING, REFER TO STRUCTURAL
DRAWINGS.

3 OVERHEAD DUCTWORK, COORDINATE CONCRETE OPENING, REFER
TO MECHANICAL AND STRUCTURAL DRAWINGS.

4 REINFORCED CONCRETE FOUNDATION WALL, REFER TO
STRUCTURAL DRAWINGS.

5 EXISTING BASEMENT STAIRS SHALL BE ABANDONED IN PLACE.

6 LOUVER AND EXHAUST FAN, REFER TO MECHANICAL

7 EQUIPMENT, REFER TO MECHANICAL AND PLUMBING DRAWINGS.

8 ELECTRICAL PANEL, REFER TO ELECTRICAL DRAWINGS.

9 INFILL EXISTING OPENING TO MATCH ADJACENT WALL. REFERENCE
STRUCTURAL DRAWINGS

10 HEADER, REFER TO STRUCTURAL.

11 KITCHEN EQUIPMENT, REFER TO FOOD SERVICE DRAWINGS.

12 CHASE, REFER TO MECHANICAL.

13 ASPHALT PAVING, REFER TO CIVIL.

14 LANDSCAPING BY OWNER.

15 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS, AND
SUPPORTS.

16 PAVING TRANSITION SHALL BE FLUSH.

17 RECONFIGURE PORTION OF EXISTING DOWNSPOUT.

18 EXISTING BRICK PAVERS TO REMAIN.

19 CONCRETE PAVING, REFER TO CIVIL.

20 HOSE BIBB, REFER TO PLUMBING

21 WOOD STAIR AND LANDING.

22 EXISTING RAMP TO REMAIN.

23 2" W. X 6'-0" H. STAINLESS STEEL CORNER GUARD

24 WASHER AND DRYER BY OWNER.

25 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED DESIGN.
COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

26 AHU, REFER TO MECHANICAL

27 INFILL PAVEMENT WITH SALVAGED BRICKS.

28 UTILITY SHELF

29 INSTALL FRP OVER GYPSUM BOARD FROM TOP OF EPOXY BASE TO
4'-0" A.F.F AT MOP SINK

30 STAINLESS STEEL TRIM BY K.E.C., REFER TO FOOD SERVICE
DRAWINGS

31 FIRE ALARM PANEL, RE: FIRE ALARM DRAWINGS.

32 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON 19/32" OSB SHEATHING.

33 MOP SINK, REFER TO PLUMBING. PROVIDE 4'-0" HIGH FRP PANELS ON
SURROUNDING WALLS.

34 FIRE EXTINGUISHER IN SURFACE MOUNTED FIRE EXTINGUISHER
CABINET.

35 2" W. X 6'-0" H. VINYL CORNER GUARD.

36 ATTIC ACCESS HATCH.

37 CONCRETE EQUIPMENT PAD, REFER TO STRUCTURAL.

38 EXISTING DOWNSPOUT TO REMAIN.

39 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER AND
ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR FACE OF
EXTERIOR WALLS.

40 6" 'K' SERIES PREFINISHED WHITE METAL ROOF GUTTER AND
DOWNSPOUTS.

41 MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE

42 EXISTING ROOFING TO REMAIN.

43 CONCRETE STAIR, REFER TO CIVIL.

44 PARTIAL HEIGHT WALL CAPPED WITH STAINLESS STEEL, BY K.E.C.

45 CONCRETE PAVING CONTROL JOINTS TO BE SPACED AT
APPROXIMATELY 4'-0" o.c. COORDINATE WITH CIVIL REQUIREMENTS.

46 PILASTER, REFER TO STRUCTURAL.

47 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

48 LAP CUT TRUSS CHORDS W/ NEW 2X8 EXTENDING FULL LENGTH OF
CUT MEMBER. REFERENCE STRUCTURAL.

49 BLACK PAINTED STEEL HANDRAILS, GUARDRAILS, AND SUPPORTS.

50 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER GUTTER TO MATCH EXISTING.

51 AT THE EXISTING SECOND STORY TAVERN ROOF, REPLACE EXISTING
COPPER DOWNSPOUT TO MATCH EXISTING.

52 CRAWL SPACE ACCESS DOOR, COORDINATE WITH MECHANICAL AND
STRUCTURAL.

53 DUCT CHASE ACCESS DOOR, 1-HR RATED. COORDINATE WITH
MECHANICAL.

54 FLOOR OPENING INFILL, REFER TO STRUCTURAL.

55 EXISTING RETAINING WALL TO REMAIN.

56 EXISTING FENCE TO REMAIN.

1

A300

025 OF 102 SHEETS
CONSTRUCTION DOCUMENTS
MAY 12, 2020

REBUILD KITCHEN &
STABILIZE STRUCTURE

TAVERN, ARROW ROCK
STATE HISTORIC SITE,
MISSOURI

305 MAIN ST, ARROW
ROCK, MO 65320

PROJECT #:

ASSET #:

X2001-01

7815102008



CRAWL

SPACE

002

BASEMENT

001A

KITCHEN

BASEMENT

001

HALL

003

BASEMENT

004

CRAWL

SPACE

008

PARTIALLY

ACCESSIBLE

CRAWL

SPACE

005

DINING

CRAWL

SPACE

009

STAIR

115

EXPOSED 
STRUCTURE, 
UNFINISHED

EXPOSED 
EXISTING 
STRUCTURE

STEEL BEAM

BASEMENT

010

E
Q

E
Q

E
Q

E
Q

5'-0" 8'-0" 8'-0" 8
'-
0

"

CL

CL
CLCL

CL

CL

UNDERSIDE OF 
PORCH STRUCTURE

EQ EQ
CL

4
'-
6

"
9

'-
0

"
9

'-
0

"
4

'-
7

"

EQ EQ
CL

CL

CL

CL

EQ EQ2
'-
9

"

E
Q

E
Q

8"

CL

CL

CL

CL
E

Q
E

Q

STRIP LIGHT FIXTURE, 
REFER TO ELECTRICAL

2x4 RECESSED LIGHT FIXTURE, 
REFER TO ELECTRICAL

1x4 RECESSED LIGHT FIXTURE, 
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RECESSED CAN LIGHT FIXTURE, REFER 
TO ELECTRICAL. DO NOT INSTALL ATTIC 
INSULATION WITHIN 3" OF ANY PART OF 
THE RECESSED CAN LIGHTS. 

EXTERIOR WALL PACK LIGHT 
FIXTURE, REFER TO ELECTRICAL

CEILING MOUNTED EXIT 
SIGN, REFER TO ELECTRICAL

CEILING MOUNTED 
DIRECTIONAL EXIT SIGN, 
REFER TO ELECTRICAL

PENDANT LIGHT FIXTURE

REFLECTED CEILING PLAN LEGEND

2'x4' WASHABLE ACOUSTICAL PANEL 
CEILING IN NON-CORROSIVE GRID

5/8" GYP BD, PRIMED AND PAINTED (P-5)

WALL MOUNTED EXIT SIGN, 
REFER TO ELECTRICAL

5/8" GYP BD, TAPED AND UNFINISHED
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RECESSED CAN LIGHT FIXTURE, REFER 
TO ELECTRICAL. DO NOT INSTALL ATTIC 
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FIXTURE, REFER TO ELECTRICAL

CEILING MOUNTED EXIT 
SIGN, REFER TO ELECTRICAL
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2'x4' WASHABLE ACOUSTICAL PANEL 
CEILING IN NON-CORROSIVE GRID
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REFER TO ELECTRICAL
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EXTERIOR
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1/4" = 1'-0"
1

EAST ELEVATION

0' 2' 4' 8' 16'

ELEVATION KEY NOTES

1 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER
AND ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR
FACE OF EXTERIOR WALLS.

2 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON EXISTING SHEATHING
AND EXISTING STRUCTURE.

3 6" K-STYLE PRE-FINISHED METAL GUTTER.

4 FIBER CEMENT BOARD SIDING, PRIMED AND PAINTED TO
MATCH EXISTING

5 FIBER CEMENT BOARD TRIM, PRIMED AND PAINTED TO MATCH
EXISTING

6 CONCRETE FOUNDATION WALL, REFER TO STRUCTURAL

7 CONCRETE FOUNDATION WALL AND FOOTINGS, BEYOND,
REFER TO STRUCTURAL

8 EXISTING STAIR, RAILINGS, AND GUARDRAILS TO REMAIN,
INSTALLED BY OWNER.

9 GRADE, REFER TO CIVIL

10 PRE-FINISHED METAL DOWNSPOUT.

11 EXISTING ROOFING TO REMAIN.

12 MECHANICAL UNIT SHOWN DASHED. REFER TO MECHANICAL
DRAWINGS.

13 DUCTWORK OPENING, REFER TO MECHANICAL AND
STRUCTURAL.

14 ALUMINUM-CLAD WOOD WINDOWS

15 EXTERIOR WALL PACK LIGHT FIXTURE, REFER TO ELECTRICAL

16 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS,
AND SUPPORTS.

17 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

18 EXISTING WINDOW TO REMAIN RESTORE/MODIFY AS REQUIRED
TO ACCOMMODATE NEW CONSTRUCTION.

19 EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND
NEEDS TO BE REMOVED AND REPLACED.

20 EXISTING RAMP TO REMAIN.

21 WOOD STAIR AND LANDING.

23 POLYURETHANE LOUVER GABLE VENT, MIN. 55 SQ. IN. NET
FREE AREA

24 EXISTING SIDING TO REMAIN.

25 AHU, REFER TO MECHANICAL.

26 EXISTING RETAINING WALL TO REMAIN.

27 TIE DOWNSPOUT TO EXISTING DRAIN BELOW GRADE.

28 SPLASH BLOCK.

29 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON 19/32" OSB SHEATHING.

30 HOSE BIBB, REFER TO PLUMBING

31 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED
DESIGN. COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

32 EXTERIOR HOLLOW METAL DOOR IN WOOD FRAME, PAINTED.

33 REPLACE EXISTING COPPER GUTTER TO MATCH EXISTING.

34 REPLACE EXISTING COPPER DOWNSPOUT TO MATCH EXISTING.
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EXTERIOR
ELEVATIONS

1/4" = 1'-0"
1

SOUTH ELEVATION

0' 2' 4' 8' 16'

ELEVATION KEY NOTES

1 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER
AND ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR
FACE OF EXTERIOR WALLS.

2 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON EXISTING SHEATHING
AND EXISTING STRUCTURE.

3 6" K-STYLE PRE-FINISHED METAL GUTTER.

4 FIBER CEMENT BOARD SIDING, PRIMED AND PAINTED TO
MATCH EXISTING

5 FIBER CEMENT BOARD TRIM, PRIMED AND PAINTED TO MATCH
EXISTING

6 CONCRETE FOUNDATION WALL, REFER TO STRUCTURAL

7 CONCRETE FOUNDATION WALL AND FOOTINGS, BEYOND,
REFER TO STRUCTURAL

8 EXISTING STAIR, RAILINGS, AND GUARDRAILS TO REMAIN,
INSTALLED BY OWNER.

9 GRADE, REFER TO CIVIL

10 PRE-FINISHED METAL DOWNSPOUT.

11 EXISTING ROOFING TO REMAIN.

12 MECHANICAL UNIT SHOWN DASHED. REFER TO MECHANICAL
DRAWINGS.

13 DUCTWORK OPENING, REFER TO MECHANICAL AND
STRUCTURAL.

14 ALUMINUM-CLAD WOOD WINDOWS

15 EXTERIOR WALL PACK LIGHT FIXTURE, REFER TO ELECTRICAL

16 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS,
AND SUPPORTS.

17 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

18 EXISTING WINDOW TO REMAIN RESTORE/MODIFY AS REQUIRED
TO ACCOMMODATE NEW CONSTRUCTION.

19 EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND
NEEDS TO BE REMOVED AND REPLACED.

20 EXISTING RAMP TO REMAIN.

21 WOOD STAIR AND LANDING.

23 POLYURETHANE LOUVER GABLE VENT, MIN. 55 SQ. IN. NET
FREE AREA

24 EXISTING SIDING TO REMAIN.

25 AHU, REFER TO MECHANICAL.

26 EXISTING RETAINING WALL TO REMAIN.

27 TIE DOWNSPOUT TO EXISTING DRAIN BELOW GRADE.

28 SPLASH BLOCK.

29 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON 19/32" OSB SHEATHING.

30 HOSE BIBB, REFER TO PLUMBING

31 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED
DESIGN. COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

32 EXTERIOR HOLLOW METAL DOOR IN WOOD FRAME, PAINTED.

33 REPLACE EXISTING COPPER GUTTER TO MATCH EXISTING.

34 REPLACE EXISTING COPPER DOWNSPOUT TO MATCH EXISTING.
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EXTERIOR
ELEVATIONS

0' 2' 4' 8' 16'

1/4" = 1'-0"
1

WEST ELEVATION

ELEVATION KEY NOTES

1 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER
AND ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR
FACE OF EXTERIOR WALLS.

2 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON EXISTING SHEATHING
AND EXISTING STRUCTURE.

3 6" K-STYLE PRE-FINISHED METAL GUTTER.

4 FIBER CEMENT BOARD SIDING, PRIMED AND PAINTED TO
MATCH EXISTING

5 FIBER CEMENT BOARD TRIM, PRIMED AND PAINTED TO MATCH
EXISTING

6 CONCRETE FOUNDATION WALL, REFER TO STRUCTURAL

7 CONCRETE FOUNDATION WALL AND FOOTINGS, BEYOND,
REFER TO STRUCTURAL

8 EXISTING STAIR, RAILINGS, AND GUARDRAILS TO REMAIN,
INSTALLED BY OWNER.

9 GRADE, REFER TO CIVIL

10 PRE-FINISHED METAL DOWNSPOUT.

11 EXISTING ROOFING TO REMAIN.

12 MECHANICAL UNIT SHOWN DASHED. REFER TO MECHANICAL
DRAWINGS.

13 DUCTWORK OPENING, REFER TO MECHANICAL AND
STRUCTURAL.

14 ALUMINUM-CLAD WOOD WINDOWS

15 EXTERIOR WALL PACK LIGHT FIXTURE, REFER TO ELECTRICAL

16 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS,
AND SUPPORTS.

17 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

18 EXISTING WINDOW TO REMAIN RESTORE/MODIFY AS REQUIRED
TO ACCOMMODATE NEW CONSTRUCTION.

19 EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND
NEEDS TO BE REMOVED AND REPLACED.

20 EXISTING RAMP TO REMAIN.

21 WOOD STAIR AND LANDING.

23 POLYURETHANE LOUVER GABLE VENT, MIN. 55 SQ. IN. NET
FREE AREA

24 EXISTING SIDING TO REMAIN.

25 AHU, REFER TO MECHANICAL.

26 EXISTING RETAINING WALL TO REMAIN.

27 TIE DOWNSPOUT TO EXISTING DRAIN BELOW GRADE.

28 SPLASH BLOCK.

29 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON 19/32" OSB SHEATHING.

30 HOSE BIBB, REFER TO PLUMBING

31 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED
DESIGN. COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

32 EXTERIOR HOLLOW METAL DOOR IN WOOD FRAME, PAINTED.

33 REPLACE EXISTING COPPER GUTTER TO MATCH EXISTING.

34 REPLACE EXISTING COPPER DOWNSPOUT TO MATCH EXISTING.
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ALT. #1 EXTERIOR
ELEVATIONS

1/4" = 1'-0"
1

WEST ELEVATION - ALTERNATE #1

0' 2' 4' 8' 16'

ELEVATION KEY NOTES

1 ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING WATER
AND ICE BARRIER TO WITHIN 36 INCHES INSIDE OF INTERIOR
FACE OF EXTERIOR WALLS.

2 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON EXISTING SHEATHING
AND EXISTING STRUCTURE.

3 6" K-STYLE PRE-FINISHED METAL GUTTER.

4 FIBER CEMENT BOARD SIDING, PRIMED AND PAINTED TO
MATCH EXISTING

5 FIBER CEMENT BOARD TRIM, PRIMED AND PAINTED TO MATCH
EXISTING

6 CONCRETE FOUNDATION WALL, REFER TO STRUCTURAL

7 CONCRETE FOUNDATION WALL AND FOOTINGS, BEYOND,
REFER TO STRUCTURAL

8 EXISTING STAIR, RAILINGS, AND GUARDRAILS TO REMAIN,
INSTALLED BY OWNER.

9 GRADE, REFER TO CIVIL

10 PRE-FINISHED METAL DOWNSPOUT.

11 EXISTING ROOFING TO REMAIN.

12 MECHANICAL UNIT SHOWN DASHED. REFER TO MECHANICAL
DRAWINGS.

13 DUCTWORK OPENING, REFER TO MECHANICAL AND
STRUCTURAL.

14 ALUMINUM-CLAD WOOD WINDOWS

15 EXTERIOR WALL PACK LIGHT FIXTURE, REFER TO ELECTRICAL

16 BLACK PAINTED GALVANIZED STEEL HANDRAILS, GUARDRAILS,
AND SUPPORTS.

17 KITCHEN EXHAUST VENT, REFER TO MECHANICAL AND FOOD
SERVICE DRAWINGS

18 EXISTING WINDOW TO REMAIN RESTORE/MODIFY AS REQUIRED
TO ACCOMMODATE NEW CONSTRUCTION.

19 EXISTING BOTTOM HALF OF DOWNSPOUT IS DAMAGED AND
NEEDS TO BE REMOVED AND REPLACED.

20 EXISTING RAMP TO REMAIN.

21 WOOD STAIR AND LANDING.

23 POLYURETHANE LOUVER GABLE VENT, MIN. 55 SQ. IN. NET
FREE AREA

24 EXISTING SIDING TO REMAIN.

25 AHU, REFER TO MECHANICAL.

26 EXISTING RETAINING WALL TO REMAIN.

27 TIE DOWNSPOUT TO EXISTING DRAIN BELOW GRADE.

28 SPLASH BLOCK.

29 MODIFIED BITUMEN APP OVER HIGH DENSITY
POLYISOCYANURATE INSULATION ON 19/32" OSB SHEATHING.

30 HOSE BIBB, REFER TO PLUMBING

31 TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED
DESIGN. COORDINATE WITH MECHANICAL DUCTWORK AT AHU.

32 EXTERIOR HOLLOW METAL DOOR IN WOOD FRAME, PAINTED.

33 REPLACE EXISTING COPPER GUTTER TO MATCH EXISTING.

34 REPLACE EXISTING COPPER DOWNSPOUT TO MATCH EXISTING.
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ROOM 105 F.F.
-0' - 7 5/8"

ROOM 001 F.F.
-10' - 1"

1

A301

2

A303

1

A306

HUSTON

GALLERY

103

CRAWL

SPACE

008

KITCHEN

BASEMENT

001

KITCHEN

106

CRAWL

SPACE

002

1

A302

1

A304

A307

1

WALK-IN

COOLER

111 113A

107B
RESTROOM

114

HALL

106A

HALL

003

124

A304

2

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

5/8' GYP BD, TAPED, UNFINISHED AT 
COOLER/FREEZER

REINFORCED CONCRETE FOUNDATION 
WALL, REFER TO STRUCTURAL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY 
FLOORING WITH 
INTEGRAL BASE

ASPHALT SHINGLE ROOF

ROOF TRUSS, REFER TO 
STRUCTURAL

19/32 OSB SHEATHING

EXPOSED PLYWOOD @ 9'-6" A.F.F. OVER 
COOLER/FREEZER

EXISTING BUILDING, 
NO WORK THIS AREA

NEW PREFINISHED METAL GUTTER 
AND DOWNSPOUTS, BEYOND

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE, BEYOND

GRADE, REFER TO CIVIL

EXISTING FOUNDATION, NOT VERIFIED

NEW KITCHEN EXHAUST 
VENT, BEYOND

EXISTING STRUCTURE
6' PIPE COLUMN AND 
CONCRETE FOOTING, 
REFER TO STRUCTURAL

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS RIGID 
INSULATION, MIN. R-10

HEAVY-DUTY VAPOR BARRIER OVER 
4" AB3 AND COMPACTED SOIL

2'x4' WASHABLE ACOUSTICAL 
PANEL CEILING IN NON-
CORROSIVE GRID @ 8'-6" A.F.F.STAINLESS STEEL 

SHELF BY K.E.C.

SEAMLESS EPOXY 
FLOORING WITH 
INTEGRAL BASE

BASEMENT

010

4
'-
4

"

8
'-
6

"

8
'-
0

"

8
'-
0

"

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE, BEYOND

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION ON 19/32 OSB SHEATHING

KITCHEN EQUIPMENT NOT 
SHOWN FOR CLARITY

CRAWL

SPACE

011

STAINLESS STEEL TRIM BY K.E.C., REFER 
TO FOOD SERVICE DOCUMENTS

GRAVEL INFILL

REINFORCED CONCRETE 
STAIR WALL, REFER TO 
STRUCTURAL

HALL

107

ICE

110A

REINFORCED CONCRETE 
SLAB, REFER TO STRUCTURAL

FE

HEADER, REFER TO STRUCTURAL

T.O.  SLAB
-11' - 2 5/8"

FIBER CEMENT VENTED SMOOTH SOFFIT, 
PRIMED AND PAINTED.

8
'-
0

" 9
'-
6

"

REPLACE EXISTING COPPER 
GUTTER AND DOWNSPOUT TO 
MATCH EXISTING.

INSTALL BATT 
INSULATION BETWEEN 
TRUSS, CONTINUOUS 
IN ATTIC AREA. 
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ROOM 200 F.F.
10' - 5 7/8"

ROOM 105 F.F.
-0' - 7 5/8"

1

A300

3

A305

A304

1

2

A306

DRY

STORAGE

113

JANITOR

110

HALL

107

A306

3

EXISTING BUILDING, BEYOND.

EXISTING BUILDING, BEYOND.

NEW PREFINISHED METAL GUTTER AND DOWNSPOUTS, BEYOND

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE, BEYOND

AHU, REFER TO MECHANICAL

GRADE, REFER TO CIVIL

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT, WRAP IN 
GRAVEL AND FILTER FABRIC

NEW KITCHEN EXHAUST 
VENT, BEYOND

ASPHALT SHINGLE ROOF 

BASEMENT

010

FLOOR JOIST AND BLOCKING, 
REFER TO STRUCTURAL

6' PIPE COLUMN AND 
CONCRETE FOOTING, 
REFER TO STRUCTURAL

NEW PREFINISHED METAL GUTTER AND DOWNSPOUTS

19/32 OSB SHEATHING

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

EXISTING RETAINING WALL, 
REFER TO CIVIL

MODIFIED BITUMINOUS 
SHEET WATERPROOFING, 
MIN. 60-MIL, TYP.

EMPLOYEE

RESTROOM

109

9
'-
6

"

REINFORCED CONCRETE 
SLAB, REFER TO STRUCTURAL REINFORCED CONCRETE FOUNDATION 

WALL AND FOOTING, REFER TO 
STRUCTURAL.

CONTINUOUS RIGID INSULATION, MIN. R-10

T.O.  SLAB
-11' - 2 5/8"

INSTALL BATT INSULATION 
BETWEEN TRUSS, 
CONTINUOUS IN ATTIC AREA. 
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ROOM 101 F.F.
0' - 0"

ROOM 200 F.F.
10' - 5 7/8"

ROOM 105 F.F.
-0' - 7 5/8"

1

A300

107A

115A

105A

HALL

107

A304

3

EXISTING BUILDING BEYOND, NO WORK

EXISTING BUILDING, BEYOND.

NEW PREFINISHED METAL GUTTER AND DOWNSPOUTS, BEYOND

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE, BEYOND

DUCTWORK, REFER TO MECHANICAL

GRADE, REFER TO CIVIL

REINFORCED CONCRETE FOUNDATION WALL 
AND FOOTING, REFER TO STRUCTURAL.

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT, WRAP IN 
GRAVEL AND FILTER FABRIC

NEW KITCHEN EXHAUST 
VENT, BEYOND

FLOOR JOIST AND BLOCKING, 
REFER TO STRUCTURAL

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

NEW PREFINISHED METAL GUTTER 
AND DOWNSPOUT

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION ON 19/32 OSB SHEATHING

1-HOUR SHAFTWALL ASSEMBLY

CONTINUOUS RIGID 
INSULATION, MIN. R-10

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL, TYP.

CRAWL

SPACE

011

HEAVY-DUTY VAPOR 
BARRIER OVER 4" AB3 
AND COMPACTED SOIL

T.O.  SLAB
-11' - 2 5/8"

PAINTED (P-6) GALVANIZED 
STEEL GUARDRAIL

WOOD POST AND 2x10" 
JOISTS @ 12" o.c., REFER TO 
STRUCTURAL.

3
'-
6

"
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ROOM 105 F.F.
-0' - 7 5/8"

1

A300

HALL

107

CART

STORAGE

107A

2

A304

DUCTWORK, REFER TO MECHANICAL

GRADE, REFER 
TO CIVIL

REINFORCED CONCRETE FOUNDATION WALL 
AND FOOTING, REFER TO STRUCTURAL.

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT, WRAP IN 
GRAVEL AND FILTER FABRIC

POLYURETHANE LOUVER 
GABLE VENT, MIN. 55 SQ. IN. 
NET FREE AREA

WOOD STAIR WITH PAINTED (P-6) 
GALVANIZED STEEL GUARDRAILS 
AND HANDRAILSFLOOR JOIST AND BLOCKING, 

REFER TO STRUCTURAL

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

EXTERIOR WALL PACK LIGHT FIXTURE, REFER 
TO ELECTRICAL

NEW PREFINISHED METAL 
GUTTER AND DOWNSPOUTS

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION ON 19/32 OSB SHEATHING

CONTINUOUS RIGID INSULATION, MIN. R-10

ASPHALT DRIVE, REFER TO CIVIL

AHU, REFER TO MECHANICAL

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL

010A

CRAWL

SPACE

011

HEAVY-DUTY VAPOR BARRIER OVER 
4" AB3 AND COMPACTED SOIL

8
'-
0

"

1'-4"

1
'-
4

"

ROOM 200 F.F.
10' - 5 7/8"

ROOM 105 F.F.
-0' - 7 5/8"

ROOM 001 F.F.
-10' - 1"

1

A301

2

A303

1

A302
1

A308

A306

2

WALK-IN

COOLER

111

KITCHEN

MANAGER /

LAUNDRY

108

KITCHEN

106

CRAWL

SPACE

002

CART

STORAGE

107A

EMPLOYEE

RESTROOM

109

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

FIBER CEMENT LAP SIDING, PRIMED 
AND PAINTED (P-1)

5/8' GYP BD, TAPED, 
UNFINISHED AT 
COOLER/FREEZER

REINFORCED CONCRETE FOUNDATION 
WALL, REFER TO STRUCTURAL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY 
FLOORING WITH 
INTEGRAL BASE

ASPHALT SHINGLE ROOF

ROOF TRUSS, REFER TO 
STRUCTURAL

19/32 OSB SHEATHING

EXPOSED PLYWOOD OVER 
COOLER/FREEZER

NEW PREFINISHED METAL GUTTER 
METAL GUTTER

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE

GRADE, REFER TO CIVIL

EXISTING FOUNDATION, NOT VERIFIED

NEW KITCHEN EXHAUST 
VENT, BEYOND

EXISTING STRUCTURE

6' PIPE COLUMN AND 
CONCRETE FOOTING, 
REFER TO STRUCTURAL

CONTINUOUS RIGID INSULATION, MIN. R-10

HEAVY-DUTY VAPOR BARRIER OVER 
4" AB3 AND COMPACTED SOIL

GRAVEL INFILL BELOW 
CONCRETE STAIRS

2'x4' WASHABLE ACOUSTICAL 
PANEL CEILING IN NON-
CORROSIVE GRID @ 8'-6" A.F.F.

SEAMLESS EPOXY 
FLOORING WITH 
INTEGRAL BASE

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION ON 19/32 OSB SHEATHING

HALL

106A

LVL HEADER, REFER TO 
STRUCTURAL

001A

KITCHEN

BASEMENT

001

HALL

003

BASEMENT

010

KITCHEN EQUIPMENT 
NOT SHOWN FOR 
CLARITY

CRAWL

SPACE

011

T.O.  SLAB
-11' - 2 5/8"

REINFORCED CONCRETE 
SLAB, REFER TO STRUCTURAL

INSTALL BATT INSULATION BETWEEN 
TRUSS, CONTINUOUS IN ATTIC AREA. 

8
'-
0

"
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ROOM 105 F.F.
-0' - 7 5/8"

DRY

STORAGE

113

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

A501

1 5/8' GYP BD, PRIMED AND 
PAINTED

FLOOR JOIST, REFER TO 
STRUCTURAL

REINFORCED CONCRETE FOUNDATION 
WALL, REFER TO STRUCTURAL

GRADE VARIES, REFER TO CIVIL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING 
WITH INTEGRAL BASE

A500

7

ASPHALT SHINGLE ROOF INSTALLED OVER 
MANUFACTURER APPROVED UNDERLAYMENT. INSTALL 
SELF-ADHERING WATER AND ICE BARRIER TO WITHIN 36 
INCHES INSIDE OF INTERIOR FACE OF EXTERIOR WALLS.

ROOF TRUSS, REFER TO 
STRUCTURAL

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT. WRAP IN GRAVEL 
AND FILTER FABRIC

19/32 OSB SHEATHING

CONTINUOUS RIGID INSULATION, MIN. R-10

FIBER CEMENT VENTED SMOOTH 
SOFFIT, PRIMED AND PAINTED.

FIBER CEMENT FASCIA BOARD, 
PRIMED AND PAINTED.

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL

T.O.  SLAB
-11' - 2 5/8"

BATT INSULATION, MIN. R-20, INSTALL 
BATT INSULATION BETWEEN TRUSS, 
CONTINUOUS IN ATTIC AREA. 

REINFORCED CONCRETE 
SLAB, REFER TO STRUCTURAL

HEAVY-DUTY VAPOR 
BARRIER OVER 4" AB3 
AND COMPACTED SOIL

BASEMENT

010

TERMITE SHIELD 

ROOM 105 F.F.
-0' - 7 5/8"

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

5/8' GYP BD, TAPED, 
UNFINISHED

FLOOR JOIST AND BLOCKING, 
REFER TO STRUCTURAL

REINFORCED CONCRETE FOUNDATION 
WALL, REFER TO STRUCTURAL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING 
WITH INTEGRAL BASE

ASPHALT SHINGLE ROOF INSTALLED OVER MANUFACTURER 
APPROVED UNDERLAYMENT. INSTALL SELF-ADHERING 
WATER AND ICE BARRIER TO WITHIN 36 INCHES INSIDE OF 
INTERIOR FACE OF EXTERIOR WALLS.

ROOF TRUSS, REFER TO 
STRUCTURAL

19/32 OSB SHEATHING

BATT INSULATION, MIN. R-20, 
INSTALL BATT INSULATION 
BETWEEN TRUSS, 
CONTINUOUS IN ATTIC AREA. 

WALK-IN

FREEZER

112

EXPOSED PLYWOOD OVER 
COOLER/FREEZER

CONTINUOUS RIGID INSULATION, MIN. R-10

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT, WRAP IN 
GRAVEL AND FILTER FABRIC

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL, TYP.

FIBER CEMENT VENTED SMOOTH SOFFIT, 
PRIMED AND PAINTED.

FIBER CEMENT FASCIA BOARD, PRIMED AND 
PAINTED.

REINFORCED CONCRETE 
SLAB, REFER TO STRUCTURAL

T.O.  SLAB
-11' - 2 5/8"

HEAVY-DUTY VAPOR 
BARRIER OVER 4" AB3 
AND COMPACTED SOIL

BASEMENT

010

TERMITE SHIELD 

ROOM 105 F.F.
-0' - 7 5/8"

A501

4

5/8' GYP BD, PRIMED AND 
PAINTED

ROOF TRUSS AND TRUSS BLOCKING, 
REFER TO STRUCTURAL

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

BATT INSULATION, MIN. R-20

A502

5 23/32 T&G OSB SHEATHING 

3/4" GYPCRETE TOPPING

SEAMLESS EPOXY FLOORING

2x10 JOIST @ 16" o.c., 
REFER TO STRUCTURAL

WOOD LANDING, REFER TO 
STRUCTURAL

DOOR FRAME, BEYOND

107B

HALL

107

REINFORCED CONCRETE 
FOUNDATION WALL, REFER TO 
STRUCTURAL

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT. WRAP IN GRAVEL 
AND FILTER FABRIC.

19/32 OSB SHEATHING

MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE 
INSULATION. INSULATION THICKNESS TO MATCH EXISTING. APP 
INSTALLED  PER MANUFACTURER'S RECOMMENDATIONS. ROOF TO 
HAVE MINIMUM 20 YEAR WARRANTY. 

CONTINUOUS RIGID INSULATION, MIN. R-10

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL, TYP.

CRAWL

SPACE

011

2x10 JOISTS @ 12" o.c., 
REFER TO STRUCTURAL

CONCRETE SLAB ON GRAVEL 
BASE, REFER TO CIVIL

HEAVY-DUTY VAPOR 
BARRIER OVER 4" AB3 
AND COMPACTED SOIL

TERMITE SHIELD 
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3

A305

2

A305

1

A308

115A

EXISTING FOUNDATION WALLPAINTED (P-6) STEEL RAILING 
AND SUPPORTS

REINFORCED CONCRETE 
FOUNDATION WALL, REFER 
TO STRUCTURAL

WOOD TREAD, RISERS, 
AND CARRIAGES

STAIR

115

6
'-
5

 1
/4

" 
(+

/)

WOOD LANDING

3'-2" 9 TREADS @ 11" EA.= 8'-3"

11'-0 1/4" (+/-)

5
'-
3

"

UP

1'-0" 1'-0"

3"

9
"

ROOM 105 F.F.
-0' - 7 5/8"

STAIR

115

2

A305

EXISTING WALLNEW WALL

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

5/8' GYP BD, PRIMED 
AND PAINTED

BATT INSULATION, 
MIN. R-20

ROOF TRUSS, REFER TO STRUCTURAL

MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE INSULATION 
ON EXISTING SHEATHING AND EXISTING STRUCTURE. INSULATION THICKNESS TO 
MATCH EXISTING. PATCH SHEATHING AS REQUIRED.  ROOFING MEMBRANE 
INSTALLED  PER MANUFACTURER'S RECOMMENDATIONS. ROOF TO HAVE 
MINIMUM 20 YEAR WARRANTY. 

EXISTING STRUCTURE

6" 'K' SERIES PREFINISHED WHITE METAL 
ROOF GUTTER AND DOWNSPOUTS

PAINTED (P-6) 
STEEL RAILING 
AND SUPPORTS

WOOD TREADS 
AND RISERS

WOOD 
CARRIAGE 
BEYOND

BATT INSULATION, MIN. R-20

7/16" EXTERIOR 
GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED 
AND PAINTED (P-1)

7/16" EXTERIOR 
GRADE SHEATHING

LVL LINTEL, REFER 
TO STRUCTURAL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING 
WITH INTEGRAL BASE

EXISTING FLOOR 
JOIST

3 1/2" SOUND ATTENUATION BLANKETS

EXISTING 3 1/2" WOOD STUDS 

FRP ON (2) LAYERS OF 5/8" MOLD-AND MOISTURE 
RESISTANT TYPE 'X' GYP. BD. FROM FINISHED 
FLOOR TO 4'-0" A.F.F. 

CONT. SEALANT 

FRP ON (2) LAYERS OF 5/8" TYPE 'X' GYP. BD. 
FROM 4'-0" A.F.F. TO UNDERSIDE OF 
STRUCTURE ABOVE

4
'-
0

"

KITCHEN

106

EXISTING FOOTING, 
NOT VERIFIED

EXISTING SLAB

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT, WRAP IN 
GRAVEL AND FILTER FABRIC

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL, 
TYP.

T.O.  SLAB
-11' - 2 5/8"

CONTINUOUS WEATHERPROOF 
BARRIER

1'-0"

1
0

 R
IS

E
R

S
 @

 7
" 

E
A

. 
=

  
5
'-
1
0

"

3
'-
0

"

ROOM 105 F.F.
-0' - 7 5/8"

3

A305

STAIR

115

CRAWL

SPACE

002

KITCHEN

106

WOOD STAIR 
LANDING

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION ON 19/32 OSB SHEATHING

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

EXISTING FOOTING, 
NOT VERIFIED

EXISTING FOUNDATION WALL

PAINTED (P-6) 
STEEL HANDRAIL 
AND SUPPORTS

EXISTING 3 1/2" WOOD STUDS 

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE

5/8' GYP BD, PRIMED AND PAINTED

3 1/2" WOOD STUDS AT 16" O.C.

BATT INSULATION, MIN. R-20

ROOF FRAMING, REFER TO 
STRUCTURAL

6" 'K' SERIES PREFINISHED WHITE METAL 
ROOF GUTTER AND DOWNSPOUTS

KITCHEN EXHAUST VENT, REFER TO 
MECHANICAL AND FOOD SERVICE DRAWINGS

INFILL EXISTING WALL OPENING TO 
MATCH ADJACENT WALLS

SOUND BATT INSULATION

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

5/8' GYP BD, PRIMED AND 
PAINTED

SEAMLESS EPOXY FLOORING 
AND INTEGRAL BASE

REINFORCED CONCRETE 
FOUNDATION WALL, REFER 
TO STRUCTURAL

CONCRETE SIDEWALK, RE: CIVIL

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT, WRAP IN 
GRAVEL AND FILTER FABRIC

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL

7/16" EXTERIOR GRADE SHEATHING

6" 'K' SERIES PREFINISHED WHITE METAL 
ROOF GUTTER AND DOWNSPOUTS

SOUND BATT INSULATION

TERMITE SHIELD 
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WALL SECTIONS
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WALL SECTION
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ROOM 105 F.F.
-0' - 7 5/8"

1

A300
3

A305

1

A303

M
A

X
.

4
' 
- 

0
"

6
' 
- 

8
"

1
' 
- 

6
"

6
"

1' - 6"

EQUIPMENT 
BY OTHERS

SUPPLY 
RISER

EXHAUST 
RISER

OPENING BEYOND

2'x4' WASHABLE ACOUSTICAL 
PANEL CEILING IN NON-
CORROSIVE GRID @ 8'-6" A.F.F.

STAINLESS STEEL 
TRIM BY K.E.C.

KITCHEN

106

2'x4' WASHABLE 
ACOUSTICAL PANEL 
CEILING IN NON-CORROSIVE 
GRID @ 8'-6" A.F.F.

OPENING 
BEYOND

OPENING 
BEYOND

A308

1

SIM.

FRP

FRP

5' - 0"

STAINLESS STEEL 
PANEL BY K.E.C.

STAINLESS STEEL 
PERFORATED SOFFIT BY K.E.C.

KITCHEN HOOD, REFER TO 
FOOD SERVICE DOCUMENTS

SEAMLESS EPOXY 
FLOORING 
INTEGRAL BASE

SEAMLESS EPOXY 
FLOORING INTEGRAL 
BASE

4
' 
- 

4
"

STAINLESS STEEL 
CAP BY K.E.C.

SEAMLESS EPOXY 
FLOORING 
INTEGRAL BASE

EXISTING FLOOR 
STRUCTURE

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

EXISTING WALL TO 
REMAIN, REPAINTED

EXISTING WOOD 
STUDS TO REMAIN

FRP ON ONE LAYER OF 
NEW MOLD-AND-
MOISTURE RESISTANT 
GYP. BD. FROM FINISHED 
FLOOR TO 4'-0" A.F.F.

4
'-
0

"

FRP ON ONE LAYER OF 
NEW GYP. BD. FROM 
4'-0" A.F.F. TO 6" ABOVE 
ADJACENT CEILING

BINGHAM

ROOM

105

5'-7"

EQUIPMENT 
BY OTHERS

EQUIPMENT 
BY OTHERS

STAINLESS STEEL COUNTERTOP 
AND CAP BY K.E.C.

3
'-
0

"

T
Y

P
.

2
"

ROOM 105 F.F.
-0' - 7 5/8"

BOTTOM OF STRUCTURE

3 1/2" WOOD STUDS AT 16" O.C. WITH 
3 1/2" TOP AND BOTTOM PLATE

5/8" TYPE 'X' GYP. BD.  EA. SIDE, 
PRIMED AND PAINTED, TYPICAL

CONT. SEALANT 

3 1/2" SOUND 
ATTENUATION BLANKETS

CONT. SEALANT

FRP ON (2) LAYERS OF 5/8" TYPE 'X' 
GYP. BD.  EA. SIDE, PRIMED AND 
PAINTED, FROM  4'-0" A.F.F. TO 6" 
ABOVE ADJACENT CEILING

5/8" GYP. BD. PRIMED AND PAINTED

4
' 
- 

0
"

FRP ON (2) LAYERS OF 5/8" MOLD-
AND-MOISTURE RESISTANT TYPE 
'X' GYP. BD., FROM FINISHED 
FLOOR TO 4'-0" A.F.F.)

A502

2

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE.
INSULATION THICKNESS TO MATCH EXISTING. 
PATCH SHEATHING AS REQUIRED.  ROOFING 
MEMBRANE INSTALLED  PER MANUFACTURER'S 
RECOMMENDATIONS. ROOF TO HAVE MINIMUM 
20 YEAR WARRANTY. 

EXISTING STRUCTURE

KITCHEN

106

HALL

106A

2'x4' WASHABLE ACOUSTICAL 
PANEL CEILING IN NON-
CORROSIVE GRID @ 8'-6" A.F.F.

ROOM 105 F.F.
-0' - 7 5/8"

1

A303

T
.O

. 
E

Q
U

IP
M

E
N

T
 P

A
D

4
' 
- 

6
"3

' 
- 

4
"

B
.O

. 
U

N
IT

1
' 
- 

2
"

1
' 
- 

8
"

1
' 
- 

2
"

6
"

1
' 
- 

2
"

1
' 
- 

7
"

FLOOR LINE

EMPLOYEE

RESTROOM

109

1
'-
1

0
 1

/2
"

CONCRETE 
OPENING

AHU, REFER TO MECHANICAL

GRADE, REFER TO CIVIL

CONTINUOUS RIGID INSULATION, MIN. R-10

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

BATT INSULATION, 
MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

5/8' GYP BD, PRIMED AND 
PAINTED

FLOOR JOIST AND BLOCKING, 
REFER TO STRUCTURAL

REINFORCED CONCRETE FOUNDATION 
WALL, REFER TO STRUCTURAL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING 
WITH INTEGRAL BASE

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT. WRAP IN GRAVEL 
AND FILTER FABRIC

MODIFIED BITUMINOUS SHEET 
WATERPROOFING, MIN. 60-MIL, TYP.

DUCTWORK, REFER TO MECHANICAL

BASEMENT

010

REINFORCED CONCRETE 
SLAB, REFER TO STRUCTURAL

CRAWL SPACE, 
BEYOND

T.O.  SLAB
-11' - 2 5/8"

3
'-
6

"
1

'-
7

"
1

'-
7

"

TWO-STEP, OPEN GRATE PLATFORM SYSTEM, DELEGATED DESIGN. 
COORDINATE WITH MECHANICAL DUCTWORK AT AHU. 
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WALL SECTIONS

1/2" = 1'-0"
1

E-W SECTION
1/2" = 1'-0"

2
WALL SECTION

1/2" = 1'-0"
3

WALL SECTION
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ROOM 105 F.F.
-0' - 7 5/8"

KITCHEN

106

HALL

107

CRAWL

SPACE

002

EXISTING FOOTING, NOT VERIFIED

EXISTING FOUNDATION WALL

FLOOR JOIST, REFER TO STRUCTURAL

FRP ON 5/8" MOLD-AND-MOISTURE RESISTANT GYP BD, 
FROM FINISHED FLOOR TO 4'-0" A.F.F.

2'x4' WASHABLE ACOUSTICAL PANEL CEILING 
IN NON-CORROSIVE GRID

3/4" GYPCRETE TOPPING ON 23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING WITH INTEGRAL BASE

EXISTING FLOOR JOIST

GAP
1"

3 1/2" SOUND ATTENUATION BLANKETS

EXISTING 3 1/2" WOOD STUDS 

7/16" EXTERIOR GRADE 
SHEATHING

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

2 1/2" 25 GA. C-H STUDS @ 24" o.c.

1" GYPSUM LINER PANELS

(2) LAYERS OF 5/8" TYPE 'C' GYP BD

ROOF TRUSS, REFER TO STRUCTURAL

A501

3

A500

8

4
' 
- 

0
"

FRP ON 5/8" GYP BD, FROM  4'-0" A.F.F. TO 6" ABOVE CEILING

5/8" GYP BD CEILING, PRIMED AND 
PAINTED

MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE INSULATION ON 
EXISTING SHEATHING AND EXISTING STRUCTURE. INSULATION THICKNESS TO 
MATCH EXISTING. PATCH SHEATHING AS REQUIRED.  ROOFING MEMBRANE 
INSTALLED  PER MANUFACTURER'S RECOMMENDATIONS. ROOF TO HAVE MINIMUM 
20 YEAR WARRANTY. 

PATCH AND REPAIR EXISTING SHEATHING AS REQUIRED

CONTINUOUS RIGID INSULATION, MIN. R-10

HEAVY-DUTY VAPOR BARRIER OVER 
4" AB3 AND COMPACTED SOIL

CRAWL

SPACE

011

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION ON 19/32 OSB SHEATHING

ROOM 105 F.F.
-0' - 7 5/8"

115A

PAINTED (P-6) GALVANIZED STEEL 
HANDRAIL AND GUARDRAIL

3
'-
0

"

TYP.

1'-0"

6
 R

IS
E

R
S

 @
 6

" 
E

A
. 
=

 
3

'-
6

"

3
'-
6

"

3
'-
0

"

WOOD LANDING, 
REFER TO 
STRUCTURAL

2x10 JOISTS @ 12" o.c., 
REFER TO STRUCTURAL

WOOD POSTS, REFER TO 
STRUCTURAL

2

A307

CONCRETE SIDEWALK 
ON GRAVEL BASE, REFER 
TO STRUCTURAL

PAINTED (P-6) GALVANIZED 
STEEL HANDRAIL AND 
SUPPORTS

PAINTED (P-6) 
GALVANIZED 
STEEL GUARDRAIL

107B

DN

5

A502

T
Y

P
.

1
'-
0

"

4'-3"

5
 T

R
E

A
D

S
 @

 1
1

" 
E

A
. 
=

 4
'-
7

"
5

'-
1
0

"

WOOD STAIR AND LANDING, 
REFER TO STRUCTURAL

6" 'K' SERIES PREFINISHED 
WHITE METAL DOWNSPOUT. 
HOLD BACK WOOD LANDING.

5
"

7"
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DN

ROOM 200 F.F.
10' - 5 7/8"

ROOM 105 F.F.
-0' - 7 5/8"

EXISTING FOOTING, 
NOT VERIFIED

EXISTING FOUNDATION 
WALL

KITCHEN HOOD, REFER 
TO FOOD SERVICE AND 
MECHANICAL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING 
WITH INTEGRAL BASE

EXISTING FLOOR 
JOIST

3 1/2" SOUND ATTENUATION BLANKETS

EXISTING 3 1/2" WOOD STUDS 

7/16" EXTERIOR 
GRADE SHEATHING

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

CONTINUOUS 
WEATHERPROOF BARRIER

MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE 
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE.
INSULATION THICKNESS TO MATCH EXISTING. PATCH SHEATHING AS 
REQUIRED.  ROOFING MEMBRANE INSTALLED  PER MANUFACTURER'S 
RECOMMENDATIONS. ROOF TO HAVE MINIMUM 20 YEAR WARRANTY. 

BASEMENT

001A

KITCHEN

106

A501

2

(2) LAYERS OF 5/8" MOLD-AND MOISTURE 
RESISTANT TYPE 'X' GYP. BD. FROM FINISHED 
FLOOR TO 4'-0" A.F.F. 

CONT. ACOUSTICAL 
SEALANT ABOVE OUTER 
LAYER OF GYP BD EA. SIDE

CONT. SEALANT 

(2) LAYERS OF 5/8" TYPE 'X' GYP. BD. FROM 
4'-0" A.F.F. TO UNDERSIDE OF STRUCTURE 
ABOVE

4
' 
- 

0
"

STAINLESS STEEL PANELING AT KITCHEN HOOD, 
REFER TO FOOD SERVICE DOCUMENTS

EXISTING STRUCTURE

T.O.  SLAB
-11' - 2 5/8"

BATT INSULATION, MIN. R-20

1

A300

3

A308

FD

RETAINING WALL, 
REFER TO CIVIL

PAINTED (P-6) GALVANIZED 
STEEL HANDRAIL AND 
SUPPORTS

PAINTED (P-6) 
GALVANIZED 
STEEL 
GUARDRAIL

REINFORCED CONCRETE 
FOUNDATION WALL, 
REFER TO STRUCTURAL

1
1
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6
 3

/4
"

T
Y

P
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1
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E
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S
 @

 1
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" 
E

A
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=

  
5

'-
6

"
5

'-
1
1

"

4'-1"

CONCRETE LANDING AND 
FLOOR DRAIN, REFER TO 
CIVIL

CONCRETE STAIRS, 
REFER TO CIVIL

7

A502

1

A300

1

A303

T.O.  SLAB
-11' - 2 5/8"

GRAVEL INFILL BELOW 
CONCRETE STAIRS, 
REFER TO CIVIL

7
 R

IS
E

R
S

 @
 7

" 
E

A
. 
=

 4
'-
1

"

3
'-
0

"

RETAINING WALL, 
REFER TO CIVIL

PAINTED (P-6) GALVANIZED 
STEEL HANDRAIL AND 
SUPPORTS

PAINTED (P-6) 
GALVANIZED STEEL 
GUARDRAIL

CONCRETE LANDING, 
REFER TO CIVIL

CONCRETE SIDEWALK AND 
STAIRS, REFER TO CIVIL

1 1/2" PAINTED (P-6) GALVANIZED 
STEEL POST, CORE DRILL HOLE AND 
FILL WITH ELASTOMERIC SEALANT, 
SLOPED AWAY FROM POST. TYP.

2
"

4
'-
3

"
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ROOM 105 F.F.
-0' - 7 5/8"

1

A301

2

A303
1

A302

2

A305

1

A304

1

A308

124

107B

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

ASPHALT SHINGLE ROOF

ROOF FRAMING, REFER 
TO STRUCTURAL

EXISTING BUILDING, 
NO WORK THIS AREA

NEW PREFINISHED METAL GUTTER 
AND DOWNSPOUTS

ASPHALT DRIVE, REFER TO CIVIL

NEW KITCHEN 
EXHAUST VENT

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

PERFORATED FOUNDATION DRAIN, SLOPE TO 
DAYLIGHT, WRAP IN GRAVEL AND FILTER FABRIC

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE, BEYOND

MODIFIED BITUMEN APP 
OVER HIGH DENSITY 
POLYISOCYANURATE 
INSULATION ON 19/32 
OSB SHEATHING

SLAB ON GRADE OVER VAPOR 
BARRIER, REFER TO STRUCTURAL

GRAVEL BASE, REFER TO STRUCTURAL

HOSE BIB, REFER TO PLUMBING

FIBER CEMENT VENTED SMOOTH 
SOFFIT, PRIMED AND PAINTED

KITCHEN ADDITION, BEYOND

NEW PREFINISHED METAL 
GUTTER AND DOWNSPOUTS

EXISTING BRICK PAVING, NO WORK

MODIFY PORTION OF EXISTING 
DOWNSPOUT

EXISTING CONCRETE GUTTER, NO WORK

FIBER CEMENT LAP 
SIDING, PRIMED AND 
PAINTED (P-1)

EXTERIOR WALL PACK LIGHT 
FIXTURE, REFER TO 
ELECTRICAL

119A 116A 117A 118A

3/4" FIBER CEMENT BOARD 
COLUMN WRAP AND BASE TRIM, 
PRIMED AND PAINTED

WOOD POST, REFER 
TO STRUCTURAL

REINFORCED CONCRETE SLAB ON 
GRADE, REFER TO STRUCTURAL

GRADE, REFER TO CIVIL

PREFINISHED METAL 
DOWNSPOUT4 TREADS @ 11" EA =  3'-8"

1'-0"1'-0"

CONCRETE STAIR ON GRAVEL BASE, 
REFER TO STRUCTURAL AND CIVIL

BLACK PAINTED GALVANIZED 
STEEL HANDRAILS, 
GUARDRAILS, AND SUPPORTS.

CONCRETE SIDEWALK, 
REFER TO CIVIL
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ROOM 105 F.F.
-0' - 7 5/8"

5 1/2" WOOD STUDS AT 16" O.C. 
WITH 5 1/2" TOP AND BOTTOM 
PLATE

5/8" GYP BD, PRIMED AND 
PAINTED, TYPICAL 

BATT INSULATION, MIN. R-20

CONT. ACOUSTICAL 
SEALANT ABOVE OUTER 
LAYER OF GYP BD EA. SIDE

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

5/8' GYP BD, PRIMED AND 
PAINTED

REINFORCED CONCRETE 
FOUNDATION WALL, REFER 
TO STRUCTURAL

GRADE VARIES, 
REFER TO CIVIL

SEAMLESS EPOXY FLOORING

19/32" OSB SHEATHING

REINFORCED CONCRETE SLAB ON GRADE 
OVER HEAVY-DUTY VAPOR BARRIER, 
REFER TO STRUCTURAL

4" AB3 AND COMPACTED SOIL, REFER TO 
STRUCTURAL

ROOF FRAMING, REFER 
TO STRUCTURAL

FIBER CEMENT VENTED SMOOTH SOFFIT, PRIMED 
AND PAINTED.

FIBER CEMENT FASCIA BOARD, PRIMED AND 
PAINTED.

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION 

BATT INSULATION, MIN. R-20

ROOM 105 F.F.
-0' - 7 5/8"

1

A310

3

A305

6

A510

WOOD STAIR 
LANDING

19/32" OSB SHEATHING

ROOF FRAMING, REFER TO STRUCTURAL

BATT INSULATION, 
MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

5/8' GYP BD, PRIMED 
AND PAINTED

BATT INSULATION, MIN. R-20

5 1/2" WOOD 
STUDS AT 16" O.C.

WOOD POST AND BEAM, WRAPPED IN FIBER 
CEMENT BOARD. REFER TO STRUCTURAL

REINFORCED CONCRETE SLAB ON 
GRADE OVER HEAVY-DUTY VAPOR 
BARRIER, REFER TO STRUCTURAL

EXISTING FOOTING, 
NOT VERIFIED

EXISTING FOUNDATION WALL

PAINTED (P-6) 
GALVANIZED STEEL 
HANDRAIL AND 
SUPPORTS

7/16" EXTERIOR GRADE 
SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

2 1/2" 25 GA. C-H 
STUDS @ 24" o.c.

1" GYPSUM LINER 
PANELS

(2) LAYERS OF 5/8" TYPE 
'C' GYP BD

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION ON EXISTING 
SHEATHING AND EXISTING STRUCTURE

4" AB3 AND COMPACTED SOIL, 
REFER TO STRUCTURAL

5/8' GYP BD, PRIMED AND PAINTED

3 1/2" WOOD 
STUDS AT 16" O.C.

5/8" GYP BD ONE 
SIDE, PRIMED AND 
PAINTED, TYPICAL

BATT INSULATION, MIN. R-20

ROOF FRAMING, REFER TO 
STRUCTURAL

6" 'K' SERIES PREFINISHED WHITE METAL 
ROOF GUTTER AND DOWNSPOUTS

KITCHEN EXHAUST VENT, REFER TO 
MECHANICAL AND FOOD SERVICE DRAWINGS

INFILL EXISTING WALL OPENING TO 
MATCH ADJACENT WALLS

SOUND BATT INSULATION

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

7/16" EXTERIOR GRADE 
SHEATHING

SEAMLESS EPOXY 
FLOORING WITH 
INTEGRAL BASE

REINFORCED CONCRETE 
FOUNDATION WALL, REFER 
TO STRUCTURAL

EXISTING RETAINING 
WALL, BEYOND. RE-LAY 
END AS REQUIRED

GRADE, RE: CIVIL

PERFORATED FOUNDATION DRAIN, 
SLOPE TO DAYLIGHT, WRAP IN 
GRAVEL AND FILTER FABRIC

FIBER CEMENT BEADED PORCH PANEL, PRIMED AND 
PAINTED

FIBER CEMENT VENTED SMOOTH SOFFIT, 
PRIMED AND PAINTED.

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION

A510

1

19/32" OSB SHEATHING

ROOF FRAMING, REFER TO STRUCTURAL

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION

A510

5
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D
W

A400 2

1

A400 4

7

6

5

KITCHEN

MANAGER /

LAUNDRY

108

EMPLOYEE

RESTROOM

109

SEMI-RECESSED PAPER TOWEL 
DISPENSER AND WASTE BASKET

FLOOR DRAIN

WASHER AND DRYER, 
PROVIDED BY OWNER

36" STAINLESS STEEL 
GRAB BAR

42" & 18" STAINLESS 
STEEL GRAB BAR 

FLOOR MOUNTED TOILET, REFER TO 
PLUMBING DRAWINGS 

WALL MOUNTED TOILET 
PAPER HOLDER 

WALL MOUNTED SANITARY 
NAPKIN DISPOSAL UNIT 

WALL MOUNTED LAVATORY, REFER 
TO PLUMBING DRAWINGS

24" W. X 36" H. WALL 
MOUNTED MIRROR

WALL MOUNTED 
SOAP DISPENSER WOOD TRIMMED 

DOOR OPENING, 
PRIMED AND 
PAINTED (P-3)

LAMINATED COUNTER 
AND BACKSPLASH

LAMINATED SHELF, 
ABOVE

NEW ALUMINUM CLAD 
DOUBLE-HUNG WINDOW

1
'-
6

"

109A

151 150

CHASE, REFER TO 
MECHANICAL

1'-6"

108A

H

H

A

K

H

K

A

E

E

E

FD

4'-1 1/2" 3'-0" 6" 2'-9 1/2" 6'-5 1/2"

7
'-
1
0

"

6
'-
1

1
 3

/4
" 

(+
/-

)

FD

E

PRIMED AND PAINTED MOLD-
AND-MOISTURE RESISTANT 
GYPSUM, TYPICAL (P-11)

SEAMLESS EPOXY FLOORING INTEGRAL 
BASE

3
' 
- 

9
"

SEAMLESS EPOXY FLOORING INTEGRAL 
BASE

36" STAINLESS STEEL 
GRAB BAR, 

42" & 18" STAINLESS 
STEEL GRAB BAR, 

FLOOR MOUNTED TOILET, 
REFER TO PLUMBING 
DRAWINGS 

WALL MOUNTED TOILET 
PAPER HOLDER 

WALL MOUNTED SANITARY 
NAPKIN DISPOSAL UNIT 

151

PRIMED AND PAINTED MOLD-AND-MOISTURE 
RESISTANT GYPSUM, TYPICAL (P-11)

DOUBLE-HUNG ALUMINUM 
CLAD WINDOW

4" FLAT WOOD WINDOW TRIM, 
PRIMED AND PAINTED (P-3)

36" STAINLESS 
STEEL GRAB BAR, 

FLOOR MOUNTED TOILET, 
REFER TO PLUMBING 

DRAWINGS 

PRIMED AND PAINTED MOLD-
AND-MOISTURE RESISTANT 

GYPSUM, TYPICAL (P-11)

SEAMLESS EPOXY FLOORING 
INTEGRAL BASE

SEMI-RECESSED PAPER 
TOWEL DISPENSER AND 

WASTE BASKET

PRIMED AND PAINTED MOLD-
AND-MOISTURE RESISTANT 

GYPSUM, TYPICAL (P-11)

4" FLAT WOOD DOOR TRIM, 
PRIMED AND PAINTED (P-3)

3
'-
3

"

2
'-
1
0

"

109A

SEMI-RECESSED PAPER 
TOWEL DISPENSER AND 

WASTE BASKET

WALL MOUNTED 
LAVATORY, REFER TO 
PLUMBING DRAWINGS

24" W. X 36" H. WALL 
MOUNTED MIRROR

WALL MOUNTED SOAP 
DISPENSER

SEAMLESS EPOXY 
FLOORING INTEGRAL BASE

8
'-
0
 5

/8
"

WOOD DOOR, PRIMED 
AND PAINTED  (P-2)

PRIMED AND PAINTED 
GYPSUM, TYPICAL (P-4)

LAMINATED 
COUNTER AND 
BACKSPLASH

SEAMLESS EPOXY 
FLOORING INTEGRAL BASE

LAMINATED 
SHELVING 

FRONT MOUNT METAL 
BRACKET, TYP.

3
'-
0

"
2

'-
1

"
1

'-
3

"

4
"

DOUBLE-HUNG ALUMINUM 
CLAD WINDOW

SOFFIT, REFER TO 
MECHANICAL

3
'-
9

"

150

4" FLAT WOOD WINDOW 
TRIM, PRIMED AND 
PAINTED (P-3)

PRIMED AND PAINTED 
GYPSUM, TYPICAL (P-4)

LAMINATED 
COUNTER AND 
BACKSPLASH

SEAMLESS EPOXY 
FLOORING INTEGRAL BASE

LAMINATED 
SHELVING 

FRONT MOUNT METAL 
BRACKET, TYP.

12" 42"

40"

1
6
"

3
6
"4
1
"

1
8
"

CL

18"

24" 12"

36"

CL

REAR WALL AT WATER CLOSET SIDE WALL AT WATER CLOSET

8"

3" 8" 9
"

2
7
" 3

4
"

LAVATORY CLEARANCES

3
6
"

3
0
"

6
6
"

4
2
" 4
8
"

A
L
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 O
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A
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A

R
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S
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O
B

E
 L

O
C

A
T

E
D

 B
E

L
O

W
 4

8
"

5
4
"

SANITARY NAPKIN 
DISPOSAL UNIT 

PAPER TOWEL DISPENSER SHELF BABY CHANGING STATION FIRE EXTINGUISHER AND 
CABINET

TOILET TISSUE 
HOLDER

GRAB BAR

GRAB BAR

4
'-
0

"

6
" 

M
IN

CL

C L

6"

ALARM

C L

THERMOSTAT

CL

CORNER OF WALL

DOOR FRAME

SWITCH

6"

LINE OF CEILING 

8
'-
0

"

6" 6"

CLCL

4
'-
0

"

±
  

3
'-
6

"

TYPICAL ELECTRICAL DEVICE LOCATIONS

ALL DEVICES SHALL BE LOCATED AT A CORNER OR 
DOOR JAMB AS SHOWN. NOTIFY ARCHITECT OF 
ANY CONFLICTS.

ALL WALL MOUNTED DEVICE LOCATIONS SHALL BE 
COORDINATED BY THE CONTRACTOR WITH ALL 
OTHER SUB-CONTRACTORS SO THAT THEY ARE 
INSTALLED IN AN ORDERLY MANNER (I.E. LIGHT 
SWITCHES, RECEPTACLE, FIRE ALARM DEVICES, 
COMMUNICATION DEVICES, THERMOSTATS, ETC.)  
THE INTENT IS TO HAVE THE DEVICES THAT ARE 
AT DIFFERENT HEIGHTS ABOVE FINISHED FLOOR 
AND WITHIN 60" OF ONE ANOTHER HORIZONTALLY, 
BE INSTALLED TO ALIGN VERTICALLY (IE. 
RECEPTACLES AND LIGHT SWITCHES OR 
THERMOSTATS AND FIRE ALARM VISUAL DEVICES) 
AND THE DEVICES AT THE SAME HEIGHTS ABOVE 
THE FINISHED FLOOR BE INSTALLED SIDE-BY-SIDE 
(IE. RECEPTACLES AND COMMUNICATION DEVICES 
OR LIGHT SWITCHES AND THERMOSTATS).  AFTER 
METAL STUD FRAMING, THE CONTRACTOR SHALL 
COORDINATE AND PHYSICALLY MARK THE 
LOCATION OF ALL DEVICES WITH SUB-
CONTRACTORS.  

C L
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6

"
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ENLARGED PLANS
AND INTERIOR
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3

EMPLOYEE RESTROOM AND KITCH. MANAGER ENLARGED PLAN

1/2" = 1'-0"
4

EMPLOYEE RESTROOM - NORTH
1/2" = 1'-0"

5
EMPLOYEE RESTROOM - EAST

1/2" = 1'-0"
6

EMPLOYEE RESTROOM - SOUTH
1/2" = 1'-0"

7
EMPLOYEE RESTROOM - WEST

1/2" = 1'-0"
1

KITCHEN MANAGER 108 EAST
1/2" = 1'-0"

2
KITCHEN MANAGER 108 NORTH

MOUNTING HEIGHTS
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A401

3

5

64

RESTROOM

114 4

A502

114A

124

SEMI-RECESSED WASTE 
BASKET

FLOOR MOUNTED TOILET, 
REFER TO PLUMBING 

DRAWINGS

36" STAINLESS STEEL GRAB BAR

42" & 18" STAINLESS 
STEEL GRAB BAR

WALL MOUNTED TOILET 
PAPER HOLDER

WALL MOUNTED SANITARY 
NAPKIN DISPOSAL UNIT

WALL MOUNTED SOAP 
DISPENSER

WALL MOUNTED LAVATORY, REFER 
TO PLUMBING DRAWINGS

WALL MOUNTED MIRROR

WALL MOUNTED PAPER 
TOWEL DISPENSER

PORCELAIN TILE FLOOR

EXISTING WINDOW TO REMAIN

6
"

3
'-
0

"

A500

2

A500

4

1
'-
6

"

MIN.

4'-1 3/8"

5'-0"

FD

G

L

H

H

B

F.E.C.

SEMI-RECESSED WASTE 
BASKET

PORCELAIN TILE BASE

PORCELAIN TILE FLOOR

PRIMED AND PAINTED MOLD-
AND-MOISTURE RESISTANT 
GYPSUM, TYPICAL (P-11)

WOOD TRIM, PRIMED 
AND PAINTED (P-3)

WOOD DOOR, PRIMED 
AND PAINTED  (P-2)

114A36" STAINLESS STEEL 
GRAB BAR

42" & 18" STAINLESS 
STEEL GRAB BAR

FLOOR MOUNTED 
TOILET, REFER TO 
PLUMBING DRAWINGS 

WALL MOUNTED TOILET 
PAPER HOLDER 

PORCELAIN TILE BASE

PORCELAIN TILE 
FLOOR

PRIMED AND PAINTED 
MOLD-AND-MOISTURE 
RESISTANT GYPSUM, 
TYPICAL (P-11)

WALL MOUNTED 
LAVATORY, REFER TO 
PLUMBING DRAWINGS

WALL MOUNTED 
MIRROR

WALL MOUNTED SOAP 
DISPENSER

PORCELAIN TILE BASE

PORCELAIN TILE FLOOR

PRIMED AND PAINTED 
MOLD-AND-MOISTURE 
RESISTANT GYPSUM, 

TYPICAL (P-11)

36" STAINLESS STEEL 
GRAB BAR, 

42" & 18" STAINLESS 
STEEL GRAB BAR, 

FLOOR MOUNTED 
TOILET, REFER TO 

PLUMBING DRAWINGS 

WALL MOUNTED TOILET 
PAPER HOLDER 

WALL MOUNTED SANITARY 
NAPKIN DISPOSAL UNIT 

1
'-
0

"

WALL MOUNTED PAPER 
TOWEL DISPENSER

WALL MOUNTED 
LAVATORY, REFER TO 
PLUMBING DRAWINGS

WALL MOUNTED MIRROR

WALL MOUNTED SOAP 
DISPENSER

PORCELAIN TILE BASE

PORCELAIN TILE FLOOR

EXISTING WINDOW TO REMAIN

PRIMED AND PAINTED MOLD-
AND-MOISTURE RESISTANT 

GYPSUM, TYPICAL (P-11)

WALL MOUNTED PAPER 
TOWEL DISPENSER

124

2
'-
1
0

"

PREP, PRIME, AND PAINT EXISTING 
WOOD WINDOW TRIM (P-3)
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2

RESTROOM 114 ENLARGED PLAN

1/2" = 1'-0"
6

RESTROOM 114 NORTH
1/2" = 1'-0"

5
RESTROOM 114 EAST

1/2" = 1'-0"
4

RESTROOM 114 SOUTH
1/2" = 1'-0"

3
RESTROOM 114 WEST
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103A

103B

EXISTING DOOR OPENING 
TO BE ENLARGED 10"

EXISTING DOOR LINE

10"

EXISTING WOOD CHAIR RAIL. 
PREP, PRIME, AND PAINT (P-8)

EXISTING WOOD BASE BOARD, 
PREP, PRIME, AND PAINT (P-8)

PREP, PRIME, AND PAINT EXISTING 
DOOR TRIM TO MATCH EXISTING 
COLOR (P-8)

PREP, PRIME, AND PAINT WALL TO 
MATCH EXISTING COLOR (P-7)

WALL-MOUNTED EXIT SIGN, REFER TO 
ELECTRICAL. PATCH AND REPAIR 
SURROUNDING PLASTER AS REQUIRED

EXISTING DOOR TO BE RESTORED. 
HARDWARE TO BE REPLACED AND PANIC 
BAR SHALL BE ADDED.

PREP, PRIME, AND PAINT EXISTING 
DOOR AND DOOR FRAME TO MATCH 
EXISTING COLOR (P-8)

EXISTING WOOD BASE, 
PREP, PRIME, AND PAINT 
(P-10)

PRIMED AND PAINTED GYPSUM, 
TO MATCH ADJACENT WALL, 
TYPICAL (P-9)+/- 3'-4" +/- 3'-4"

EXISTING DOOR AND ASSOCIATED TRIM 
TO BE REMOVED, DOOR OPENING TO 
BE INFILLED. NEW WALL INFILL TO 
ALIGN WITH ADJACENT WALL. (P-9)

INSTALL NEW CHAIR RAIL. PROFILE 
TO MATCH EXISTING CHAIR RAIL. 
PRIME AND PAINT (P-10)

INSTALL NEW WOOD BASE. PROFILE 
TO MATCH EXISTING WOOD BASE.  
PRIME, AND PAINT (P-10)

EXISTING CHAIR RAIL, 
PREP, PRIME, AND PAINT 
(P-10)

NEW WOOD DOOR AND 
TRIM INSTALLED IN 

EXISTING WALL. PRIME 
AND PAINT (P-10)

105B

REINSTALL SALVAGED GRILL, REFER TO MECHANICAL
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INTERIOR
ELEVATIONS
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1

HUSTON GALLERY SOUTH

1/2" = 1'-0"
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BINGHAM ROOM WEST
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A410

5

3

FLOOR MOUNTED TOILET, REFER 
TO PLUMBING DRAWINGS

36" STAINLESS STEEL GRAB BAR

42" & 18" STAINLESS 
STEEL GRAB BAR

WALL MOUNTED TOILET 
PAPER HOLDER

WALL MOUNTED SANITARY 
NAPKIN DISPOSAL UNIT

NOTE: IN ONE OF THE EXTERIOR 
RESTROOMS, INSTALL A WALL 

MOUNTED BABY CHANGING 
STATION ON WESTERN WALL

WALL MOUNTED LAVATORY, REFER 
TO PLUMBING DRAWINGS

WALL MOUNTED SOAP DISPENSER

SEMI-RECESSED PAPER TOWEL 
DISPENSER AND WASTE BASKET

WALL MOUNTED MIRROR

SEAMLESS EPOXY FLOORING 

FAMILY

RESTROOM

118

JANITOR

119

K

A

A

L

K

116A 119A

FDFD

JANITOR'S SINK, REFER TO PLUMBING 
DRAWINGS. PROVIDE 4'-0" HIGH FRP 
PANELS AT ADJACENT WALLS

UTILITY SHELFF
R

P
 E

X
T

E
N

T
S

2
'-
0
 7

/8
"

FRP EXTENTS

2'-0"

SINGLE SHEET PLASTIC 
WALL COVERING

SEAMLESS EPOXY 
FLOORING INTEGRAL BASE

WALL MOUNTED 
LAVATORY, REFER TO 
PLUMBING DRAWINGS

WALL MOUNTED 
MIRROR

SEMI-RECESSED PAPER 
TOWEL DISPENSER AND 
WASTE BASKET

WALL MOUNTED SOAP 
DISPENSER

FRP ON MOLD-AND-
MOISTURE RESISTANT 
GYPSUM BOARD

FRP ON MOLD-AND-
MOISTURE RESISTANT 
GYPSUM BOARD

SEAMLESS EPOXY 
FLOORING INTEGRAL 
BASE

WALL MOUNTED 
LAVATORY, REFER TO 
PLUMBING DRAWINGS

WALL MOUNTED 
MIRROR

36" STAINLESS STEEL 
GRAB BAR, 

42" & 18" STAINLESS 
STEEL GRAB BAR, 

FLOOR MOUNTED TOILET, 
REFER TO PLUMBING 
DRAWINGS 

WALL MOUNTED TOILET 
PAPER HOLDER 

SEMI-RECESSED PAPER 
TOWEL DISPENSER AND 

WASTE BASKET

WALL MOUNTED SOAP 
DISPENSER

FAMILY

RESTROOM

118

2
'-
1
0

"

3
'-
3

"

FRP ON MOLD-AND-
MOISTURE RESISTANT 
GYPSUM BOARD

SEAMLESS EPOXY 
FLOORING 
INTEGRAL BASE

36" STAINLESS STEEL 
GRAB BAR, 

42" & 18" STAINLESS 
STEEL GRAB BAR, 

FLOOR MOUNTED 
TOILET, REFER TO 

PLUMBING DRAWINGS 

WALL MOUNTED TOILET 
PAPER HOLDER 

WALL MOUNTED 
SANITARY NAPKIN 
DISPOSAL UNIT 

FRP ON MOLD-AND-
MOISTURE RESISTANT 
GYPSUM BOARD

SEAMLESS 
EPOXY 
FLOORING 
INTEGRAL 
BASE

HOLLOW METAL DOOR 
AND FRAME, PRIMED 
AND PAINTED (P-2)

116A
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ELVATIONS
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1

TYPICAL EXTERIOR RESTROOM ENLARGED PLAN

1/2" = 1'-0"
2

RESTROOM 118 NORTH
1/2" = 1'-0"

3
RESTROOM 118 EAST

1/2" = 1'-0"
4

RESTROOM 118 SOUTH
1/2" = 1'-0"

5
RESTROOM 118 WEST
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5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

FIBER CEMENT LAP SIDING, PRIMED 
AND PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER, 
INSTALL PER MANUFACTURER'S 

RECOMMENDATIONS, TYPICAL

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

5/8" GYPSUM BOARD, PRIMED 
AND PAINTED, TYPICAL

5/8" GYPSUM BOARD, COVERED IN 
FIBERGLASS REINFORCED PLASTIC (FRP) 

PANELS. MOLD/MOISTURE-RESISTANT 
GYPSUM INSTALLED FROM FINISH  FLOOR 

UP TO 4'-0" ABOVE FINISH FLOOR. 

INSULATION WITH A MINIMUM R-
VALUE OF R-20

7/16" EXTERIOR GRADE SHEATHING

INSULATION WITH A MINIMUM R-
VALUE OF R-20

5/8" GYPSUM BOARD, PRIMED 
AND PAINTED, TYPICAL

EXISTING WOOD FRAMING

EXISTING WOOD FRAMING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER, 
INSTALL PER MANUFACTURER'S 
RECOMMENDATIONS, TYPICAL

INSULATION WITH A MINIMUM R-
VALUE OF R-20

7/16" EXTERIOR GRADE SHEATHING

5/8" GYPSUM BOARD, PRIMED 
AND PAINTED, TYPICAL

1" AIR GAP

7/16" EXTERIOR GRADE SHEATHING

1" SHEETROCK GYPSUM LINER PANELS

2-1/2" USG C-H STUDS 25 GAUGE 24" O.C.

(2) LAYERS 5/8" TYPE 'C' GYPSUM BOARD, 
FACE LAYER JOINTS FINISHED. OUTSIDE 
FACE, PRIME AND PAINTED

5/8" GYPSUM BOARD, PRIMED 
AND PAINTED, TYPICAL

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER, 
INSTALL PER MANUFACTURER'S 

RECOMMENDATIONS, TYPICAL

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT CORNER BOARD, 
PRIMED AND PAINTED

PROVIDE INSULATION AT EDGE OF FIRE WALL TO 
PROVIDE CONTINUOUS INSULATION AT 

EXTERIOR WALL. INSULATION SHOULD BE BASED 
ON TEST NUMBER UL DES U415, SYSTEM B (WHI 

GP/WA 180-01, GA WP 74222).  

INSULATION WITH A MINIMUM 
R-VALUE OF R-20

INSULATED STEEL DOOR IN 
WOOD FRAME

1" AIR GAP

1" SHEETROCK GYPSUM LINER PANELS2-1/2" USG C-H STUDS 25 GAUGE 24" O.C.

(2) LAYERS 5/8" TYPE 'C' GYPSUM BOARD, 
FACE LAYER JOINTS FINISHED. OUTSIDE 

FACE, PRIME AND PAINTED

2 HR. FIRE RATED DOOR

FRP ON 5/8" GYPSUM BOARD, 
PRIMED AND PAINTED, TYPICAL

EXISTING STUD WALL

(1) LAYER 5/8" TYPE 'C' GYPSUM  
BOARD, JOINTS FINISHED. OUTSIDE 

FACE, PRIME AND PAINTED

2-1/2" USG C-H STUDS 25 
GAUGE 24" O.C.

1" SHEETROCK GYPSUM 
LINER PANELS

(1) LAYER 5/8" TYPE 'C' GYPSUM  BOARD, 
JOINTS FINISHED. OUTSIDE FACE, PRIME 
AND PAINTED

2-1/2" USG C-H STUDS 25 GAUGE 24" O.C.

1" SHEETROCK GYPSUM LINER PANELS

STAINLESS STEEL 
CORNER GUARD

STAINLESS STEEL 
CORNER GUARD

DUCT CHASE ACCESS DOOR, 1-HR 
RATED. COORDINATE WITH 

MECHANICAL.

5/8" GYPSUM BOARD, PRIMED AND 
PAINTED, TYPICAL

36" STAINLESS STEEL GRAB BAR. 
PROVIDE REQUIRED BLOCKING TO  
ALLOW FOR SECURE INSTALLING OF 
GRAB BAR, TYPICAL

42" STAINLESS STEEL GRAB BAR. 
PROVIDE REQUIRED BLOCKING TO  
ALLOW FOR SECURE INSTALLING OF 
GRAB BAR, TYPICAL

3.5" SOUND ATTENUATION INSULATION AT 
BATHROOM WALLS, TYPICAL

PRE-DRILLED HOLLOW METAL FRAME BY 
TRAFFIC DOOR MANUFACTURER

(2) LAYERS OF 5/8" X RATED 
GYPSUM BOARD, PRIMED 

AND PAINTED, TYPICAL

DOUBLE ACTION TRAFFIC DOOR

5/8" GYP BD, PRIMED AND PAINTED, TYPICAL. 

INFILL WOOD FRAMING TO ALIGN 
WITH EXISTING

INSULATION WITH A MINIMUM R-
VALUE OF R-20

CONTINUOUS WEATHERPROOF BARRIER, 
INSTALL PER MANUFACTURER'S 
RECOMMENDATIONS, TYPICAL

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1) 

5/8" GYP BD, PRIMED AND 
PAINTED, TYPICAL. 

PROVIDE BLOCKING AS 
REQUIRED 

NEW PAINTED, PANELED WOOD DOOR 
WITH PAINTED WOOD TRIM. REFER TO 
DOOR SCHEDULE

PORCELAIN TILE FLOOR

WOOD FLOORING

3 1/2" SOUND ATTENUATION INSULATION AT 
BATHROOM WALLS, TYPICAL

ADA-COMPLIANT CUSTOM 
GRANITE THRESHOLD

7/16" EXTERIOR GRADE SHEATHING

EXISTING WALL WITH 
PLASTER FINISH 

1
0
"

EXISTING DOOR OPENING

ENLARGED DOOR OPENING

EXISTING WOOD TRANSITION 
TO BE REPLACED WITH A NEW 
WOOD TRANSITION

EXISTING WOOD TRIM TO BE REINSTALLED 
AFTER DOOR OPENING IS ENLARGED. 

EXISTING WALL WITH 
GYPSUM BOARD FINISH 

ROOM 105 F.F.
-0' - 7 5/8"

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, 
PRIMED AND PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

5/8' GYP BD, PRIMED AND PAINTED

FLOOR JOIST AND 
BLOCKING, REFER TO 
STRUCTURAL

REINFORCED CONCRETE FOUNDATION 
WALL, REFER TO STRUCTURAL

3/4" GYPCRETE TOPPING ON 
23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING 
WITH INTEGRAL BASE

CONTINUOUS RIGID INSULATION, 
MIN. R-10

FIBER CEMENT SMOOTH TRIM 
BOARD, PRIMED AND PAINTED

'Z' FLASHING

1/4" GAP, DO NOT CAULK

STARTER STRIP

TERMITE SHIELD 

ROOM 105 F.F.
-0' - 7 5/8"

FLOOR JOIST, REFER TO STRUCTURAL

FRP ON 5/8" MOLD-AND-MOISTURE RESISTANT GYP BD, 
FROM FINISHED FLOOR TO 4'-0" A.F.F.

3/4" GYPCRETE TOPPING ON 23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING WITH INTEGRAL BASE

EXISTING WALL

EXISTING 3 1/2" WOOD STUDS 

7/16" EXTERIOR GRADE SHEATHING

3 1/2" SOUND ATTENUATION BLANKETS

3/4" GYPCRETE TOPPING ON 23/32 
T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING WITH 
INTEGRAL BASE

2 1/2" 25 GA. C-H STUDS @ 24" o.c.

1" GYPSUM LINER PANELS

(2) LAYERS OF 5/8" TYPE 'C' GYP BD

1" AIR GAP
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6
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1

PLAN DETAIL AT EAST SIDE OF FIRE DOOR
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2
PLAN DETAIL SOUTHEAST CORNER ROOM 114

1 1/2" = 1'-0"
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PLAN DETAIL SOUTH SIDE DOOR 114A
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CASING BEAD AND SEALANT

5/8' GYP BD, PRIMED AND 
PAINTED

19/32" OSB SHEATHING

ROOF TRUSS AND TRUSS 
BLOCKING, REFER TO 
STRUCTURAL

ASPHALT SHINGLE ROOF INSTALLED OVER 
MANUFACTURER APPROVED UNDERLAYMENT. INSTALL 
SELF-ADHERING WATER AND ICE BARRIER TO WITHIN 36 
INCHES INSIDE OF INTERIOR FACE OF EXTERIOR WALLS.

FIBER CEMENT VENTED SMOOTH SOFFIT, 
PRIMED AND PAINTED.

METAL DRIP EDGE

6" 'K' SERIES PREFINISHED 
WHITE METAL ROOF GUTTER 
AND DOWNSPOUTS

METAL STRIP FLASHING

BATT INSULATION, MIN. R-20
7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

5/8' GYP BD, PRIMED AND 
PAINTED

BATT INSULATION, MIN. R-20

5 1/2" WOOD STUDS AT 16" 
O.C. WITH 5 1/2" TOP AND 
BOTTOM PLATE

FIBER CEMENT FASCIA BOARD, 
PRIMED AND PAINTED.

6" 'K' SERIES PREFINISHED WHITE METAL ROOF 
GUTTER AND DOWNSPOUTS

MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE 
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE.
INSULATION THICKNESS TO MATCH EXISTING. PATCH SHEATHING AS 
REQUIRED.  ROOFING MEMBRANE INSTALLED  PER MANUFACTURER'S 
RECOMMENDATIONS. ROOF TO HAVE MINIMUM 20 YEAR WARRANTY. 

PROVIDE BLOCKING AS REQUIRED

METAL DRIP EDGE

SINGLE PLY FLASHING

CASING BEAD AND SEALANT

(2) LAYERS OF 5/8' GYP BD, PRIMED AND PAINTED

EXISTING ROOF FRAMING, REFER TO STRUCTURAL

FIBER CEMENT VENTED SMOOTH SOFFIT, PRIMED AND PAINTED.

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

EXISTING WOOD STUDS

FIBER CEMENT FASCIA BOARD, PRIMED AND PAINTED.

MODIFIED BITUMEN APP OVER HIGH DENSITY POLYISOCYANURATE 
INSULATION ON EXISTING SHEATHING AND EXISTING STRUCTURE.
INSULATION THICKNESS TO MATCH EXISTING. PATCH SHEATHING AS 
REQUIRED. ROOFING MEMBRANE INSTALLED  PER MANUFACTURER'S 
RECOMMENDATIONS. ROOF TO HAVE MINIMUM 20 YEAR WARRANTY. 

EXISTING 3 1/2" WOOD STUDS 

FRP ON 5/8" GYP BD

2'x4' WASHABLE ACOUSTICAL PANEL 
CEILING IN NON-CORROSIVE GRID

6" 'K' SERIES PREFINISHED WHITE 
METAL ROOF GUTTER AND 
DOWNSPOUTS

PROVIDE BLOCKING AS REQUIRED

PREFINISHED METAL DRIP EDGE

SINGLE PLY FLASHING

FIBER CEMENT VENTED SMOOTH SOFFIT, PRIMED AND 
PAINTED.

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIERFIBER CEMENT FASCIA BOARD, PRIMED AND 
PAINTED.

'Z' FLASHING AND 1/4" GAP, DO NOT CAULK

STARTER STRIP

2 1/2" 25 GA. C-H STUDS @ 24" o.c.

1" GYPSUM LINER PANELS

(2) LAYERS OF 5/8" TYPE 'C' GYP BD

MODIFIED BITUMEN APP OVER HIGH 
DENSITY POLYISOCYANURATE 
INSULATION ON 19/32 OSB SHEATHING

BATT INSULATION, MIN. R-20

BATT INSULATION, MIN. R-20

GAP
1"

CASING BEAD AND SEALANT

5/8' GYP BD, PRIMED AND 
PAINTED

19/32" OSB SHEATHING

ROOF TRUSS AND TRUSS BLOCKING, 
REFER TO STRUCTURAL

PREFINISHED METAL 
DRIP EDGE

6" 'K' SERIES PREFINISHED 
WHITE METAL ROOF GUTTER 
AND DOWNSPOUTS

PREFINISHED METAL STRIP 
FLASHING

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER
5/8' GYP BD, PRIMED AND 
PAINTED

BATT INSULATION, MIN. R-20

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION. INSULATION 
THICKNESS TO MATCH EXISTING. APP INSTALLED  PER 
MANUFACTURER'S RECOMMENDATIONS. ROOF TO 
HAVE MINIMUM 20 YEAR WARRANTY. 

FIBER CEMENT VENTED SMOOTH 
SOFFIT, PRIMED AND PAINTED.

FIBER CEMENT BEADED PORCH PANEL, 
PRIMED AND PAINTED

LOUVER, REFERENCE 
MECHANICAL

EXISTING STONE FOUNDATION WALL

EXISTING STONE FOUNDATION WALL

PROVIDE OPENINGS AS REQUIRED 
FOR REFRIGERANT PIPING, 
REFERENCE MECHANICAL

WOOD INFILL AND TRIM, PRIMED 
AND PAINTED (P-2)

PARTIALLY

ACCESSIBLE

CRAWL

SPACE

005

EXISTING BRICK PAVERS

1
'-
5

 1
/8

" 
(+

/-
)

1
'-
6

"
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4
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1 1/2" = 1'-0"
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ROOM 103 F.F.
-0' - 6 5/8"

ROOM 105 F.F.
-0' - 7 5/8"

M
A

X
.

3
/4

"

EXISTING STRUCTURE, V.I.F.

EXISTING WOOD FLOOR 
TO REMAIN

DOOR FRAME, BEYOND.

CUSTOM, ADA-COMPLIANT 
WOOD THRESHOLD

3/4" HARDWOOD FLOORING 

ONE LAYER OF 23/32 T&G 
OSB SHEATHING 

ONE LAYER OF 1/2" T&G 
OSB SHEATHING  

1
/4

"

1
"

ROOM 105 F.F.
-0' - 7 5/8"

EXISTING STRUCTURE, V.I.F.

DOOR FRAME, BEYOND.

ONE LAYER OF 23/32 T&G OSB 
SHEATHING 

3/4" GYPCRETE TOPPING

SEAMLESS EPOXY FLOORING

EXISTING WOOD FLOOR 
TO REMAIN.

SLOPE SEAMLESS EPOXY FLOORING 
TRANSITION AS REQUIRED

KITCHEN

106

BINGHAM

ROOM

105

ROOM 105 F.F.
-0' - 7 5/8"

EXISTING STRUCTURE, V.I.F.

DOOR FRAME, BEYOND.

3/4" HARDWOOD FLOORING 

ONE LAYER OF 23/32 T&G OSB SHEATHING 

ONE LAYER OF 1/2" T&G OSB SHEATHING

ONE LAYER OF 23/32 T&G 
OSB SHEATHING 

3/4" GYPCRETE TOPPING

SEAMLESS EPOXY FLOORING

SLOPE TRANSITION

1
/2

" 
M

A
X

.

ROOM 105 F.F.
-0' - 7 5/8"

1
/4

"

EXISTING STRUCTURE, V.I.F.

DOOR FRAME, BEYOND.

3/4" HARDWOOD FLOORING 

ONE LAYER OF 23/32 T&G OSB 
SHEATHING 

ONE LAYER OF 1/2" T&G OSB SHEATHING 

COMPOSITE WOOD 
DECKING

2x6 JOIST, REFER TO 
STRUCTURAL

ADA-COMPLIANT CUSTOM 
WOOD THRESHOLD

ROOM 105 F.F.
-0' - 7 5/8"

ONE LAYER OF 23/32 T&G OSB SHEATHING 

3/4" GYPCRETE TOPPING

SEAMLESS EPOXY FLOORING

WOOD STAIR LANDING ON 
2x10 JOISTS @ 12" o.c., 
REFER TO STRUCTURAL

DOOR FRAME, BEYOND

ALUMINUM EXTERIOR 
DOOR THRESHOLD

1
 1

/2
"

CONTINUOUS RIGID INSULATION, 
MIN. R-10

2x10 JOIST @ 16" o.c., 
REFER TO STRUCTURAL

ROOM 105 F.F.
-0' - 7 5/8"

M
A

X
.

1
/2

"

EXISTING STRUCTURE, V.I.F.

DOOR FRAME, BEYOND.

3/4" HARDWOOD FLOORING 

ONE LAYER OF 23/32 T&G OSB 
SHEATHING 

ONE LAYER OF 1/2" T&G 
OSB SHEATHING  

ADA-COMPLIANT CUSTOM 
GRANITE THRESHOLD

PORCELAIN TILE ON 1/2" 
GLASS-MAT TILE BACKER 
BOARD

ONE LAYER OF 23/32 T&G 
OSB SHEATHING OVER 
EXISTING STRUCTURE

T.O.  SLAB
-11' - 2 5/8"1

"

CONCRETE LANDING, 
SLOPE TO DRAIN. REFER 
TO CIVIL.

REINFORCED CONCRETE FOUNDATION 
WALL, REFER TO STRUCTURAL

HEAVY-DUTY VAPOR BARRIER OVER 
4" AB3 AND COMPACTED SOIL

REINFORCED CONCRETE 
SLAB, REFER TO STRUCTURAL

HOLLOW METAL DOOR

ALUMINUM EXTERIOR 
THRESHOLD
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3" = 1'-0"
3

DOOR 103E THRESHOLD DETAIL

3" = 1'-0"
1

DOOR 105B THRESHOLD DETAIL
3" = 1'-0"

2
DOOR 106A THRESHOLD DETAIL

3" = 1'-0"
6

DOOR 106B THRESHOLD DETAIL
3" = 1'-0"

5
DOOR 107B THRESHOLD DETAIL

3" = 1'-0"
4

DOOR 109A THRESHOLD DETAIL

3" = 1'-0"
7

DOOR 010A THRESHOLD DETAIL
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ROOM 105 F.F.
-0' - 7 5/8"

3/4" GYPCRETE TOPPING ON 23/32 T&G OSB SHEATHING

SEAMLESS EPOXY FLOORING WITH INTEGRAL BASE

EXISTING FLOOR JOIST

CONT. SEALANT 

3 1/2" SOUND ATTENUATION BLANKETS

EXISTING 3 1/2" WOOD STUDS 

7/16" EXTERIOR GRADE SHEATHING

SLAB ON GRADE OVER VAPOR 
BARRIER, REFER TO STRUCTURAL

GRAVEL BASE, REFER TO 
STRUCTURAL

(2) LAYERS OF 5/8" MOLD-AND MOISTURE RESISTANT 
TYPE 'X' GYP. BD. FROM FINISHED FLOOR TO 4'-0" A.F.F. 

CONT. SEALANT 

STAINLESS STEEL PANELING AT WALLS ADJACENT 
TO KITCHEN HOOD, REFER TO FOOD SERVICE 
DOCUMENTS

3 1/2" WOOD STUDS AT 16" O.C.

FRP PANELS ON 5/8" GYP BD ONE SIDE

SEAMLESS EPOXY FLOORING 
WITH INTEGRAL BASE

2 1/2" 25 GA. C-H STUDS @ 24" o.c.

1" GYPSUM LINER PANELS

(2) LAYERS 5/8" TYPE 'C' GYPSUM BOARD

3/4" FIBER CEMENT BOARD COLUMN 
WRAP AND BASE TRIM, PRIMED AND 
PAINTED

REINFORCED CONCRETE SLAB ON GRADE OVER 
VAPOR BARRIER, REFER TO STRUCTURAL1

/2
" 6
"

3
/4

"

STAINLESS STEEL SIMPSON POST BASE, 
REFER TO STRUCTURAL

WOOD BEAM, REFER TO 
STRUCTURAL

1" FIBER CEMENT 
BOARD BEAM WRAP, 
PRIMED AND PAINTED

WOOD POST, REFER 
TO STRUCTURAL

3/4" 3/4" 5 1/2" 3/4"
3/4"

1"
1/2"

6"

1/2"
1"

1
/2

"
1

/2
"

CASING BEAD AND SEALANT

5/8' GYP BD, PRIMED AND 
PAINTED

19/32" OSB SHEATHING

ROOF TRUSS AND TRUSS 
BLOCKING, REFER TO STRUCTURAL

FIBER CEMENT BEADED PORCH PANEL, 
PRIMED AND PAINTED

METAL DRIP EDGE

6" 'K' SERIES PREFINISHED 
WHITE METAL ROOF GUTTER 
AND DOWNSPOUTS

METAL STRIP FLASHING

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING

FIBER CEMENT LAP SIDING, PRIMED AND 
PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER

5/8' GYP BD, PRIMED AND 
PAINTED

BATT INSULATION, MIN. R-20

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

WOOD POST AND BEAM, 
REFER TO STRUCTURAL

FIBER CEMENT VENTED SMOOTH SOFFIT, 
PRIMED AND PAINTED.

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION

3/4" FIBER CEMENT BOARD COLUMN WRAP AND BASE TRIM, PRIMED AND PAINTED

WOOD POST, REFER 
TO STRUCTURAL

REINFORCED CONCRETE SLAB ON 
GRADE, REFER TO STRUCTURAL

GRADE, REFER TO CIVIL

3/4" FIBER CEMENT BOARD BASE TRIM, PRIMED AND PAINTED

3/4"
3/4" 5 1/2" 3/4"

3/4"

3
/4

"

3
/4

"
5

 1
/2

"
3

/4
"

3
/4

"

4

A510

3 1/2" WOOD STUDS 

5/8" GYP BD CEILING, PRIMED AND PAINTED

19/32" OSB SHEATHING

ROOF FRAMING, REFER TO STRUCTURAL

BATT INSULATION, MIN. R-20

BATT INSULATION, MIN. R-20

2 1/2" 25 GA. C-H STUDS @ 24" o.c.

1" GYPSUM LINER PANELS

(2) LAYERS 5/8" TYPE 'C' GYPSUM BOARD

5/8" GYP BD CEILING, PRIMED AND PAINTED

3 1/2" SOUND ATTENUATION BLANKETS

3 1/2" WOOD STUDS 

MODIFIED BITUMEN APP OVER HIGH DENSITY 
POLYISOCYANURATE INSULATION

GAP
1"GAP

1"

1" AIR GAP

7/16" EXTERIOR GRADE SHEATHING

1" SHEETROCK GYPSUM LINER PANELS

2-1/2" USG C-H STUDS 25 GAUGE 24" O.C.

(2) LAYERS 5/8" TYPE 'C' GYPSUM BOARD, 
FACE LAYER JOINTS FINISHED. OUTSIDE 
FACE, PRIME AND PAINTED

5/8" GYPSUM BOARD, COVERED IN 
FIBERGLASS REINFORCED PLASTIC (FRP) 
PANELS. MOLD/MOISTURE-RESISTANT 
GYPSUM INSTALLED FROM FINISH  FLOOR 
UP TO 4'-0" ABOVE FINISH FLOOR. 

36" STAINLESS STEEL GRAB BAR. 
PROVIDE REQUIRED BLOCKING TO  
ALLOW FOR SECURE INSTALLING OF 
GRAB BAR, TYPICAL

5/8" GYPSUM BOARD, PRIMED 
AND PAINTED, TYPICAL

INSULATION WITH A MINIMUM R-
VALUE OF R-20

PROVIDE INSULATION AT EDGE OF FIRE WALL TO 
PROVIDE CONTINUOUS INSULATION AT 

EXTERIOR WALL.   

5 1/2" WOOD STUDS AT 16" O.C. WITH 
5 1/2" TOP AND BOTTOM PLATE

FIBER CEMENT LAP SIDING, PRIMED 
AND PAINTED (P-1)

CONTINUOUS WEATHERPROOF BARRIER, 
INSTALL PER MANUFACTURER'S 

RECOMMENDATIONS, TYPICAL

BATT INSULATION, MIN. R-20

7/16" EXTERIOR GRADE SHEATHING
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DETAIL
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DETAIL
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PLAN DETAIL SOUTHEAST CORNER ROOM 116
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3' - 0"

7
' 
- 

0
"

E INTERIOR WOOD
DOOR, PAINTED (P-2)

7
' 
- 

0
"

V
.I
.F

.

7
' 
- 

0
"

TEMPERED 
GLAZING

V.I.F.

3' - 0"

INSULATED 
GLAZING

7
' 
- 

0
"

2' - 10"

7
' 
- 

0
"

3' - 0"3' - 6"

A EXISTING EXTERIOR
DOOR (P-2, P-8)
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RESTORE/MODIFY 
EXISTING WOOD WINDOW

150, 151 124

OBSCURE INSULATED 
GLAZING

EXISTING GLAZING

EXISTING WINDOW 124 - INTERIOREXISTING WINDOW 124 - EXTERIOR

V.I.F.

3'-1 1/2"

DOOR REMARKS:

1. 2-HOUR FIRE RATED DOOR AND FRAME.
2. HOLD-OPEN DOOR HARDWARE.
3. EXISTING DOOR TO BE RESTORED, HARDWARE TO BE REPLACED AND SHALL BE ADA COMPLIANT.
4. REPLACE EXISTING GLAZING WITH TEMPERED GLASS. 
5. EXTERIOR DOOR FACE AND FRAME SHALL BE PAINTED (P-2) INTERIOR DOOR FACE AND FRAME SHALL BE PAINTED (P-8) TO MATCH EXISTING. 
6. DOOR FRAME SHALL BE PREPPED, PRIMED, AND REPAINTED ANY DETERIORATED WOOD WITH DUTCHMAN REPAIR. 
7. ALTERNATE #1
8. DOOR SHALL BE UNDERCUT 1"
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DOOR SCHEDULE
AND DETAILS

DOOR SCHEDULE

OPENING
NO.

DOOR DOOR
PROFILE

FRAME

GLAZING REMARKSTYPE WIDTH HEIGHT TYPE PROFILE

010A C 3' - 0" 7' - 0" D5 2 D

103E - 0' - 0" 0' - 0" - 1 A

105B F 3' - 2" 7' - 0" D1 1 A

106A H 3' - 6" 7' - 0" D3 3 C CLEAR ACRYLIC

107A I 3' - 4" 7' - 0" D4 4 B 1, 2

107B B 3' - 6" 7' - 0" D2 1 A INSULATED

108A - 0' - 0" 0' - 0" - 1 A

109A G 3' - 0" 7' - 0" D1 1 A

110A D 2' - 10" 7' - 0" D1 1 A 8

113A E 3' - 0" 7' - 0" D1 1 A

114A E 3' - 0" 7' - 0" D1 1 A

115A C 3' - 0" 7' - 0" D5 1 A

116A J 3' - 0" 7' - 0" D5 1 A 7

117A J 3' - 0" 7' - 0" D5 1 A 7

118A J 3' - 0" 7' - 0" D5 1 A 7

119A J 3' - 0" 7' - 0" D5 1 A 7

1/4" = 1'-0"

DOOR TYPES
3" = 1'-0"

DOOR PROFILES

3" = 1'-0"

FRAME PROFILES
1/4" = 1'-0"

FRAME TYPES

1/4" = 1'-0"

WINDOW TYPES

EXISTING DOOR SCHEDULE

OPENING
NO.

DOOR

REMARKSTYPE

103A A 3, 4, 5, 6

EXISTING DOOR 103A, EXTERIOR EXISTING DOOR 103A, INTERIOR
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WALL
W-1 PAINTED GYP BD (P-4)
W-2 FRP, COLOR AND TEXTURE TO BE SELECTED FROM MANUFACTURER'S 

FULL RANGE 
W-3 GYP BD TAPED, UNFINISHED
W-4 EPOXY-PAINTED MOLD-AND-MOISTURE RESISTANT GYP BD (P-11)
W-5 PAINTED EXISTING WALL (P-7)
W-6 PAINTED EXISTING WALL (P-9)

BASE
B-1 4" SEAMLESS EPOXY FLOORING INTEGRAL BASE
B-2 PAINTED WOOD BASE (P-8)
B-3 PORCELAIN TILE COVE BASE
B-4 NONE

CEILING 
C-1 PAINTED GYP BD (P-5)
C-2 2'x4' WASHABLE ACOUSTICAL CEILING PANEL
C-3 EXPOSED STRUCTURE

FLOOR
F-1 SEAMLESS EPOXY FLOORING WITH KNOCK-DOWN FINISH
F-2 HARDWOOD FLOORING
F-3 PORCELAIN TILE
F-4 GYP. BD. TAPED, UNFINISHED

ROOM FINISH LEGEND

REMARKS
R-1 STAINLESS STEEL PANELS AT KITCHEN HOOD BY K.E.C. REFER TO FOOD SERVICE DRAWINGS.
R-2 REFER TO FOOD SERVICE DRAWING FOR EQUIPMENT CONFIGURATION.
R-3 SEE INTERIOR ELEVATIONS FOR CASEWORK CONFIGURATION.
R-4 STAINLESS STEEL TRIM BY K.E.C., REFER TO FOOD SERVICE DRAWINGS.
R-5 PREP, PRIME, AND PAINT CEILING.
R-6 PROVIDE 4'-0" HIGH FRP PANELS ON WALLS SURROUNDING THE MOP SINK.

TRIM
T-1 MATCH EXISTING HUSTON GALLERY, PAINTED (P-8)
T-2 MATCH EXISTING BINGHAM ROOM, PAINTED (P-10)

P-1

PAINT SCHEDULE

P-2

P-3

P-4

P-5

P-6

P-7

P-8

P-9

P-10

P-11

NO. LOCATIONCOLORMANUFACTURER

TBD TBD

TBD TBD

TBD TBD

TBD TBD

TBD TBD

TBD TBD

TBD TBD

TBD TBD

TBD TBD

TBD TBD

TBD TBD

FIBER CEMENT BOARD SIDING, TRIM, SOFFITS, ETC. 

DOORS, EXCEPT AS NOTED

DOOR FRAMES, EXCEPT AS NOTED 

GYPSUM BOARD WALLS

GYPSUM BOARD CEILINGS

HANDRAILS AND GUARDRAILS

EXISTING WALL IN HUSTON GALLERY 103 TO MATCH EXISTING

EXISTING TRIM AND DOOR FRAMES IN HUSTON GALLERY 103 TO MATCH EXISTING

EXISTING WALL IN BINGHAM ROOM 105 TO MATCH EXISTING

EPOXY-PAINTED GYPSUM BOARD WALLS

EXISTING TRIM AND DOOR FRAMES IN BINGHAM ROOM 105 TO MATCH EXISTING
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ROOM FINISH
SCHEDULE

Room Schedule

NO. ROOM NAME FLOOR BASE

WALL

CEILING
TRIM

PROFILE REMARKSNORTH EAST SOUTH WEST

103 HUSTON GALLERY - - - - W-5 - - T-1 -

105 BINGHAM ROOM - - - W-6 - - - T-2 -

106 KITCHEN F-1 B-1 W-2 W-2 W-2 W-2 C-2 - 1,2,4

106A HALL F-2 B-2 W-1 W-1 W-1 W-1 C-1 T-1 5

107 HALL F-1 B-1 W-1 W-1 W-1 W-1 C-1 - 4, 5

107A CART STORAGE F-1 B-1 W-1 W-1 W-1 W-1 C-1 - 5

108 KITCHEN MANAGER / LAUNDRY F-1 B-1 W-1 W-1 W-1 W-1 C-1 - 3, 5

109 EMPLOYEE RESTROOM F-1 B-1 W-4 W-4 W-4 W-4 C-1 - 5

110 JANITOR F-1 B-1 W-1 W-1 W-1 / W-2 W-1 / W-2 C-1 - 5, 6

111 WALK-IN COOLER F-4 B-4 W-3 W-3 W-3 W-3 C-3 - 2

112 WALK-IN FREEZER F-4 B-4 W-3 W-3 W-3 W-3 C-3 - 2

113 DRY STORAGE F-1 B-1 W-1 W-1 W-1 W-1 C-1 - 5

114 RESTROOM F-3 B-3 W-4 W-4 W-4 W-4 C-1 - 5

115 STAIR F-2 B-1 W-1 W-1 W-1 W-1 C-1 - 5

116 RESTROOM F-1 B-1 W-2 W-2 W-2 W-2 C-1 - 5

117 RESTROOM F-1 B-1 W-2 W-2 W-2 W-2 C-1 - 5

118 FAMILY RESTROOM F-1 B-1 W-2 W-2 W-2 W-2 C-1 - 5

119 JANITOR F-1 B-1 W-1 / W-2 W-1 / W-2 W-1 W-1 C-1 - 5, 6
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