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FIRE ALARM SYMBOL LIST
DESCRIPTIONSYMBOL

FIRE ALARM CONTROL PANEL

FIRE ALARM WITH HORN AND STROBE LIGHT (WITH
STROBE CANDELA RATING )

FIRE ALARM WITH HORN AND STROBE LIGHT,
INSTALLED WITH WEATHERPROOF BACKBOX (WITH
STROBE CANDELA RATING)

CEILING MOUNTED SMOKE DETECTOR

CEILING MOUNTED HEAT DETECTOR

DUCT SMOKE DETECTOR, PROVIDE REMOTE TEST
IN ACCESSIBLE LOCATION
FIRE SPRINKLER FLOW SWITCH MONITORING
DEVICE

FIRE LINE SHUT-OFF VALVE SUPERVISORY DEVICE

FIRE LINE POST INDICATOR VALVE

MAGNETIC DOOR HOLDER

RELAY FOR FAN SHUT DOWN, DOOR LOCK RELEASE
OR SMOKE DAMPER CONTROL THROUGH
TEMPERATURE CONTROL PANELS.

FIRE ALARM MANUAL STATION WITH SINGLE OR
DOUBLE ACTION TYPE PER SPECIFICATIONS

FIRE ALARM WITH STROBE LIGHT (WITH STROBE
CANDELA RATING)

CEILING FIRE ALARM WITH HORN AND STROBE LIGHT
(WITH STROBE CANDELA RATING)

REMOTE FIRE ALARM ANNUNCIATOR PANEL

NOTE:     DEVICES MARKED WITH AN "E" ARE TO BE NEW DEVICES IN
THE SAME LOCATION AS AN EXISTING DEVICE.

DEVICES MARKED WITH AN "R" ARE TO BE NEW DEVICES
RELOCATED FROM THE NEAREST EXISTING DEVICE
LOCATION AS SHOWN.

DEVICES MARKED WITH AN "N" ARE TO BE NEW DEVICES IN
A NEW LOCATION.

DEVICES MARKED WITH A "D" ARE EXISTING TO BE
REMOVED/DEMOLISHED.

WALL MOUNTED SMOKE DETECTOR

ROOM NAME AND ROOM NUMBER.
(HC) INDICATES HANDICAPPED ROOM
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FA-01

SCOPE OF WORK:
1. THIS IS AN EXISTING FACILITY CURRENTLY PROVIDED WITH AN EXISTING FIRE

ALARM SYSTEM.
2. THIS SCOPE OF WORK IS TO PROVIDE A COMPLETE SYSTEM REPLACEMENT

OF DEVICES AND PANELS, BY SWAPPING OUT EXISTING DEVICES AND PANELS
FOR NEW. EXISTING WIRING AND CONDUIT IS INTENDED FOR REUSE, AND IS
ASSUMED IN GOOD CONDITION BY THIS DESIGN, CONTRACTOR TO VERIFY.

3. THIS SCOPE OF WORK INCLUDES UPDATING THE DEVICE LAYOUT FOR A FULLY
COMPLIANT DESIGN PER NFPA 72. CONSIDERATION HAS BEEN GIVEN TO MAKE
THE EXISTING DEVICE LAYOUT AS COMPLIANT AS POSSIBLE WITH MINIMAL
ALTERATIONS. NEW CALCULATIONS SHALL BE PERFORMED BY THE
CONTRACTOR TO VERIFY.

4. ALL MATERIAL AND EQUIPMENT DEMOLISHED SHALL BE DISPOSED AND
REMOVED OFF THE PREMISE. CONSULT WITH OWNER IF ANY SPECIFIC ITEM
NEEDS TO BE SALVAGED FOR OWNER.

5. THE FACILITY SHALL PROVIDE “FIRE-WATCH” DURING CONSTRUCTION HOURS
IN COORDINATION WITH THE OWNER FOR PERIODS OF EXISTING SYSTEM
IMPAIRMENT IN ACCORDANCE WITH NFPA 72.

6. FIRE ALARM SYSTEM SHALL BE DESIGNED AS PER MANUFACTURER
RECOMMENDATIONS. ALL FINAL DEVICE LOCATIONS AND QUANTITIES SHALL
BE CONFIRMED AT THE JOB SITE BY THE CONTRACTOR. LOCATIONS SHALL BE
COORDINATED WITH OWNER AND ARCHITECT.

GENERAL NOTES:
1. DRAWINGS ARE DIAGRAMMATIC ONLY AND REPRESENT GENERAL SCOPE OF WORK.

CONTRACTOR IS RESPONSIBLE TO REVIEW GENERAL CONSTRUCTION DRAWINGS,
ARCHITECTURAL, CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING
DRAWINGS AND ASSOCIATED SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS
THAT MAY NOT BE SPECIFICALLY CALLED OUT IN THIS PORTION OF CONSTRUCTION.

2. COMBINATION FIRE ALARM AUDIBLE / VISUAL APPLIANCE ARE ALLOWED TO BE
USED.

3. MOUNTING HEIGHTS AND LOCATIONS (OR PER NFPA 72): (REFER TO DETAIL)
a. PULL STATION - 48" AFF
b. STROBE, HORN OR SPEAKER, HORN OR SPEAKER/STROBE - 80" AFF
c. SMOKE DETECTORS - SHALL NOT BE LOCATED CLOSER THAN 3 FT FROM AN AIR

SUPPLY DIFFUSER OR AIR RETURN VENT.
4. SPRINKLER DEVICES SHALL BE FURNISHED BY OTHERS, AND SHALL BE MONITORED

BY THE FIRE ALARM SYSTEM. FIRE ALARM CONTRACTOR SHALL PROVIDE WIRING
AND CONDUIT TO THESE DEVICES AND PANELS.

5. FIRE ALARM SYSTEM SHALL BE DESIGNED AS PER MANUFACTURER
RECOMMENDATIONS. ALL FINAL DEVICE LOCATIONS AND QUANTITIES SHALL BE
CONFIRMED AT THE JOB SITE BY THE CONTRACTOR. LOCATIONS SHALL BE
COORDINATED WITH OWNER AND ARCHITECT.

6. FIRE ALARM SYSTEM SHALL BE DESIGNED AND INSTALLED IN ACCORDANCE WITH
IBC 2018, NFPA 70-2017, AND NFPA 72-2016.

7. WIRING MAY BE PLENUM RATED AND ROUTED EXPOSED WHERE CONCEALED
ABOVE CEILINGS. ALL EXPOSED WIRING WITHIN 7 FEET AFF AND WHERE
OTHERWISE EXPOSED TO DAMAGE SHALL BE IN CONDUIT. WIRING SHALL BE CLASS
B. ALL WIRING SHALL BE SUPERVISED.

8. ALL HOLES THROUGH FIRE, SMOKE, OR SOUND RATED WALLS SHALL BE PATCHED
OR PLUGGED WITH A RATED ASSEMBLY AS REQUIRED BY THE CONSTRUCTION
MATERIALS ENCOUNTERED AND THE SIZE OF THE HOLE.

9. COORDINATE FINAL LOCATION OF FIRE ALARM DEVICES WITH LIGHT FIXTURES,
DIFFUSERS, RETURN AIR GRILLES, ETC.

10. ALL STROBES WITHIN VIEW OF EACH OTHER SHALL BE SYNCHRONIZED. ALL
AUDIBLE DEVICES IN SLEEPING AREAS SHALL PRODUCE LOW-FREQUENCY SQUARE
WAVE PER NFPA 72.

11. DUCT SMOKE DETECTION SHALL BE PROVIDED IN THE RETURN DUCTS OF ALL AIR
HANDLING EQUIPMENT GREATER THAN 2,000 CFM, WHETHER SHOWN ON THESE
DOCUMENTS OR NOT. DETECTORS THAT ARE NOT ACCESSIBLE SHALL HAVE
REMOTE TEST STATIONS INSTALLED.

ALARM SIGNALS
MANUAL FIRE ALARM PULL STATION
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09 PIV TAMPER SWITCH-REFER TO CIVIL FOR LOCATION
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TROUBLE CONDITIONS
INITIATING DEVICE CIRCUIT OPEN

14

INITIATING DEVICE CIRCUIT SHORT

15

INITIATING DEVICE CIRCUIT GROUND
NOTIFICATION APPLIANCE CIRCUIT OPEN
NOTIFICATION APPLIANCE CIRCUIT SHORT
NOTIFICATION APPLIANCE CIRCUIT GROUND
AC POWER FAILURE
TEST MODE
LOW BATTERY VOLTAGE

SYSTEM INPUTS
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NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.

KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.

SHEET NUMBER:

SHEET TITLE:

STATE OF MISSOURI
MICHAEL L. PARSON,

GOVERNOR

OFFICE OF
ADMINISTRATION
DIVISION OF FACILITIES
MANAGEMENT, DESIGN
AND CONSTRUCTION

DEPARTMENT OF
MENTAL HEALTH

ISSUE DATE: 08/26/2022

REVISION:             .
DATE: .
REVISION:             .
DATE: .
REVISION:             .
DATE: .

CAD DWG FILE:              F19039-FA.DWG
DRAWN BY:          LW
CHECKED BY:      HD
DESIGNED BY:     LW / RP

     OF 15  SHEETS

SINCE 1979
8675 West 96th Street

Overland Park, KS 66212
Phone 913.722.3473

FSC Project # F19039

FSC, Inc.
CONSULTING ENGINEERS

RE-BID-INSTALL FIRE 
ALARM SYSTEM

NORTHWEST MISSOURI 
PSYCHIATRIC 
REHABILITATION 
CENTER

3505 FREDERICK AVENUE 
ST. JOSEPH, MO 64506

PROJECT # M2001-01
ASSET #

08/26/2022

FIRE ALARM PLAN
- COTTAGE 7

13

FA-23

0 4 812

SCALE 1/8"=1'-0"

0 4 812

SCALE 1/8"=1'-0"

6517353020
COTTAGE 7
GROUP HOME #4

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
WP

AutoCAD SHX Text
F

AutoCAD SHX Text
F

AutoCAD SHX Text
H

AutoCAD SHX Text
E

AutoCAD SHX Text
H

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
FAAP

AutoCAD SHX Text
R

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
15

AutoCAD SHX Text
75

AutoCAD SHX Text
LIVING AREA

AutoCAD SHX Text
STAIR

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
HANDICAP TOILET

AutoCAD SHX Text
114

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
111

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
109

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
107

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
131

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
130

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
128

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
125

AutoCAD SHX Text
PATIENT

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
JANITOR

AutoCAD SHX Text
105

AutoCAD SHX Text
DEN

AutoCAD SHX Text
LAUNDRY

AutoCAD SHX Text
VESTIBULE

AutoCAD SHX Text
PANTRY

AutoCAD SHX Text
NOURISHMENT

AutoCAD SHX Text
DINING AREA

AutoCAD SHX Text
LINEN

AutoCAD SHX Text
HALL

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
FACP

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
FA

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
FA

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
PS

AutoCAD SHX Text
E

AutoCAD SHX Text
PS

AutoCAD SHX Text
E

AutoCAD SHX Text
FL

AutoCAD SHX Text
E

AutoCAD SHX Text
OSY

AutoCAD SHX Text
E

AutoCAD SHX Text
OSY

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
75

AutoCAD SHX Text
PIV

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
%%UKEY PLAN

AutoCAD SHX Text
N

AutoCAD SHX Text
N

AutoCAD SHX Text
N

AutoCAD SHX Text
FIRE ALARM PLAN - COTTAGE 7 LOWER FLOOR PLAN

AutoCAD SHX Text
FIRE ALARM PLAN - COTTAGE 7 UPPER FLOOR PLAN



7 7

7

7

7

7 7 7

3

3

3

KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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KEY NOTES:

NOTE: NOT ALL KEYNOTES MAY BE USED ON THIS SHEET.

1. SMOKE DETECTOR USED FOR DOOR RELEASE. SMOKE
DETECTOR TO BE INSTALLED WITHIN 5' OF DOOR ON ONE SIDE
OF THE DOOR AND CENTERED ON A SINGLE DOOR OR DOUBLE
DOOR (AS APPLICABLE). LINTEL DEPTH IS LESS THAN 24".

2. FIRE ALARM NOTIFICATION APPLIANCE TO BE INSTALLED
WITHIN 15' OF THE END OF THE CORRIDOR.

3. SMOKE DETECTOR TO BE INSTALLED IN LOCATION THAT IS 3'
MINIMUM FROM AIR SUPPLY.

4. SPOT TYPE DETECTOR TO BE MOUNTED IN DUCT
APPROXIMATELY 8" BEHIND THE DIFFUSER. PROVIDE
SOUNDERBASE FOR DETECTOR TO ALERT OCCUPANT IN THE
EVENT OF A FIRE ALARM.

5. MANUAL FIRE ALARM BOXES ARE NOT REQUIRED IN SLEEPING
UNITS AT EXITS IF LOCATED AT CARE PROVIDERS' CONTROL
STATION.

6. PROVIDE GUARDS FOR DEVICES IN GYM.
7. PROVIDE SOUNDERBASE FOR DETECTOR TO ALERT

OCCUPANT IN THE EVENT OF A FIRE ALARM.
8. LOCATE AREA TYPE SMOKE DETECTOR WITHIN 12" OF THE

RETURN AIR DUCT OPENING.

X

NOTES:
1. THE INTENT HERE IS TO PROVIDE A COMPLETE SYSTEM

REPLACEMENT OF ALL DEVICES AND PANELS.
2. THE EXISTING DEVICES AND PANEL SHALL BE REPLACED FOR

NEW IN THE EXISTING LOCATIONS AS MUCH AS POSSIBLE,
WHILE BRINGING THE MAIN HOSPITAL BUILDING AND SIX
COTTAGES TO CURRENT CODE.

3. THE EXISTING WIRING IS TO BE REUSED AS MINIMAL
DISRUPTION TO THE BUILDING STRUCTURE AND EXISTING
WALLS IS TO BE TAKEN INTO ACCOUNT.

4. CONTRACTOR TO PREPARE FINAL INSTALLATION DRAWINGS
WITH BATTERY CALCULATIONS AND WIRING DIAGRAM.

5. CONTRACTOR SHALL INSTALL NEW SYSTEMS AS INDICATED ON
THESE DRAWINGS AND WITHIN THE SPECIFICATIONS.

6. ALL NEW INSTALLATION OF DEVICES SHALL BE COORDINATED
WITH ALL EXISTING CONSTRUCTION.
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