ADDENDUM NO. 2

TO: PLANS AND SPECIFICATIONS FOR STATE OF MISSOURI
UTILITY INFRASTRUCTURE IMPROVEMENTS
WAPPAPELLO TRAINING SITE
WAPPAPELLO, MISSOURI
PROJECT NO.: T2213-01
Bid Opening Date: 1:30 PM, Thursday, August 25, 2022 (Not Changed)

Bidders are hereby informed that the construction Plans and/or Specifications are
modified as follows:

SPECIFICATION CHANGES:

1. Section 312300 Excavation and Fill

REVISE Paragraph 3.12, A as follows:

A. Removal from Project Site: Remove excess soils, including unacceptable excavated
material, from site to an approved location en-the-coordinate-with-owner. or the spoil
material may be placed within the Owner’s designated spoil material site shown at the
end of this specification. Spoil placed on the Owner’s spoil material site shall be evenly
graded and seeded per Section 329219 Seeding.

2. Section 312333 Trenching and Backfilling

REVISE Paragraph 3.5, C to include the following:
2. Aggregate backfill for crossings will be placed the full depth and width of trench in
any place aggregate is present at surface level.

3. Appendices
ADD Appendix C, Excess Spoil Material Disposal Location

DRAWING CHANGES:

1. Sheet C101

MODIFY Handhole HH-3 has been relocated to the west side of the proposed barracks
building.

2. Sheet C102

ADD Note to profile at sanitary station 1+40 clarifying that aggregate backfill is required for
full depth of trench at roadway crossing.

DELETE Notes requiring a flush hydrant and valving on the domestic water line.

ADD Note to require 4” sanitary stub on west side of the manhole at the proposed barracks
building
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GENERAL COMMENTS:

1. The Pre-Bid Meeting sign-in sheet is attached.

2. The deadline for technical questions is noon on August 17, 2022.

ATTACHMENTS:

Pre-Bid Meeting Sign-In Sheet

Project Manual Appendix C

C101, Site Utility Plan

C102, Proposed Utility Plan and Profiles

PwbNE

August 18, 2022

END ADDENDUM NO. 2
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UNCLASSIFIED

TRUCK ROUTE LOOP
WAPPAPELLO TRAINING SITE

. roject
L ocation

Low Water
Crossings (2)

Spoils Area

1,000 Meters
(Printed Scale: 1:10,000)

LEGEND MISSOURI ARMY NATIONAL GUARD THE MOARNG IS NOT LIABLE FOR NOR GUARANTEES
ENVIRONMENTAL MANAGEMENT OFFICE THE ACCURACY OF THIS DATA. THE INFORMATION
68198 North Boundary Road CONTAINED IN THIS MAP WAS PRODUCED FOR GENERAL
] Water Area Truck Route Loop Toffaraon ity 10 Sa1t 1507

REFERENCE AND WAS DERIVED FROM TABULAR DATA,
ELLIPSOID ...WORLD GEODETIC SYSTEM 1984 AUTOCAD FILES, HISTORICAL RECORDS, LEGAL PROPERTY
1 GRID/UNIT. UTM ZONE 15 N/METE
—1 Installation Boundary

e ERaRToR DESCRIPTIONS, AND SURVEYS. INCONSISTENCIES
- MEAN SEALEVEL BETWEEN DATASETS ARE PRESENT.
DEVELOPED BY. “MISSOURI ARMY NATIONAL GUARD
CARTOGRAPH e MATT KRAMER

JUNE, 2022
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